
Sources for these data are:
Asbestos Survey 1989 / 90 (Firm BCM)
Asbestos Survey data Jack Smithback (98th ASG Environmental Office) and Firm Pickering (1990 - 98)
Asbestos Resurvey by Firm OGDEN 1998
Asbestos Resurvey by Firm OGDEN 2002 (only part of Kitzingen)
Asbestos sampling and analysis by various firms upon request thru the DPW EMO

Purpose of the database:
To show the asbestos containing materials (ACM), or suspected (assumed) asbestos containing materials in build
Prior to the initiation of all demolition, renovation, or maintenance work, a determination must be made if ACM will 
anticipated activities.  
If there is any doubt if ACM is present, a sample of the suspect material will be collected and analysed.  All ACM m

Responsibilities (DPW):
DPW ERM / WORK ORDER:  To check all work activities for asbestos hazards in buildings (work requests, service
DPW EP&S / DESIGN:  To check projects for asbestos and notify the Asbestos Program Manager (EMO) of any a
DPW Utilities and B&G / MAINTENANCE ACTIVITIES:  To make sure that in-house workers comply with asbestos

How to find building data:  
Choose installation and building number 

Abbreviations:
assumed = material has not been tested yet, but is suspected to contain asbestos, for test call POC
no asbestos = material has been tested and did not contain asbestos
amosite, chrysotile, crocidolite = asbestos minerals 
AMF = Artificial Mineral Fibers
LBP = Lead Based Paint

FOR MORE INFO CALL POC:
Ludger Henning, 417th BSB DPW Environmental Management Office
DSN:  351-4582 / 4421 (Civ:  0931-296-4582 / 4421)
FAX:  351-4415 (Civ:  0931-296-4415)
E-mail:  ludger.henning@cmtymail.98asg.army.mil



417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

Basem Rar F.H. Kitzingen 301
pipe insulation 4 
inches 3 boiler room

Family 
Housing yes 10-Dec-97

No 
Asbestos UnD

Basem Rar F.H. Kitzingen 301
pipe insulation 4 
inches 3 boiler room

Family 
Housing yes 10-Dec-97

No 
Asbestos UnD

Basem Rar F.H. Kitzingen 301
pipe insulation 4 
inches 3 boiler room

Family 
Housing yes 10-Dec-97

No 
Asbestos UnD

Basem Rar F.H. Kitzingen 301
pipe insulation 8 
inches 6 boiler room

Family 
Housing yes 10-Dec-97

No 
Asbestos UnD

Basem Rar F.H. Kitzingen 301
pipe insulation 8 
inches 6 boiler room

Family 
Housing yes 10-Dec-97

No 
Asbestos UnD

Basem Rar F.H. Kitzingen 301
pipe insulation 8 
inches 6 boiler room

Family 
Housing yes 10-Dec-97

(QC) no 
Asbestos UnD

Basem Rar F.H. Kitzingen 301
pipe insulation 8 
inches 6 boiler room

Family 
Housing yes 10-Dec-97

No 
Asbestos UnD

1,2,3,4 Hsg F.H. Kitzingen 302 Linoleum 326 55
Kitch.,Bathr
ms Families No 11/21/89 Assumed UnD

All Hsg F.H. Kitzingen 302 Plaster 3857 55 All Families No 11/21/89 Assumed UnD

Basem Rar F.H. Kitzingen 302
pipe insulation 8 
inches 6 boiler room

Family 
Housing yes Nov-89 Assumed 10-12-97

No 
Asbestos UnD

Basem Rar F.H. Kitzingen 302
pipe insulation 8 
inches 6 boiler room

Family 
Housing yes Nov-89 Assumed 10-12-97

No 
Asbestos UnD

Basem Rar F.H. Kitzingen 302
pipe insulation 8 
inches 6 boiler room

Family 
Housing yes Nov-89 Assumed 10-12-97

No 
Asbestos UnD

Basem Rar F.H. Kitzingen 302
pipe insulation 5 
inches 11 boiler room

Family 
Housing yes Nov-89 Assumed 10-12-97

No 
Asbestos UnD

Basem Rar F.H. Kitzingen 302
pipe insulation 5 
inches 11 boiler room

Family 
Housing yes Nov-89 Assumed 10-12-97

No 
Asbestos UnD

Basem Rar F.H. Kitzingen 302
pipe insulation 5 
inches 11 boiler room

Family 
Housing yes Nov-89 Assumed 10-12-97

No 
Asbestos UnD

Basem Rar F.H. Kitzingen 303
pipe insulation 8 
inches 6 boiler room

Family 
Housing yes 11-Dec-97

No 
Asbestos UnD

Basem Rar F.H. Kitzingen 303
pipe insulation 8 
inches 6 boiler room

Family 
Housing yes 11-Dec-97

No 
Asbestos UnD

Basem Rar F.H. Kitzingen 303
pipe insulation 8 
inches 6 boiler room

Family 
Housing yes 11-Dec-97

No 
Asbestos UnD

Basem Rar F.H. Kitzingen 303
pipe insulation 5 
inches 3 boiler room

Family 
Housing yes 11-Dec-97

No 
Asbestos UnD

Basem Rar F.H. Kitzingen 303
pipe insulation 5 
inches 3 boiler room

Family 
Housing yes 11-Dec-97

No 
Asbestos UnD

Basem Rar F.H. Kitzingen 303
pipe insulation 5 
inches 3 boiler room

Family 
Housing yes 11-Dec-97

No 
Asbestos UnD

All Hsg F.H. Kitzingen 304 Linoleum 326 55
Kitch.,Bathr
ms Families No 11/21/89 Assumed UnD

All Hsg F.H. Kitzingen 304 Plaster 3857 55 All Families No 11/21/89 Assumed UnD

Basem Rar F.H. Kitzingen 304
pipe insulation 8 
inches 6 boiler room

Family 
Housing yes Nov-89 Assumed 11-12-97

No 
Asbestos UnD

Basem Rar F.H. Kitzingen 304
pipe insulation 8 
inches 6 boiler room

Family 
Housing yes Nov-89 Assumed 11-12-97

No 
Asbestos UnD

Basem Rar F.H. Kitzingen 304
pipe insulation 8 
inches 6 boiler room

Family 
Housing yes Nov-89 Assumed 11-12-97

(QC) No 
Asbestos UnD

Basem Rar F.H. Kitzingen 304
pipe insulation 8 
inches 6 boiler room

Family 
Housing yes Nov-89 Assumed 11-12-97

No 
Asbestos UnD

Basem Rar F.H. Kitzingen 304
pipe insulation 5 
inches 3 boiler room

Family 
Housing yes Nov-89 Assumed 11-12-97

No 
Asbestos UnD

Basem Rar F.H. Kitzingen 304
pipe insulation 5 
inches 3 boiler room

Family 
Housing yes Nov-89 Assumed 11-12-97

No 
Asbestos UnD

Basem Rar F.H. Kitzingen 304
pipe insulation 5 
inches 3 boiler room

Family 
Housing yes Nov-89 Assumed 11-12-97

No 
Asbestos UnD
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

Basem Rar F.H. Kitzingen 305
pipe insulation 8 
inches 12 boiler room

Family 
Housing yes 11-Dec-97

No 
Asbestos UnD

Basem Rar F.H. Kitzingen 305
pipe insulation 8 
inches 12 boiler room

Family 
Housing yes 11-Dec-97

No 
Asbestos UnD

Basem Rar F.H. Kitzingen 305
pipe insulation 8 
inches 12 boiler room

Family 
Housing yes 11-Dec-97

No 
Asbestos UnD

Basem Rar F.H. Kitzingen 305
pipe insulation 6 
inches 3 boiler room

Family 
Housing yes 11-Dec-97

No 
Asbestos UnD

Basem Rar F.H. Kitzingen 305
pipe insulation 6 
inches 3 boiler room

Family 
Housing yes 11-Dec-97

No 
Asbestos UnD

Basem Rar F.H. Kitzingen 305
pipe insulation 6 
inches 3 boiler room

Family 
Housing yes 11-Dec-97

No 
Asbestos UnD

Basem Hsg F.H. Kitzingen 306 Pipe Insulation 247 Bs,Attic Families Yes 11/21/89
No 
Asbestos damaged abated

All Hsg F.H. Kitzingen 306 Linoleum 326 55
Kitch.,Bathr
ms Families No 11/21/89 Assumed UnD

All Hsg F.H. Kitzingen 306 Plaster 3857 55 All Families No 11/21/89 Assumed UnD

Basem F.H. Kitzingen 306 Pipe Joint Seal
Laundry 
Rm. Yes 11/21/89

No 
Asbestos

Basem F.H. Kitzingen 306 Pipe Joint Seal
Laundry 
Rm. Yes 11/21/89

No 
Asbestos

Basem F.H. Kitzingen 306 Pipe Joint Seal
Laundry 
Rm. Yes 11/21/89

No 
Asbestos

Basem Rar F.H. Kitzingen 306 pipe insulation 30 boiler room
Family 
Housing yes Nov-89 5% amosite 11-12-97

visual 
inspection heavy Abated

Basem Rar F.H. Kitzingen 306 pipe insulation 30 boiler room
Family 
Housing yes Nov-89 5% amosite 11-12-97

visual 
inspection heavy Abated

Basem Rar F.H. Kitzingen 307
pipe insulation 8 
inches 12 boiler room

Family 
Housing yes 11-Dec-97

(QC) no 
Asbestos UnD

Basem Rar F.H. Kitzingen 307
pipe insulation 8 
inches 12 boiler room

Family 
Housing yes 11-Dec-97

No 
Asbestos UnD Abated

Basem Rar F.H. Kitzingen 307
pipe insulation 8 
inches 12 boiler room

Family 
Housing yes 11-Dec-97

Trace,<1% 
amosite UnD Abated

Basem Rar F.H. Kitzingen 307
pipe insulation 8 
inches 12 boiler room

Family 
Housing yes 11-Dec-97

Trace,<1% 
amosite UnD Abated

Basem Rar F.H. Kitzingen 307
pipe insulation 5 
inches 5 boiler room

Family 
Housing yes 11-Dec-97 2% amosite heavy Abated

Basem Rar F.H. Kitzingen 307
pipe insulation 5 
inches 5 boiler room

Family 
Housing yes 11-Dec-97 2% amosite heavy Abated

Basem Rar F.H. Kitzingen 307
pipe insulation 5 
inches 5 boiler room

Family 
Housing yes 11-Dec-97 2% amosite heavy Abated

All Hsg F.H. Kitzingen 308 Linoleum 326 55
Kitch,.Bathr
ms Families No 11/21/89 Assumed UnD

All Hsg F.H. Kitzingen 308 Plaster 3857 55 All Families No 11/21/89 Assumed UnD

Basem Rar F.H. Kitzingen 308
pipe insulation 6 
inches 7 boiler room

Family 
Housing yes Nov-89 Assumed 12-12-97

No 
Asbestos heavy

Basem Rar F.H. Kitzingen 308
pipe insulation 6 
inches 7 boiler room

Family 
Housing yes Nov-89 Assumed 12-12-97

No 
Asbestos heavy

Basem Rar F.H. Kitzingen 308
pipe insulation 6 
inches 7 boiler room

Family 
Housing yes Nov-89 Assumed 12-12-97

No 
Asbestos heavy

Basem Rar F.H. Kitzingen 309 pipe insulation 7 boiler room
Family 
Housing yes 12-Dec-97

No 
Asbestos light

Basem Rar F.H. Kitzingen 309 pipe insulation 7 boiler room
Family 
Housing yes 12-Dec-97

No 
Asbestos light

Basem Rar F.H. Kitzingen 309 pipe insulation 7 boiler room
Family 
Housing yes 12-Dec-97

No 
Asbestos light

All Hsg F.H. Kitzingen 310 Linoleum 268 55
Kitch.,Bathr
ms Families No 11/21/89 Assumed UnD
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

All Hsg F.H. Kitzingen 310 Plaster 4833 55 All Families No 11/21/89 Assumed UnD

Attic,Bs F.H. Kitzingen 310 Pipe Insulation Bs,Attic Yes 11/21/89
No 
Asbestos

Attic,Bs F.H. Kitzingen 310 Pipe Insulation Bs,Attic Yes 11/21/89
No 
Asbestos

Attic,Bs F.H. Kitzingen 310 Pipe Insulation Bs,Attic Yes 11/21/89
No 
Asbestos

Basem Rar F.H. Kitzingen 311 pipe insulation 7 boiler room
Family 
Housing yes 12-Dec-97

No 
Asbestos heavy Abated

Basem Rar F.H. Kitzingen 311 pipe insulation 7 boiler room
Family 
Housing yes 12-Dec-97

Trace,<1%c
hrysotile heavy Abated

Basem Rar F.H. Kitzingen 311 pipe insulation 7 boiler room
Family 
Housing yes 12-Dec-97

No 
Asbestos heavy Abated

All Hsg F.H. Kitzingen 312 Linoleum 167 55
Kitch.,Bathr
ms Families No 11/21/89 Assumed UnD

All Hsg F.H. Kitzingen 312 Plaster 3532 55 All Families No 11/21/89 Assumed UnD

Basem F.H. Kitzingen 312 Pipe Insulation Bs Yes 11/21/89
No 
Asbestos

Basem F.H. Kitzingen 312 Pipe Insulation Bs Yes 11/21/89
No 
Asbestos

Basem F.H. Kitzingen 312 Pipe Insulation Bs Yes 11/21/89
No 
Asbestos

Basem Rar F.H. Kitzingen 313
pipe insulation 3 
inches 5 boiler room

Family 
Housing yes 12-Dec-97

No 
Asbestos light

Basem Rar F.H. Kitzingen 313
pipe insulation 3 
inches 5 boiler room

Family 
Housing yes 12-Dec-97

(QC) no 
Asbestos light

Basem Rar F.H. Kitzingen 313
pipe insulation 3 
inches 5 boiler room

Family 
Housing yes 12-Dec-97

No 
Asbestos light

Basem Rar F.H. Kitzingen 313
pipe insulation 3 
inches 5 boiler room

Family 
Housing yes 12-Dec-97

No 
Asbestos light

Basem Rar F.H. Kitzingen 313 pipe insulation 2 boiler room
Family 
Housing yes 12-Dec-97

No 
Asbestos light

Basem Rar F.H. Kitzingen 313 pipe insulation 2 boiler room
Family 
Housing yes 12-Dec-97

No 
Asbestos light

Basem Rar F.H. Kitzingen 313 pipe insulation 2 boiler room
Family 
Housing yes 12-Dec-97

No 
Asbestos light

Basem Rar F.H. Kitzingen 313 pipe insulation 4 boiler room
Family 
Housing yes 12-Dec-97

No 
Asbestos light

Basem Rar F.H. Kitzingen 313 pipe insulation 4 boiler room
Family 
Housing yes 12-Dec-97

No 
Asbestos light

Basem Rar F.H. Kitzingen 313 pipe insulation 4 boiler room
Family 
Housing yes 12-Dec-97

No 
Asbestos light

Basem Rar F.H. Kitzingen 313
pipe insulation 3 
inches 30 boiler room

Family 
Housing yes 12-Dec-97

Quantity 
insufficent 
for analysis Und

may also be 
EHS sample# 
62: KFH-313-04-
R1is negative

Basem Rar F.H. Kitzingen 313
pipe insulation 3 
inches 30 boiler room

Family 
Housing yes 12-Dec-97

Quantity 
insufficent 
for analysis Und

may also be 
EHS sample# 
63: KFH-313-04-
R2 is negative

Basem Rar F.H. Kitzingen 313
pipe insulation 3 
inches 30 boiler room

Family 
Housing yes 12-Dec-97

(QC) mp 
ACM Und
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

Basem Rar F.H. Kitzingen 313
pipe insulation 3 
inches 30 boiler room

Family 
Housing yes 12-Dec-97

Quantity 
insufficent 
for analysis Und

may also be 
EHS 
sample#64: 
KFH-313-04-R3 
is negative

Basem Hsg F.H. Kitzingen 314 Pipe Insulation 488 60 Bs Families No 11/21/89 Assumed UnD

Top Floor Hsg F.H. Kitzingen 314 2'x2' Floor Tile 205 55
Living 
Areas Families No 11/21/89 Assumed UnD

All Hsg F.H. Kitzingen 314 Plaster 5019 55 All Families No 11/21/89 Assumed UnD

Basem Rar F.H. Kitzingen 314
pipe insulation 5 
inches 30 55 boiler room

Family 
Housing yes Nov-89 Assumed 12-12-97

Trace,<1%c
hrysotile UnD

Basem Rar F.H. Kitzingen 314
pipe insulation 5 
inches 30 boiler room

Family 
Housing yes Nov-89 Assumed 12-12-97

No 
Asbestos UnD

Basem Rar F.H. Kitzingen 314
pipe insulation 5 
inches 30 55 boiler room

Family 
Housing yes Nov-89 Assumed 12-12-97

Trace,<1%c
hrysotile UnD

Basem Rar F.H. Kitzingen 315
pipe insulation 4 
inches 11 boiler room

Family 
Housing yes 12-Dec-97

No 
Asbestos heavy

Basem Rar F.H. Kitzingen 315
pipe insulation 4 
inches 11 boiler room

Family 
Housing yes 12-Dec-97

No 
Asbestos heavy

Basem Rar F.H. Kitzingen 315
pipe insulation 4 
inches 11 boiler room

Family 
Housing yes 12-Dec-97

No 
Asbestos heavy

All Hsg F.H. Kitzingen 316 Plaster 5019 55 All Families No 11/21/89 Assumed UnD

All Hsg F.H. Kitzingen 316 Linoleum 302 55
Kitch.,Bathr
ms Families No 11/21/89 Assumed UnD

Basem F.H. Kitzingen 316 Pipe Insulation Bs Yes 11/21/89
No 
Asbestos

Basem F.H. Kitzingen 316 Pipe Insulation Bs Yes 11/21/89
No 
Asbestos

Basem F.H. Kitzingen 316 Pipe Insulation Bs Yes 11/21/89
No 
Asbestos

Basem Rar F.H. Kitzingen 317
pipe insulation 5 
inches 15 boiler room

Family 
Housing yes 12-Dec-97

No 
Asbestos light

Basem Rar F.H. Kitzingen 317
pipe insulation 5 
inches 15 boiler room

Family 
Housing yes 12-Dec-97

No 
Asbestos light

Basem Rar F.H. Kitzingen 317
pipe insulation 5 
inches 15 boiler room

Family 
Housing yes 12-Dec-97

No 
Asbestos light

Basem Rar F.H. Kitzingen 317
pipe insulation 5 
inches 15 boiler room

Family 
Housing yes 12-Dec-97

(QC) no 
Asbestos light

1 Rar F.H. Kitzingen 318 rope gasket 244 heat plant
Maintena
nce no Nov-89

chrysotile 
85% 16-12-97

visual 
inspection heavy Abated

Basem Rar F.H. Kitzingen 318
solid gasket 
material 5 basement

Maintena
nce no Nov-89 Assumed 16-12-97

visual 
inspection Und Abated

Attic Rar F.H. Kitzingen 318 transite roof 558 51 attic/roof
Maintena
nce no Nov-89 Assumed 16-12-97

visual 
inspection Und

Basem Rar F.H. Kitzingen 318 tank insulation 13 63
heat plant 
basement

Maintena
nce yes Nov-89 Assumed 16-12-97

Trace,<1%c
hrysotile; 
Trace, 
<1%amosit
e Und

Basem Rar F.H. Kitzingen 318 tank insulation 13
heat plant 
basement

Maintena
nce yes Nov-89 Assumed 16-12-97

(QC) No 
Asbestos Und

Basem Rar F.H. Kitzingen 318 tank insulation 13 63
heat plant 
basement

Maintena
nce yes Nov-89 Assumed 16-12-97

Trace,<1%c
hrysotile; 
Trace, 
<1%amosit
e Und
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

Basem Rar F.H. Kitzingen 318 tank insulation 13 63
heat plant 
basement

Maintena
nce yes Nov-89 Assumed 16-12-97

Trace,<1%c
hrysotile; 
Trace, 
<1%amosit
e Und

1 Rar F.H. Kitzingen 318 rope gasket 244 heat plant
Maintena
nce no Nov-89

chrysotile 
85% 16-12-97

visual 
inspection heavy Abated

1 Rar F.H. Kitzingen 318 rope gasket 244 heat plant
Maintena
nce no Nov-89

chrysotile 
85% 16-12-97

visual 
inspection heavy Abated

1 Rar F.H. Kitzingen 318 rope gasket 244 heat plant
Maintena
nce no Nov-89

chrysotile 
85% 16-12-97

visual 
inspection heavy Abated

Rar F.H. Kitzingen 320 transite shed roof 13

AAFES 
supermark
et

Supermar
ket no Jun-90 Assumed 15-12-97

visual 
inspection heavy Abated

Basem Rar F.H. Kitzingen 320
pipe insulation 4 
inches 1.5 boiler room

Supermar
ket yes Jun-90

not 
identified 15-12-97

No 
Asbestos light

Basem Rar F.H. Kitzingen 320
pipe insulation 4 
inches 1.5 boiler room

Supermar
ket yes Jun-90

not 
identified 15-12-97

No 
Asbestos light

Basem Rar F.H. Kitzingen 320
pipe insulation 4 
inches 1.5 boiler room

Supermar
ket yes Jun-90

not 
identified 15-12-97

No 
Asbestos light

1 Frq F.H. Kitzingen 320
2' x 2' suspended 
ceiling 350

AAFES 
supermark
et

Supermar
ket no Jun-90

No 
Asbestos 16-12-97

No 
Asbestos light

1 Frq F.H. Kitzingen 320
2' x 2' suspended 
ceiling 350

AAFES 
supermark
et

Supermar
ket no Jun-90

No 
Asbestos 16-12-97

No 
Asbestos light

1 Frq F.H. Kitzingen 320
2' x 2' suspended 
ceiling 350

AAFES 
supermark
et

Supermar
ket no Jun-90

No 
Asbestos 16-12-97

No 
Asbestos light

1 Frq F.H. Kitzingen 320 wallplaster 744

AAFES 
supermark
et

Supermar
ket no Jun-90 Assumed 16-12-97

Quantity 
insufficent 
for analysis light

1 Frq F.H. Kitzingen 320 wallplaster 744

AAFES 
supermark
et

Supermar
ket no Jun-90 Assumed 16-12-97

No 
Asbestos light

1 Frq F.H. Kitzingen 320 wallplaster 744

AAFES 
supermark
et

Supermar
ket no Jun-90 Assumed 16-12-97

No 
Asbestos light

1 Frq F.H. Kitzingen 320
12" x 12" floor 
tiles, beige 20

AAFES 
supermark
et

Supermar
ket no Jun-90

not 
identified 16-12-97

No 
Asbestos UnD

1 Frq F.H. Kitzingen 320
12" x 12" floor 
tiles, beige 20

AAFES 
supermark
et

Supermar
ket no Jun-90

not 
identified 16-12-97

No 
Asbestos UnD

1 Frq F.H. Kitzingen 320
12" x 12" floor 
tiles, beige 20

AAFES 
supermark
et

Supermar
ket no Jun-90

not 
identified 16-12-97

No 
Asbestos UnD

3 Hsg F.H. Kitzingen 321 2'x2' Floor Tile 446 55
Bedrms,Livi
ng Rm Families No 11/21/89 Assumed UnD

1,2,3 Hsg F.H. Kitzingen 321 Linoleum 84 55 Kitchens Families No 11/21/89 Assumed UnD
All Hsg F.H. Kitzingen 321 Plaster 5019 55 All Families No 11/21/89 Assumed UnD
Exterior Hsg F.H. Kitzingen 321 Transite Panels 465 43 Exterior Families No 11/21/89 Assumed UnD

Basem F.H. Kitzingen 321 Pipe Insulation Hting Rm No 11/21/89
No 
Asbestos

Basem F.H. Kitzingen 321 Pipe Insulation Hting Rm No 11/21/89
No 
Asbestos
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

Basem F.H. Kitzingen 321 Pipe Insulation Hting Rm No 11/21/89
No 
Asbestos

Basem Rar F.H. Kitzingen 322
pipe insulation 4 
inches 11 boiler room

Family 
Housing yes 15-Dec-97

No 
Asbestos heavy

Basem Rar F.H. Kitzingen 322
pipe insulation 4 
inches 11 boiler room

Family 
Housing yes 15-Dec-97

No 
Asbestos heavy

Basem Rar F.H. Kitzingen 322
pipe insulation 4 
inches 11 boiler room

Family 
Housing yes 15-Dec-97

No 
Asbestos heavy

3 Hsg F.H. Kitzingen 323 2'x2' Floor Tile 446 55
Bedrms,Livi
ng Rm Families No 11/21/89 Assumed UnD

1,2 Hsg F.H. Kitzingen 323 Linoleum 84 55 Kitchens Families No 11/21/89 Assumed UnD
All Hsg F.H. Kitzingen 323 Plaster 5018 55 All Families No 11/21/89 Assumed UnD
Exterior Hsg F.H. Kitzingen 323 Transite Panels 465 43 Exterior Families No 11/21/89 Assumed UnD

Basem F.H. Kitzingen 323 Pipe Insulation Hting Rm Yes 11/21/89
No 
Asbestos

Basem F.H. Kitzingen 323 Pipe Insulation Hting Rm Yes 11/21/89
No 
Asbestos

Basem F.H. Kitzingen 323 Pipe Insulation Hting Rm Yes 11/21/89
No 
Asbestos

Basem Rar F.H. Kitzingen 324
pipe insulation 4 
inches 11 boiler room

Family 
Housing yes 15-Dec-97

No 
Asbestos light

Basem Rar F.H. Kitzingen 324
pipe insulation 4 
inches 11 boiler room

Family 
Housing yes 15-Dec-97

No 
Asbestos light

Basem Rar F.H. Kitzingen 324
pipe insulation 4 
inches 11 boiler room

Family 
Housing yes 15-Dec-97

No 
Asbestos light

All Hsg F.H. Kitzingen 325 1'x1' Floor Tile 121 55 Kitchens Families No 11/21/89 Assumed UnD
All Hsg F.H. Kitzingen 325 Plaster 5019 55 All Families No 11/21/89 Assumed UnD

Basem F.H. Kitzingen 325 Pipe Insulation Bs Yes 11/21/89
No 
Asbestos

Basem F.H. Kitzingen 325 Pipe Insulation Bs Yes 11/21/89
No 
Asbestos

Basem F.H. Kitzingen 325 Pipe Insulation Bs Yes 11/21/89
No 
Asbestos

Basem Rar F.H. Kitzingen 326
pipe insulation 5 
inches 12 boiler room

Family 
Housing yes 15-Dec-97

No 
Asbestos light

Basem Rar F.H. Kitzingen 326
pipe insulation 5 
inches 12 boiler room

Family 
Housing yes 15-Dec-97

No 
Asbestos light

Basem Rar F.H. Kitzingen 326
pipe insulation 5 
inches 12 boiler room

Family 
Housing yes 15-Dec-97

(QC) no 
Asbestos light

Basem Rar F.H. Kitzingen 326
pipe insulation 5 
inches 12 boiler room

Family 
Housing yes 15-Dec-97

No 
Asbestos light

All
Under 
Cons F.H. Kitzingen 327 Linoleum 130 55 Kitchens None No 11/21/89 Assumed UnD

All
Under 
Cons F.H. Kitzingen 327 Plaster 5019 55 All None No 11/21/89 Assumed UnD

Basem Rar F.H. Kitzingen 328
pipe insulation 4 
inches 15 boiler room

Family 
Housing yes 15-Dec-97

No 
Asbestos light

Basem Rar F.H. Kitzingen 328
pipe insulation 4 
inches 15 boiler room

Family 
Housing yes 15-Dec-97

No 
Asbestos light

Basem Rar F.H. Kitzingen 328
pipe insulation 4 
inches 15 boiler room

Family 
Housing yes 15-Dec-97

No 
Asbestos light

All Hsg F.H. Kitzingen 329 Plaster 5019 55 All Families No 11/21/89 Assumed UnD
All Hsg F.H. Kitzingen 329 Linoleum 116 55 Kitchens Families No 11/21/89 Assumed UnD

Basem F.H. Kitzingen 329 Pipe Insulation Bs Yes 11/21/89
No 
Asbestos

Basem F.H. Kitzingen 329 Pipe Insulation Bs Yes 11/21/89
No 
Asbestos
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

Basem F.H. Kitzingen 329 Pipe Insulation Bs Yes 11/21/89
No 
Asbestos

Basem F.H. Kitzingen 329 Transite Board
Meeting 
Rm Yes 11/21/89

No 
Asbestos

Basem F.H. Kitzingen 329 Transite Board
Meeting 
Rm Yes 11/21/89

No 
Asbestos

Basem F.H. Kitzingen 329 Transite Board
Meeting 
Rm Yes 11/21/89

No 
Asbestos

Basem F.H. Kitzingen 329 Transite Board
Meeting 
Rm Yes 11/21/89

No 
Asbestos

Basem F.H. Kitzingen 329 Transite Board
Meeting 
Rm Yes 11/21/89

No 
Asbestos

Basem Rar F.H. Kitzingen 330
pipe insulation 5 
inches 13 boiler room

Family 
Housing yes 15-Dec-97

No 
Asbestos light

Basem Rar F.H. Kitzingen 330
pipe insulation 5 
inches 13 boiler room

Family 
Housing yes 15-Dec-97

No 
Asbestos light

Basem Rar F.H. Kitzingen 330
pipe insulation 5 
inches 13 boiler room

Family 
Housing yes 15-Dec-97

No 
Asbestos light

1,2,3 Hsg F.H. Kitzingen 331 Linoleum 112 55 Kitchens Families No 11/21/89 Assumed UnD
Attic 
Apts. Hsg F.H. Kitzingen 331 2'x2' Floor Tile 446 55 Attic Apts. Families No 11/21/89 Assumed UnD
All Hsg F.H. Kitzingen 331 Plaster 5019 55 All Families No 11/21/89 Assumed UnD

Basem F.H. Kitzingen 331 Pipe Insulation Bs Yes 11/21/89
No 
Asbestos

Basem F.H. Kitzingen 331 Pipe Insulation Bs Yes 11/21/89
No 
Asbestos

Basem F.H. Kitzingen 331 Pipe Insulation Bs Yes 11/21/89
No 
Asbestos

Basem Rar F.H. Kitzingen 332
pipe insulation 4 
inches 13 boiler room

Family 
Housing yes 15-Dec-97

Trace,<1%c
hrysotile light Abated

Basem Rar F.H. Kitzingen 332
pipe insulation 4 
inches 13 boiler room

Family 
Housing yes 15-Dec-97

No 
Asbestos light Abated

Basem Rar F.H. Kitzingen 332
pipe insulation 4 
inches 13 boiler room

Family 
Housing yes 15-Dec-97

No 
Asbestos light Abated

1,2,3 Hsg F.H. Kitzingen 333 Linoleum 112 55 Kitchens Families No 11/21/89 Assumed UnD
Attic Hsg F.H. Kitzingen 333 2'x2' Floor Tile 446 55 Apts Families No 11/21/89 Assumed UnD
All Hsg F.H. Kitzingen 333 Plaster 529 55 All Families No 11/21/89 Assumed UnD

Basem F.H. Kitzingen 333 Pipe Insulation Bs Yes 11/21/89
No 
Asbestos

Basem F.H. Kitzingen 333 Pipe Insulation Bs Yes 11/21/89
No 
Asbestos

Basem F.H. Kitzingen 333 Pipe Insulation Bs Yes 11/21/89
No 
Asbestos

Attic F.H. Kitzingen 333 Tar Paper Wrap Attic Yes 11/21/89
No 
Asbestos

Attic F.H. Kitzingen 333 Tar Paper Wrap Attic Yes 11/21/89
No 
Asbestos

Attic F.H. Kitzingen 333 Tar Paper Wrap Attic Yes 11/21/89
No 
Asbestos

Basem Hsg F.L.H. Giebelst.
Otterstra
ss Transite Duct 5 65

Laundry 
Rm

Mil. 
Residents No 11/28/89 Assumed UnD

1,Bs Hsg F.L.H. Giebelst.
Otterstra
ss 1'x1' Floor Tile 70 60

Base. 
Hall,Kitch.

Mil. 
Residents No 11/28/89 Assumed UnD
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

Basem Hsg F.L.H. Giebelst.
Otterstra
ss 9"x9" Floor Tile 93 60 Hallway

Mil. 
Residents No 11/28/89 Assumed UnD

1 Hsg F.L.H. Giebelst.
Otterstra
ss Linoleum 46 60 Kitchen

Mil. 
Residents No 11/28/89 Assumed UnD

All Hsg F.L.H. Ingolst.
Heinestra
ss

Textured 
Wallpaper 1084 64 All

Mil. 
Residents No 11/28/89 Assumed UnD

All Hsg F.L.H. Ingolst.
Heinestra
ss Plaster 1084 60 All

Mil. 
Residents No 11/28/89 Assumed UnD

All Hsg F.L.H. Ingolst.
Heinestra
ss 1'x1' Floor Tile 268 60

All(not 
kit&bath)

Mil. 
Residents No 11/28/89 Assumed UnD

All Hsg
F.L.H. 
Kitzingen

Ernst 
Reute

Textured 
Wallpaper 6583 64 All

Mil. 
Residents No 11/27/89 Assumed UnD

All Hsg
F.L.H. 
Kitzingen

Ernst 
Reute 2'x2' Floor Tile 372 60

Kitch.,Hall 
Clos.

Mil. 
Residents No 11/27/89 Assumed UnD

All Hsg
F.L.H. 
Kitzingen

Ernst 
Reute Linoleum 1784 60

Liv. 
Rm,Halls

Mil. 
Residents No 11/27/89 Assumed UnD

All Hsg
F.L.H. 
Kitzingen

Ernst 
Reute Plaster 6583 60 All

Mil. 
Residents No 11/27/89 Assumed UnD

Roof Hsg
F.L.H. 
Kitzingen

Ernst 
Reute Transite 232 53 Outside

Mil. 
Residents No 11/27/89 Assumed UnD

All Hsg
F.L.H. 
Kitzingen

Schuetze
nst

Textured 
Wallpaper 764 64 All

Mil. 
Residents No 11/27/89 Assumed UnD

All Hsg
F.L.H. 
Kitzingen

Schuetze
nst

Textured 
Wallpaper 2007 64 All

Mil. 
Residents No 11/27/89 Assumed UnD

All Hsg
F.L.H. 
Kitzingen

Schuetze
nst

Textured 
Wallpaper 1506 64 All

Mil. 
Residents No 11/27/89 Assumed UnD

All Hsg
F.L.H. 
Kitzingen

Schuetze
nst 12"x12" Floor Tile 764 60 All

Mil. 
Residents No 11/27/89 Assumed UnD

All Hsg
F.L.H. 
Kitzingen

Schuetze
nst Plaster 1675 60 All

Mil. 
Residents No 11/27/89 Assumed UnD

All Hsg
F.L.H. 
Kitzingen

Schuetze
nst 12"x12" Floor Tile 2007 60 All

Mil. 
Residents No 11/27/89 Assumed UnD

All Hsg
F.L.H. 
Kitzingen

Schuetze
nst Plaster 3808 60 All

Mil. 
Residents No 11/27/89 Assumed UnD

All Hsg
F.L.H. 
Kitzingen

Schuetze
nst 12"x12" Floor Tile 1506 60 All

Mil. 
Residents No 11/27/89 Assumed UnD

Basem Hsg
F.L.H. 
Kitzingen

Schuetze
nst Transite 2 60

Laundry 
Rm

Mil. 
Residents No 11/27/89 Assumed UnD
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

All Hsg
F.L.H. 
Kitzingen

Schuetze
nst Plaster 2954 60 All

Mil. 
Residents No 11/27/89 Assumed UnD

Basem Hsg
F.L.H. 
Kitzingen

Schuetze
nst

Tar Paper Pipe 
Wrap 59 Stor

Mil. 
Residents No 11/27/89 Assumed UnD

Roof Hsg
F.L.H. 
Kitzingen

Schuetze
nst Transite 93 53 Outside

Mil. 
Residents No 11/27/89 Assumed UnD

Roof Hsg
F.L.H. 
Kitzingen

Schuetze
nst Transite 65 53 Outside

Mil. 
Residents No 11/27/89 Assumed UnD

All Hsg F.L.H. Reichen.
Hattenha
use

Textured 
Wallpaper 921 64 All

Mil. 
Residents No 11/29/89 Assumed UnD

All Hsg F.L.H. Reichen.
Hattenha
use Plaster 1382 60 All

Mil. 
Residents No 11/29/89 Assumed UnD

All Hsg F.L.H. Reichen.
Hattenha
use Linoleum 423 60

All(not 
bathrms)

Mil. 
Residents No 11/29/89 Assumed UnD

All Hsg F.L.H. Reichen.
Hattenha
use Plaster 2764 60 All

Mil. 
Residents No 11/29/89 Assumed UnD

All Hsg F.L.H. Reichen.
Hattenha
use Linoleum 846 60

All(not 
bathrm)

Mil. 
Residents No 11/29/89 Assumed UnD

Basem Hsg F.L.H. Reichen.
Hattenha
use Transite Duct 53 Outside

Mil. 
Residents No 11/29/89 Assumed UnD

Basem Hsg F.L.H. Reichen.
Hattenha
use Transite Duct 53 Outside

Mil. 
Residents No 11/29/89 Assumed UnD

3 Hsg F.L.H. Reichen.
Hattenha
use Dry Wall 153 50 All

Mil. 
Residents No 11/29/89 Assumed UnD

3 Hsg F.L.H. Reichen.
Hattenha
use Dry Wall 307 50 All

Mil. 
Residents No 11/29/89 Assumed UnD

Basem Hsg F.L.H. Reichen.
Hattenha
use Gasket Material 2 45 All

Mil. 
Residents No 11/29/89 Assumed UnD

Basem Hsg F.L.H. Reichen.
Hattenha
use Gasket Material 3 35 All

Mil. 
Residents No 11/29/89 Assumed UnD

All F.L.H. Reichen.
Hattenha
use

Textured 
Wallpaper All Yes 11/29/89

No 
Asbestos

All F.L.H. Reichen.
Hattenha
use

Textured 
Wallpaper All Yes 11/29/89

No 
Asbestos

All F.L.H. Reichen.
Hattenha
use

Textured 
Wallpaper All Yes 11/29/89

No 
Asbestos

All Hsg F.L.H. Sulzdorf
Kirchenh
eim

Textured 
Wallpaper 6289 64 All

Mil. 
Residents No 11/28/89 Assumed UnD

All Hsg F.L.H. Sulzdorf
Kirchenh
eim Linoleum 1673 60

All(not 
Bathrm)

Mil. 
Residents No 11/28/89 Assumed UnD
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

All Hsg F.L.H. Sulzdorf
Kirchenh
eim Plaster 6289 60 All

Mil. 
Residents No 11/28/89 Assumed UnD

All Hsg F.L.H. Sulzdorf
Kirchenh
eim Dry Wall 37 60 BedRms

Mil. 
Residents No 11/28/89 Assumed UnD

All Hsg F.L.H. Winterh.
Rosenwe
g 8

Textured 
Wallpaper 2230 64 All

Mil. 
Residents No 11/30/89 Assumed UnD

All Hsg F.L.H. Winterh.
Rosenwe
g 8 Dry Wall 2230 60 All

Mil. 
Residents No 11/30/89 Assumed UnD

Basem Hsg F.L.H. Winterh.
Rosenwe
g 8 Gasket Material 45 Heater Rm

Mil. 
Residents No 11/30/89 Assumed UnD

All Hsg
F.L.H. Wurz-
Heuc

Wien. 
Ring/

Textured 
Wallpaper 17000 64 All

Mil. 
Residents No 11/29/89 Assumed UnD

All Hsg
F.L.H. Wurz-
Heuc

Wien. 
Ring/ 1'x1' Floor Tile 5297 60 All

Mil. 
Residents No 11/29/89 Assumed UnD

All Hsg
F.L.H. Wurz-
Heuc

Wien. 
Ring/ Plaster 16821 60 All

Mil. 
Residents No 11/29/89 Assumed UnD

All Hsg
F.L.H. Wurz-
Heuc

Wien. 
Ring/ Dry Wall 2509 60 All

Mil. 
Residents No 11/29/89 Assumed UnD

Basem Hsg
F.L.H. Wurz-
Heuc

Wien. 
Ring/ Transite 60 Stairwell

Mil. 
Residents No 11/29/89 Assumed UnD

Basem Hsg
F.L.H. Wurz-
Heuc

Wien. 
Ring/ Gasket Material 3 45 All

Mil. 
Residents No 11/29/89 Assumed UnD

1 Frq Faulenberg 202
9" x 9" floor tiles 
gray 12 break room

Civilian/Mi
litary no 13-Jan-98

No 
Asbestos UnD

1 Frq Faulenberg 202
9" x 9" floor tiles 
gray 12 break room

Civilian/Mi
litary no 13-Jan-98

No 
Asbestos UnD

1 Frq Faulenberg 202
9" x 9" floor tiles 
gray 12 break room

Civilian/Mi
litary no 13-Jan-98

No 
Asbestos UnD

1 Frq Faulenberg 202
9" x 9" floor tiles 
gray 12 break room

Civilian/Mi
litary no 13-Jan-98

(QC) no 
Asbestos UnD

1 Frq Faulenberg 202

9" x 9" floor tiles 
green under 
carpet 30 28

office 
(counter)

Civilian/Mi
litary no 13-Jan-98

3% 
chrysotile 16-08-04 UnD UnD

1 Frq Faulenberg 202

9" x 9" floor tiles 
green under 
carpet 30

office 
(counter)

Civilian/Mi
litary no 13-Jan-98

No 
Asbestos 16-08-04 UnD UnD

1 Frq Faulenberg 202

9" x 9" floor tiles 
green under 
carpet 30 28

office 
(counter)

Civilian/Mi
litary no 13-Jan-98

3% 
chrysotile 16-08-04 UnD UnD

1 Frq Faulenberg 202

12" x 12" floor 
tiles beige under 
carpet 30

office 
(counter)

Civilian/Mi
litary no 13-Jan-98

No 
Asbestos UnD

1 Frq Faulenberg 202

12" x 12" floor 
tiles beige under 
carpet 30

office 
(counter)

Civilian/Mi
litary no 13-Jan-98

No 
Asbestos UnD
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

1 Frq Faulenberg 202

12" x 12" floor 
tiles beige under 
carpet 30

office 
(counter)

Civilian/Mi
litary no 13-Jan-98

No 
Asbestos UnD

Basem Brk Faulenberg 203 Tank Insulation 45 Hting Rm
Army 
Pers. Yes 13-11-89 Assumed 16-08-04 not found UnD

AMF and LBP 
in heating room

1st Brk Faulenberg 203 Drywall 121
Sewing & 
Carpet

Army 
Pers. No 13-11-89 Assumed 17-08-04 not found UnD

AMF and LBP 
in heating room

Bs, 1st Faulenberg 203 Pipe Insulation All Yes 15-11-89
No 
Asbestos 17-08-04

resampling 
recommend
ed

AMF and LBP 
in heating room

Bs, 1st Faulenberg 203 Pipe Insulation All Yes 15-11-89
No 
Asbestos 17-08-04

resampling 
recommend
ed

AMF and LBP 
in heating room

Bs, 1st Faulenberg 203 Pipe Insulation All Yes 13-11-89
No 
Asbestos 17-08-04

resampling 
recommend
ed

AMF and LBP 
in heating room

1 Tmp Faulenberg 205 wall plaster 130
entrance 
hall

Civilian/Mi
litary no 13-Jan-98

No 
Asbestos light

1 Tmp Faulenberg 205 wall plaster 130
entrance 
hall

Civilian/Mi
litary no 13-Jan-98

No 
Asbestos light

1 Tmp Faulenberg 205 wall plaster 130
entrance 
hall

Civilian/Mi
litary no 13-Jan-98

No 
Asbestos light

2 Tmp Faulenberg 205
12" x 12" floor 
tiles beige 23

office 2nd 
floor

Civilian/Mi
litary no 13-Jan-98

No 
Asbestos UnD

2 Tmp Faulenberg 205
12" x 12" floor 
tiles beige 23

office 2nd 
floor

Civilian/Mi
litary no 13-Jan-98

(QC) no 
Asbestos UnD

2 Tmp Faulenberg 205
12" x 12" floor 
tiles beige 23

office 2nd 
floor

Civilian/Mi
litary no 13-Jan-98

No 
Asbestos UnD

2 Tmp Faulenberg 205
12" x 12" floor 
tiles beige 23

office 2nd 
floor

Civilian/Mi
litary no 13-Jan-98

No 
Asbestos UnD

2 Tmp Faulenberg 205 suspended ceiling 180
storage hall 
2nd floor

Civilian/Mi
litary no 13-Jan-98

No 
Asbestos UnD

2 Tmp Faulenberg 205 suspended ceiling 180
storage hall 
2nd floor

Civilian/Mi
litary no 13-Jan-98

No 
Asbestos UnD

2 Tmp Faulenberg 205 suspended ceiling 180
storage hall 
2nd floor

Civilian/Mi
litary no 13-Jan-98

No 
Asbestos UnD

All Brk Faulenberg 208 Plaster 7 All
Army 
Pers. No 14-11-89 Assumed 16-08-04

no ACBM 
noted UnD Abated

1st Brk Faulenberg 217 Drywall 3 BathRm
Army 
Pers. No 14-11-89 Assumed 18-08-04 not found UnD Abated

Basem Rar Faulenberg 217
pipe insulation 8 
inches 16

heating 
room

Civilian/Mi
litary yes Dec-94

15% 
amosite 14-01-98

visual 
inspection light Abated

Basem Faulenberg 217 tank insulation 46
heating 
room

Civilian/Mi
litary no Nov-89 Assumed 14-01-98

visual 
inspection Abated

Attic,B Faulenberg 217 transite panel 5

attic, piece 
in corner, 
heating 
room

Civilian/Mi
litary no Nov-89 Assumed 14-01-98

visual 
inspection Abated

1 Frq Faulenberg 217
12" x 12" floor 
tiles beige 100

office 1st 
floor

Civilian/Mi
litary no Nov-89

not 
identified 14-01-98

No 
Asbestos UnD
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

1 Frq Faulenberg 217
12" x 12" floor 
tiles beige 100

office 1st 
floor

Civilian/Mi
litary no Nov-89

not 
identified 14-01-98

No 
Asbestos UnD

1 Frq Faulenberg 217
12" x 12" floor 
tiles beige 100

office 1st 
floor

Civilian/Mi
litary no Nov-89

not 
identified 14-01-98

No 
Asbestos UnD

1 Tmp Faulenberg 217
pipe insulation 4 
inches 18

storage hall 
1st floor

Civilian/Mi
litary yes Nov-89

not 
identified 14-01-98 5% amosite light Abated

1 Tmp Faulenberg 217
pipe insulation 4 
inches 18

storage hall 
1st floor

Civilian/Mi
litary yes Nov-89

not 
identified 14-01-98 6% amosite light Abated

1 Tmp Faulenberg 217
pipe insulation 4 
inches 18

storage hall 
1st floor

Civilian/Mi
litary yes Nov-89

not 
identified 14-01-98 5% amosite light Abated

2 Frq Faulenberg 217
9" x 9" floor tiles 
gray 35

office 2nd 
floor 
(motorola)

Civilian/Mi
litary no Nov-89

not 
identified 15-01-98

No Sample 
in Container UnD

2 Frq Faulenberg 217
9" x 9" floor tiles 
gray 35

office 2nd 
floor 
(motorola)

Civilian/Mi
litary no Nov-89

not 
identified 15-01-98

No 
Asbestos UnD

2 Frq Faulenberg 217
9" x 9" floor tiles 
gray 35

office 2nd 
floor 
(motorola)

Civilian/Mi
litary no Nov-89

not 
identified 15-01-98

No 
Asbestos UnD

Attic Faulenberg 217 ACM Millboard 1
attic 
storage

Civilian/Mi
litary yes Nov-89

65% 
chrysotile 15-01-98

visual 
inspection Abated

Attic Faulenberg 217 ACM Millboard 1
attic 
storage

Civilian/Mi
litary yes Nov-89

65% 
chrysotile 15-01-98

visual 
inspection Abated

Attic Faulenberg 217 ACM Millboard 1
attic 
storage

Civilian/Mi
litary yes Nov-89

65% 
chrysotile 15-01-98

visual 
inspection Abated

Basem Brk Faulenberg 219 9"X9" Floor Tile 63 62 13, 14
Army 
Pers. No 16-11-89 Assumed 25-08-04

visual 
inspection UnD need sample

Bsmt, 
1st, 2nd Brk Faulenberg 219 Linoleum 1 62 Various

Army 
Pers. No 16-11-89 Assumed 25-08-04

visual 
inspection UnD need sample

1st, 2nd Brk Faulenberg 219 2'X2' Ceiling Tile 1 55 Various
Army 
Pers. No 16-11-89 Assumed 25-08-04

visual 
inspection UnD need sample

All Brk Faulenberg 219 Plaster 3 All
Army 
Pers. No 16-11-89 Assumed 25-08-04 not found UnD

Basem Brk Faulenberg 219 Pipe Insulation 183 Hting Rm N/A No 15-12-94 Assumed Abated

Basem Brk Faulenberg 219 Tank Insulation 19 Hting Rm
Army 
Pers. No 15-12-94 Assumed Abated

All Brk Faulenberg 220 Plaster 6 All
Army 
Pers. No 15-11-89 Assumed 31-08-04 not found UnD

Basem Faulenberg 220 Pipe Insulation Bsmt, 008 Yes 15-11-89
No 
Asbestos Abated

Basem Faulenberg 220 Pipe Insulation Hting Rm Yes 15-11-89
No 
Asbestos Abated

Basem Faulenberg 220 Pipe Insulation Hting Rm Yes 15-11-89
No 
Asbestos Abated

Basem Faulenberg 220 Pipe Insulation Hting Rm Yes 15-11-89
No 
Asbestos Abated

Basem Faulenberg 220 Pipe Insulation Hting Rm Yes 15-11-89
No 
Asbestos Abated

Basem Faulenberg 220 Tank Insulation Hting Rm Yes 15-11-89
No 
Asbestos Abated

Basem Faulenberg 220 Tank Insulation Hting Rm Yes 15-11-89
No 
Asbestos Abated

2 Frq Faulenberg 220 tan linoleum 3903 28 throughout
Civilian/Mi
litary no Nov-89 Assumed 31-08-04

visual 
inspection UnD under carpet
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

3 Frq Faulenberg 220
9" x 9" floor tiles 
black+white, grey 167 62

hallway 3rd 
floor

Civilian/Mi
litary no Nov-89 Assumed 31-08-04

visual 
inspection UnD

Basem Tmp Faulenberg 220 transite panels 5

stairwell 
near room 
8

Civilian/Mi
litary no Nov-89 Assumed 14-01-98

visual 
inspection UnD Abated

Basem Rar Faulenberg 220 tank insulation 65

Main 
heating 
room

Civilian/Mi
litary yes Dec-94

2% 
chrysotile 14-01-98

visual 
inspection light Abated

Basem Rar Faulenberg 220 pipe insulation 320 throughout
Civilian/Mi
litary yes Nov-89

15% 
amosite 14-01-98

visual 
inspection heavy Abated

Basem Rar Faulenberg 220 pipe insulation 213 throughout
Civilian/Mi
litary yes Dec-94

40% 
amosite 14-01-98

visual 
inspection heavy Abated

Basem Rar Faulenberg 220 pipe insulation 213
heating 
room

Civilian/Mi
litary yes Dec-94

40% 
amosite 14-01-98

visual 
inspection heavy Abated

Basem Rar Faulenberg 220 pipe insulation 320 throughout
Civilian/Mi
litary yes Nov-89

10% 
amosite 14-01-98

visual 
inspection heavy Abated

Basem Rar Faulenberg 220 tank insulation 65
heating 
room

Civilian/Mi
litary yes Dec-94

2% 
chrysotile 14-01-98

visual 
inspection light Abated

Basem Rar Faulenberg 220 pipe insulation 213
heating 
room

Civilian/Mi
litary yes Dec-94

40% 
amosite 14-01-98

visual 
inspection heavy Abated

Basem Rar Faulenberg 220 pipe insulation 320 throughout
Civilian/Mi
litary yes Nov-89 5% amosite 14-01-98

visual 
inspection heavy Abated

Basem Rar Faulenberg 220 pipe insulation 320 throughout
Civilian/Mi
litary yes Nov-89

15% 
amosite 14-01-98

visual 
inspection heavy Abated

Basem Rar Faulenberg 220 pipe insulation 213
heating 
room

Civilian/Mi
litary yes Dec-94

<1% 
amos.,<1% 
chr. 14-01-98

visual 
inspection heavy Abated

Basem Rar Faulenberg 220 pipe insulation 213
heating 
room

Civilian/Mi
litary yes Dec-94

trace of 
chrysotile 14-01-98

visual 
inspection heavy Abated

Basem Rar Faulenberg 220 pipe insulation 320 throughout
Civilian/Mi
litary yes Nov-89

15% 
amosite 14-01-98

visual 
inspection heavy Abated

Basem Rar Faulenberg 220 pipe insulation 213
heating 
room

Civilian/Mi
litary yes Dec-94

40% 
amosite 14-01-98

visual 
inspection heavy Abated

4th Brk Faulenberg 221
12"X12" Acstcl 
Tile 130 50 408, 414

Army 
Pers. No 15-11-89 Assumed UnD

All Brk Faulenberg 221 9"X9" Floor Tile 118 50 Various
Army 
Pers. No 15-11-89 Assumed UnD

All Brk Faulenberg 221 Drywall 1 50 Various
Army 
Pers. No 15-11-89 Assumed UnD

All Brk Faulenberg 221 Plaster 2 50 All
Army 
Pers. No 15-11-89 Assumed UnD

Basem Brk Faulenberg 221 Eltrcl Wire Wrap 3 45 10
Army 
Pers. No 15-11-89 Assumed UnD

Basem Brk Faulenberg 221 Pipe Insulation 384 Thruout
Army 
Pers. No 15-11-89 25% Amo. Abated

Basem Brk Faulenberg 221 Pipe Insulation 384 Thruout
Army 
Pers. No 15-11-89 25% Amo. Abated

Basem Brk Faulenberg 221 Patching For PI 1 12
Army 
Pers. Yes 15-11-89 10% Amo. Abated

1st, 4th Faulenberg 221 2'X2' Ceiling Tile Hallway Yes 15-11-89
No 
Asbestos

1st, 4th Faulenberg 221 2'X2' Ceiling Tile Hallway Yes 15-11-89
No 
Asbestos

1st, 4th Faulenberg 221 2'X2' Ceiling Tile Hallway Yes 15-11-89
No 
Asbestos

1st, 4th Faulenberg 221 2'X2' Ceiling Tile Hallway Yes 15-11-89
No 
Asbestos
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

1, 2, 3 Faulenberg 221 2'X2' Ceiling Tile Various Yes 15-11-89
No 
Asbestos

1, 2, 3 Faulenberg 221 2'X2' Ceiling Tile Various Yes 15-11-89
No 
Asbestos

1, 2, 3 Faulenberg 221 2'X2' Ceiling Tile Various Yes 15-11-89
No 
Asbestos

4 Faulenberg 221 2'X2' Ceiling Tile
404-06/410-
11/414 Yes 15-11-89

No 
Asbestos

4 Faulenberg 221 2'X2' Ceiling Tile
404-06/410-
11/414 Yes 15-11-89

No 
Asbestos

4 Faulenberg 221 2'X2' Ceiling Tile
404-06/410-
11/414 Yes 15-11-89

No 
Asbestos

2nd, 4th Faulenberg 221
12"X12" Acstcl 
Tile 117, 409 Yes 15-11-89

No 
Asbestos

2nd, 4th Faulenberg 221
12"X12" Acstcl 
Tile 117, 409 Yes 15-11-89

No 
Asbestos

2nd, 4th Faulenberg 221
12"X12" Acstcl 
Tile 117, 409 Yes 15-11-89

No 
Asbestos

Basem Faulenberg 221 Pipe Insulation Thruout No 15-11-89
No 
Asbestos

Basem Faulenberg 221 Patching For PI 12 Yes 15-11-89
No 
Asbestos

Basem Faulenberg 221 Patching For PI 12 Yes 15-11-89
No 
Asbestos

1st Brk Faulenberg 223 Gasket Material 28 47
Plumber's 
Rm

Army 
Pers. No 13-11-89 Assumed 25-08-04

visual 
inspection UnD need sample

1st Brk Faulenberg 223 Rope Gasket Mtrl 152
Plumber's 
Rm

Army 
Pers. No 13-11-89 Assumed 25-08-04 not found UnD

1st Brk Faulenberg 223 Duct Cloth 5 Carp. Shop
Army 
Pers. No 13-11-89 Assumed 25-08-04 not found UnD

1st Brk Faulenberg 223 Oven Liner 2 Carp. Shop
Army 
Pers. No 13-11-89 Assumed 25-08-04 not found UnD

1 Brk Faulenberg 223 Millbrd (ACM lbld) 3
Plumber's 
Rm

Army 
Pers. No 13-11-89 Assumed 25-08-04 not found UnD

1st Brk Faulenberg 223 9"X9" Floor Tile 56 62

Carp. 
Shop, 
Plumb.s. 
and 
sewage s.

Army 
Pers. No 13-11-89 Assumed 25-08-04

partially 
covered 
with 
linoleum 
(carpent.) UnD need sample

1st Brk Faulenberg 223 2'X2' Floor Tile 37 65
Sewage 
Rm

Army 
Pers. No 13-11-89 Assumed 25-08-04

visual 
inspection light need sample

1st Brk Faulenberg 223 Drywall 24

Road 
Repair 
Shop

Army 
Pers. No 13-11-89 Assumed 25-08-04 not found UnD

1st Brk Faulenberg 223 Pipe Insulation 67 Thruout
Army 
Pers. No 15-12-94

No 
Asbestos UnD

1st Faulenberg 223 2'X2' Ceiling Tile
Lunch/Carp
. Rms Yes 13-11-89

No 
Asbestos

1st Faulenberg 223 2'X2' Ceiling Tile
Lunch/Carp
. Rms Yes 13-11-89

No 
Asbestos

1st Faulenberg 223 2'X2' Ceiling Tile
Lunch/Carp
. Rms Yes 13-11-89

No 
Asbestos

APPENDIX D



417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

Basem Faulenberg 225
Rope Gasket 
Material 20 65

basement 
Plumber 
Stor.

CivilianMil
itary Yes 14-11-89 Assumed 26-08-04

visual 
inspection light need sample

1st Brk Faulenberg 225 Drywall 102 Thruout
Army 
Pers. No 14-11-89 Assumed 26-08-04 not found

1st Brk Faulenberg 225 Plaster 5
Sheet 
Metal Shp

Army 
Pers. No 14-11-89 Assumed 26-08-04 not found

Basem Faulenberg 225 2'X2' Ceiling Tile Break Yes 14-11-89
No 
Asbestos

Basem Faulenberg 225 2'X2' Ceiling Tile Break Yes 14-11-89
No 
Asbestos

Basem Faulenberg 225 2'X2' Ceiling Tile Break Yes 14-11-89
No 
Asbestos

Basem Faulenberg 225 tank insulation 56
heating 
room

Civilian/Mi
litary no Dec-94 Assumed 14-01-98

visual 
inspection Abated

1 Frq Faulenberg 225
9" x 9" floor tiles 
gray 23 53

R&Gr break 
room

Civilian/Mi
litary no Nov-89 Assumed 14-01-98

visual 
inspection UnD

1 Frq Faulenberg 225
12" x 12" floor 
tiles beige 14 62

Elec.Sh. 
break room Electr. Sh. no Nov-89 Assumed 26-08-04

visual 
inspection UnD

1 Frq Faulenberg 225 linoleum 23 62

Met.Sh. 
tools 
storage

Metal and 
Electr. Sh. no Nov-89 Assumed 26-08-04

visual 
inspection UnD

all Frq Faulenberg 225
pipe insulation 5 
inches 194 70

hallway, 
basement, 
1st floor

Civilian/Mi
litary yes Dec-94 5% amosite 26-08-04

visual 
inspection light "Encapsulated"

all Frq Faulenberg 225
pipe insulation 5 
inches 194 70

hallway, 
basement, 
1st floor

Civilian/Mi
litary yes Dec-94 5% amosite 26-08-04

visual 
inspection light "Encapsulated"

all Frq Faulenberg 225
pipe insulation 5 
inches 194 70

hallway, 
basement, 
1st floor

Civilian/Mi
litary yes Dec-94 5% amosite 26-08-04

visual 
inspection light "Encapsulated"

All Brk Faulenberg 229 1'X1' Floor Tile 604 43 Thruout
Army 
Pers. No 16-11-89 Assumed 24-08-04

visual 
inspection UnD sample required

1st Brk Faulenberg 229 Drywall 9
West End 
of Bldg

Army 
Pers. No 16-11-89 Assumed 24-08-04 not found

All Brk Faulenberg 229 Plaster 1 All
Army 
Pers. No 16-11-89 Assumed 24-08-04 not found

1st, Htng 
Rm Brk Faulenberg 229 Pipe Insulation 37

W. 
End/Htng 
Rm

Army 
Pers. No 15-12-94 Assumed Abated

Hting Plt Brk Faulenberg 229 Tank Insulation 2 Hting Rm
Army 
Pers. No 15-12-94 Assumed Abated

1 Frq Faulenberg 233
12" x 12" floor tile 
beige 15 office

Civilian/Mi
litary no 15-Jan-98

No 
Asbestos UnD

1 Frq Faulenberg 233
12" x 12" floor tile 
beige 15 office

Civilian/Mi
litary no 15-Jan-98

No 
Asbestos UnD

1 Frq Faulenberg 233
12" x 12" floor tile 
beige 15 office

Civilian/Mi
litary no 15-Jan-98

No 
Asbestos UnD

1 Faulenberg 234 pipe insulation 43

heating 
room and 
offices

Maintena
nce yes Nov-89 Assumed 15-01-98

visual 
inspection Abated

Basem Faulenberg 234 boiler insulation 2
heating 
room

Maintena
nce yes Nov-89 Assumed 15-01-98

visual 
inspection Abated

1 Frq Faulenberg 234
12" x 12" floor tile 
beige 190 office

Civilian/Mi
litary no ?

not 
identified 15-01-98

No 
Asbestos UnD
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

1 Frq Faulenberg 234
12" x 12" floor tile 
beige 190 office

Civilian/Mi
litary no ?

not 
identified 15-01-98

No 
Asbestos UnD

1 Frq Faulenberg 234
12" x 12" floor tile 
beige 190 office

Civilian/Mi
litary no ?

not 
identified 15-01-98

No 
Asbestos UnD

All Brk Faulenberg 237 Plaster 2 All
Army 
Pers. No 16-11-89 Assumed 18-08-04 not found UnD

1st, W 
End of 
building 

Maint. 
shop

1st, W 
End of 
building Tmp Faulenberg 237 Pipe Insulation 3 59

Laundry 
Metal Shop Civ Yes 18-08-04 Assumed light need sample

1st, E. 
End Bldg Brk Faulenberg 237 Pipe Insulation 21

E. End of 
Bldg

Army 
Pers. No 15-12-94

No 
Asbestos UnD

1st Faulenberg 237
Tapeovr of 
Wrkbnch

Metal/Woo
d Shop Yes 16-11-89

No 
Asbestos

1st Faulenberg 237
Tapeovr of 
Wrkbnch

Metal/Woo
d Shop Yes 16-11-89

No 
Asbestos

1st Faulenberg 237
Tapeovr of 
Wrkbnch

Metal/Woo
d Shop Yes 16-11-89

No 
Asbestos

1 Tmp Faulenberg 237
electrical wiring 
insulation 9 50

centre of 
building

Army 
Pers. no Nov-89 Assumed 18-08-04

visual 
inspection light

1.2 Frq Faulenberg 237
2' x 2' yellow floor 
tile 282 55 Canteen

Army 
Pers. no Nov-89 Assumed 23-08-04

visual 
inspection UnD need sample

1 Tmp Faulenberg 237 transite panels 86 53

Centre of 
building/Ele
vator/shed 
outside

Army 
Pers. no Nov-89 Assumed 18-08-04

visual 
inspection light

1 Tmp Faulenberg 237 pipe insulation 21

Eastern 
part of 
building

Army 
Pers. no Nov-89 Assumed 18-08-04

visual 
inspection light need sample

1 Tmp Faulenberg 237 welding vent 2
Centre of 
building

Army 
Pers. no Nov-89 Assumed 18-08-04 not found UnD Abated

1 Faulenberg 237 wall board 37 Old laundry
Army 
Pers. no Nov-89 Assumed 15-01-98

visual 
inspection UnD Abated

1 Faulenberg 237 1' x 1' ceiling tile 9 office
Army 
Pers. no Nov-89 Assumed 15-01-98

visual 
inspection UnD Abated

1 Frq Faulenberg 237 2' x 2' ceiling tile 129

Dining 
room/Eatin
g area

Army 
Pers. yes Nov-89 Assumed 15-01-98

No 
Asbestos UnD

1 Frq Faulenberg 237 2' x 2' ceiling tile 129

Dining 
room/Eatin
g area

Army 
Pers. yes Nov-89 Assumed 15-01-98

No 
Asbestos UnD

1 Frq Faulenberg 237 2' x 2' ceiling tile 129

Dining 
room/Eatin
g area

Army 
Pers. yes Nov-89 Assumed 15-01-98

No 
Asbestos UnD

1 Frq Faulenberg 237 2' x 2' ceiling tile 129

Dining 
room/Eatin
g area

Army 
Pers. yes Nov-89 Assumed 15-01-98

No 
Asbestos UnD

1 Tmp Faulenberg 237
9" x 9" floor tile 
green/red 16

Centre of 
building/Off
ice

Army 
Pers. no Nov-89

No 
Asbestos 15-01-98

No 
Asbestos UnD

1 Tmp Faulenberg 237
9" x 9" floor tile 
green/red 16

Centre of 
building/Off
ice

Army 
Pers. no Nov-89

No 
Asbestos 15-01-98

No 
Asbestos UnD

1 Tmp Faulenberg 237
9" x 9" floor tile 
green/red 16

Centre of 
building/Off
ice

Army 
Pers. no Nov-89

No 
Asbestos 15-01-98

No 
Asbestos UnD
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

1 Faulenberg 237 ACM Board 1
Metal/Woo
d Shop Civilian yes Nov-89

10%amosit
e, 
60%chrysot
ile 15-01-98

visual 
inspection Abated

1 Faulenberg 237 ACM Board 1
Metal/Woo
d Shop Civilian yes Nov-89

10%amosit
e, 
60%chrysot
ile 15-01-98

visual 
inspection Abated

1 Faulenberg 237 ACM Board 1
Metal/Woo
d Shop Civilian yes Nov-89

10%amosit
e, 
60%chrysot
ile 15-01-98

visual 
inspection Abated

1st, E. 
Wing Brk Faulenberg 238 Plaster 850 50 All

Army 
Pers. No 16-11-89 Assumed UnD

1 Faulenberg 238 wall board 33

Eastern 
part of 
building

Army 
Pers. no Nov-89 Assumed 15-01-98

visual 
inspection UnD Abated

1 Faulenberg 238 pipe insulation 53 Bays
Army 
Pers. yes Nov-89 Assumed 15-01-98

visual 
inspection Abated

1st Brk Faulenberg 239 Plaster 223
All/expt 
Htng Plt

Army/Civil
ian No 14-11-89 Assumed 24-08-04 not found UnD

1st Brk Faulenberg 239 Wall Board 112 Various
Army/Civil
ian No 18-11-89 Assumed 24-08-04 not found UnD

Basem Rar Faulenberg 239 boiler insulation 1
heating 
room

Maintena
nce no Nov-89 Assumed 15-01-98

visual 
inspection UnD Abated

1 Rar Faulenberg 239 9"x9" floor tile 137 51
various 
rooms

Civilian/Mi
litary no Nov-89 Assumed 24-08-04

visual 
inspection light

not found - 
under carpet?

1 Rar Faulenberg 239
pipe insulation 5 
inches 20

Storage 
hall

Civilian/Mi
litary yes Dec-94

No 
Asbestos 15-01-98

No 
Asbestos light Abated

1 Rar Faulenberg 239
pipe insulation 5 
inches 20

Storage 
hall

Civilian/Mi
litary yes Dec-94

No 
Asbestos 15-01-98

No 
Asbestos light Abated

1 Rar Faulenberg 239
pipe insulation 5 
inches 20

Storage 
hall

Civilian/Mi
litary yes Dec-94

No 
Asbestos 15-01-98

No 
Asbestos light Abated

1 Rar Faulenberg 239 drywall 112 office
Civilian/Mi
litary no Nov-89

No 
Asbestos 15-01-98

No 
Asbestos UnD

1 Rar Faulenberg 239 drywall 112 office
Civilian/Mi
litary no Nov-89

No 
Asbestos 15-01-98

No 
Asbestos UnD

1 Rar Faulenberg 239 drywall 112 office
Civilian/Mi
litary no Nov-89

No 
Asbestos 15-01-98

No 
Asbestos UnD

1 Rar Faulenberg 239
12" x 12" floor 
tiles gray 25 51

storage 
room

Civilian/Mi
litary no Nov-89

No 
Asbestos 16-01-98

Tile: 5% 
chrysotile; 
Mastic: ND light

24 Aug 04 not 
found - under 
carpet?

1 Rar Faulenberg 239
12" x 12" floor 
tiles gray 25 51

storage 
room

Civilian/Mi
litary no Nov-89

No 
Asbestos 16-01-98

Tile: 5% 
chrysotile; 
Mastic: ND light

24 Aug 04 not 
found - under 
carpet?

1 Rar Faulenberg 239
12" x 12" floor 
tiles gray 25 51

storage 
room

Civilian/Mi
litary no Nov-89

No 
Asbestos 16-01-98

Tile: 5% 
chrysotile; 
Mastic: ND light

24 Aug 04 not 
found - under 
carpet?

Basem Rar Faulenberg 239 pipe insulation 82
heating 
room

Maintena
nce yes Nov-89

5% 
chrysotile 15-01-98

visual 
inspection light abated

Basem Rar Faulenberg 239 pipe insulation 82
heating 
room

Maintena
nce yes Nov-89

5% 
chrysotile 15-01-98

visual 
inspection light abated

Basem Rar Faulenberg 239 pipe insulation 82
heating 
room

Maintena
nce yes Nov-89

5% 
chrysotile 15-01-98

visual 
inspection light abated

1 Frq Faulenberg 241
pipe insulation 4 
inches 55 storage

Civilian/Mi
litary yes 15-Jan-98

No 
Asbestos heavy

1 Frq Faulenberg 241
pipe insulation 4 
inches 55 storage

Civilian/Mi
litary yes 15-Jan-98

No 
Asbestos heavy
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

1 Frq Faulenberg 241
pipe insulation 4 
inches 55 storage

Civilian/Mi
litary yes 15-Jan-98

(QC) no 
Asbestos heavy

1 Frq Faulenberg 241
pipe insulation 4 
inches 55 storage

Civilian/Mi
litary yes 15-Jan-98

No 
Asbestos heavy

1 Frq Faulenberg 241
pipe insulation, 
oval 2 storage hall

Civilian/Mi
litary yes 16-Jan-98

No 
Asbestos UnD

1 Frq Faulenberg 241
pipe insulation, 
oval 2 storage hall

Civilian/Mi
litary yes 16-Jan-98

No 
Asbestos UnD

1 Frq Faulenberg 241
pipe insulation, 
oval 2 storage hall

Civilian/Mi
litary yes 16-Jan-98

No 
Asbestos UnD

1 Frq Faulenberg 241
pipe insulation 5 
inches 50 storage hall

Civilian/Mi
litary yes 16-Jan-98

No 
Asbestos heavy

1 Frq Faulenberg 241
pipe insulation 5 
inches 50 storage hall

Civilian/Mi
litary yes 16-Jan-98

No 
Asbestos heavy

1 Frq Faulenberg 241
pipe insulation 5 
inches 50 storage hall

Civilian/Mi
litary yes 16-Jan-98

No 
Asbestos heavy

1 Frq Faulenberg 241 2' x 2' ceiling tile 65 office
Civilian/Mi
litary no 16-Jan-98

No 
Asbestos UnD

1 Frq Faulenberg 241 2' x 2' ceiling tile 65 office
Civilian/Mi
litary no 16-Jan-98

No 
Asbestos UnD

1 Frq Faulenberg 241 2' x 2' ceiling tile 65 office
Civilian/Mi
litary no 16-Jan-98

No 
Asbestos UnD

1 Frq Faulenberg 241 ceiling board 20 office
Civilian/Mi
litary yes 16-Jan-98

No 
Asbestos light

under 2' x 2' 
ceiling tile

1 Frq Faulenberg 241 ceiling board 20 office
Civilian/Mi
litary yes 16-Jan-98

(QC) no 
Asbestos light

under 2' x 2' 
ceiling tile, dupl. 
of FA-241-05-01

1 Frq Faulenberg 241 ceiling board 20 office
Civilian/Mi
litary yes 16-Jan-98

No 
Asbestos light

under 2' x 2' 
ceiling tile

1 Frq Faulenberg 241 ceiling board 20 office
Civilian/Mi
litary yes 16-Jan-98

No 
Asbestos light

under 2' x 2' 
ceiling tile

All Brk Faulenberg 258 Plaster 4 All
Army 
Pers. No 15-11-89 Assumed 24-08-04 not found UnD

Basem Tmp Faulenberg 258
elecrical wire 
wrap 79 basement

Army 
Pers. no Nov-89 Assumed 24-08-04 not found UnD

all Frq Faulenberg 258 9" x 9" floor tile 929 throughout
Army 
Pers. no Nov-89 Assumed 16-01-98

visual 
inspection UnD Abated

2 Frq Faulenberg 258
acoustic wall 
board 15

office 2nd 
floor

Army 
Pers. no Nov-89

No 
Asbestos 16-01-98

No 
Asbestos UnD

2 Frq Faulenberg 258
acoustic wall 
board 15

office 2nd 
floor

Army 
Pers. no Nov-89

No 
Asbestos 16-01-98

No 
Asbestos UnD

2 Frq Faulenberg 258
acoustic wall 
board 15

office 2nd 
floor

Army 
Pers. no Nov-89

No 
Asbestos 16-01-98

No 
Asbestos UnD

Basem Rar Faulenberg 258 tank insulation 35
heating 
room

Maintena
nce yes Nov-89

No 
Asbestos 16-01-98

No 
Asbestos heavy Abated

Basem Rar Faulenberg 258 tank insulation 35
heating 
room

Maintena
nce yes Nov-89

No 
Asbestos 16-01-98

No 
Asbestos heavy Abated

Basem Rar Faulenberg 258 tank insulation 35
heating 
room

Maintena
nce yes Nov-89

No 
Asbestos 16-01-98

(QC) 5% 
chrysotile heavy Abated

Basem Rar Faulenberg 258 tank insulation 35
heating 
room

Maintena
nce yes Nov-89

No 
Asbestos 16-01-98

No 
Asbestos heavy Abated

B,3 Tmp Faulenberg 258 pipe insulation 213
basement, 
3rd floor

Army 
Pers. yes Nov-89

trace of 
chrysotile 16-01-98

visual 
inspection light Abated

B,3 Tmp Faulenberg 258 pipe insulation 213
basement, 
3rd floor

Army 
Pers. yes Nov-89

15% 
chrysotile 16-01-98

visual 
inspection light Abated

B,3 Tmp Faulenberg 258 pipe insulation 213
basement, 
3rd floor

Army 
Pers. yes Nov-89

10% 
chrysotile 16-01-98

visual 
inspection light Abated
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

B,3 Tmp Faulenberg 258 pipe insulation 213
basement, 
3rd floor

Army 
Pers. yes Nov-89

15% 
chrysotile 16-01-98

visual 
inspection light Abated

B,3 Tmp Faulenberg 258 pipe insulation 213
basement, 
3rd floor

Army 
Pers. yes Nov-89

trace of 
amosite 16-01-98

visual 
inspection light Abated

B,3 Tmp Faulenberg 258 pipe insulation 213
basement, 
3rd floor

Army 
Pers. yes Nov-89

15 % 
chrysotile 16-01-98

visual 
inspection light Abated

1st Brk Faulenberg 259 Transite 109
Brk/Ldng/P
ck-Up Civilian No 14-11-89 Assumed 18-08-04 not found UnD Abated

1st Brk Faulenberg 259 Plaster 4 Thruout Civilian No 14-11-89 Assumed 18-08-04 not found UnD

1st Brk Faulenberg 259 2'X2' VAT, Beige 67 55
Laundry/Mg
r Offc Civilian No 14-11-89 Assumed 18-08-04

visual 
inspection UnD

1st Brk Faulenberg 259 Wall Board 65
Lnch/Ldng/
Lndry Civilian No 14-11-89 Assumed 18-08-04 not found UnD

1st Brk Faulenberg 259 9"X9" VAT, Green 19 27 Plant Office Civilian No 14-11-89 Assumed 18-08-04
visual 
inspection UnD

1st Brk Faulenberg 259 Boiler Insulation 28 Hting Civilian No 15-12-94
No 
Asbestos

1st Faulenberg 259 Pipe Insulation Thruout Yes 14-11-89
No 
Asbestos

1st Faulenberg 259 Pipe Insulation Thruout Yes 14-11-89
No 
Asbestos

1st Faulenberg 259 Pipe Insulation Thruout Yes 14-11-89
No 
Asbestos

1st Faulenberg 259 Pipe Insulation Thruout Yes 14-11-89
No 
Asbestos

1st Faulenberg 259 Pipe Insulation Thruout Yes 14-11-89
No 
Asbestos

1st Faulenberg 259 Pipe Insulation Thruout Yes 14-11-89
No 
Asbestos

1st Faulenberg 259 Pipe Insulation Thruout Yes 14-11-89
No 
Asbestos

1st Faulenberg 259 Pipe Insulation Thruout Yes 14-11-89
No 
Asbestos

1st Brk Faulenberg 263 Drywall 3 Thruout
Army 
Pers. No 14-11-89 Assumed 16-08-04

no ACBM 
noted UnD

1 Frq Faulenberg 263
12" x 12" ceiling 
tile 51 67

office 1st 
floor

Army 
Pers. no Nov-89 Assumed 16-08-04

visual 
inspection UnD

1 Frq Faulenberg 263
36" x 36" ceiling 
tile 50

men 
shower 
room 1st 
floor

Army 
Pers. no Nov-89

No 
Asbestos 16-01-98

No 
Asbestos UnD

1 Frq Faulenberg 263
36" x 36" ceiling 
tile 50

men 
shower 
room 1st 
floor

Army 
Pers. no Nov-89

No 
Asbestos 16-01-98

No 
Asbestos UnD

1 Frq Faulenberg 263
36" x 36" ceiling 
tile 50

men 
shower 
room 1st 
floor

Army 
Pers. no Nov-89

No 
Asbestos 16-01-98

No 
Asbestos UnD

1 Frq Faulenberg 263
12" x 12" acoustic 
wall tiles 6

break room 
1st floor

Army 
Pers. no Nov-89

No 
Asbestos 16-01-98

No 
Asbestos UnD

1 Frq Faulenberg 263
12" x 12" acoustic 
wall tiles 6

break room 
1st floor

Army 
Pers. no Nov-89

No 
Asbestos 16-01-98

No 
Asbestos UnD

1 Frq Faulenberg 263
12" x 12" acoustic 
wall tiles 6

break room 
1st floor

Army 
Pers. no Nov-89

No 
Asbestos 16-01-98

No 
Asbestos UnD
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

1 Tmp Faulenberg 263
12" x 12" floor 
tiles beige 200

common 
room

Army 
Pers. no Nov-89

No 
Asbestos 16-01-98

No 
Asbestos UnD

1 Tmp Faulenberg 263
12" x 12" floor 
tiles beige 200

common 
room

Army 
Pers. no Nov-89

No 
Asbestos 16-01-98

No 
Asbestos UnD

1 Tmp Faulenberg 263
12" x 12" floor 
tiles beige 200

common 
room

Army 
Pers. no Nov-89

No 
Asbestos 16-01-98

No 
Asbestos UnD

1 Tmp Faulenberg 263
12" x 12" floor 
tiles beige 200

common 
room

Army 
Pers. no Nov-89

No 
Asbestos 16-01-98

(QC) No 
Asbestos UnD

Basem Rar Faulenberg 263 pipe insulation 79
heating 
room

Maintena
nce yes Nov-89 Assumed 16-01-98

No 
Asbestos light

Basem Rar Faulenberg 263 pipe insulation 79
heating 
room

Maintena
nce yes Nov-89 Assumed 16-01-98

No 
Asbestos light

Basem Rar Faulenberg 263 pipe insulation 79
heating 
room

Maintena
nce yes Nov-89 Assumed 16-01-98

No 
Asbestos light

1st Brk Faulenberg 234 A Plaster 781 50 All
Army 
Pers. No 16-11-89 Assumed UnD

B,1,2 Frq Giebelstadt Air 3 Plaster 460 58 Thruout Civilian No 09-07-90 Assumed UnD

1,2 Frq Giebelstadt Air 3 Linoleum 190 53 Thruout Civilian No 09-07-90 Assumed UnD

Basem Giebelstadt Air 3 Pipe Insulation Thruout 09-07-90
No 
Asbestos

Basem Giebelstadt Air 3 Pipe Insulation Thruout 09-07-90
No 
Asbestos

Basem Giebelstadt Air 3 Pipe Insulation Thruout 09-07-90
No 
Asbestos

1 Frq Giebelstadt Air 511 Plaster 37 68 RestRm

Renovatio
n 
Contractor No 10-07-90 Assumed damaged

1 Frq Giebelstadt Air 511 Sheetrock 14 63 RestRm

Renovatio
n 
Contractor No 10-07-90 Assumed damaged

outside Giebelstadt Air 511
corrugated 
transite panel 149 18 roof Civilian no Jul-90

55% 
chrysotile 22-01-98

visual 
inspection UnD

transite panel 
found on roof of 
bldg. 516 which 
is attached to 
bldg. 511

1 Frq Giebelstadt Air 512 Plaster 190 68 Addition
Civilian/Mi
litary No 09-07-90 Assumed damaged

Exterior Frq Giebelstadt Air 512 Transite Siding 740 68 Walls
Civilian/Mi
litary No 09-07-90 Assumed damaged

1 Frq Giebelstadt Air 512 Sheetrock 140 63 Thruout
Civilian/Mi
litary No 09-07-90 Assumed damaged

1 Frq Giebelstadt Air 512 17"x17" Floor Tile 290 53 Thruout
Civilian/Mi
litary No 09-07-90 Assumed damaged

Basem Giebelstadt Air 512
Pipe Insulation 
Debris Boiler Rm 09-07-90

No 
Asbestos

Basem Giebelstadt Air 512
Pipe Insulation 
Debris Boiler Rm 09-07-90

No 
Asbestos

Basem Giebelstadt Air 512
Pipe Insulation 
Debris Boiler Rm 09-07-90

No 
Asbestos

1 Frq Giebelstadt Air 529 Plaster 1468 68 Various Military No 10-07-90 Assumed damaged

1 Frq Giebelstadt Air 529 12"x12" Floor Tile 177 63 Various Military No 10-07-90 Assumed damaged
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

1 Frq Giebelstadt Air 529 Sheetrock 79 53 Weight Rm Military No 10-07-90 Assumed UnD

1 Rar Giebelstadt Air 530 Plaster 74 56 Various N/A No 09-07-90 Assumed damaged

1 Rar Giebelstadt Air 530 12"x12" Floor Tile 13 51 Aisle N/A No 09-07-90 Assumed damaged

1 Rar Giebelstadt Air 530 9"x9" Floor Tile 16 51 Main Rm N/A No 09-07-90 Assumed damaged

1 Rar Giebelstadt Air 530 Vinyl Flooring 41 51 Lobby N/A No 09-07-90 Assumed damaged

Exterior Rar Giebelstadt Air 530 Transite Roofing 6 43 Roof N/A No 09-07-90 Assumed UnD

1 Giebelstadt Air 530 2'X4' Ceiling Tile Main Rm 09-07-90
No 
Asbestos

1 Giebelstadt Air 530 2'X4' Ceiling Tile Main Rm 09-07-90
No 
Asbestos

1 Giebelstadt Air 530 2'X4' Ceiling Tile Main Rm 09-07-90
No 
Asbestos

1 Giebelstadt Air 530 2'x2' Wall Tile Main Rm 09-07-90
No 
Asbestos

1 Giebelstadt Air 530 2'x2' Wall Tile Main Rm 09-07-90
No 
Asbestos

1 Giebelstadt Air 530 2'x2' Wall Tile Main Rm 09-07-90
No 
Asbestos

1 Giebelstadt Air 530 Textured Ceiling Main Rm 09-07-90
No 
Asbestos

1 Giebelstadt Air 530 Textured Ceiling Main Rm 09-07-90
No 
Asbestos

1 Giebelstadt Air 530 Textured Ceiling Main Rm 09-07-90
No 
Asbestos

1 Giebelstadt Air 530 Textured Ceiling Main Rm 09-07-90
No 
Asbestos

1 Giebelstadt Air 530 Textured Ceiling Main Rm 09-07-90
No 
Asbestos

1,2,3 Frq Giebelstadt Air 531 Plaster 5110 68 Thruout
Office 
Pers. No 09-07-90 Assumed damaged

1 Frq Giebelstadt Air 531 Sheetrock 37 63
12,13,Offic
e

Office 
Pers. No 09-07-90 Assumed damaged

1 Giebelstadt Air 531 Pipe Insulation Boiler Rm 09-07-90
No 
Asbestos

1 Giebelstadt Air 531 Pipe Insulation Boiler Rm 09-07-90
No 
Asbestos

1 Giebelstadt Air 531 Pipe Insulation Boiler Rm 09-07-90
No 
Asbestos

all Giebelstadt Air 531
12" x 12" floor 
tiles beige 300 53 throughout

Office 
Personal no Jul-90

not 
identified 21-01-98 Assumed UnD

1 Giebelstadt Air 531
20" x 20" floor 
tiles 65

Room 15 
(1st floor)

Office 
Personal no Jul-90 Assumed 21-01-98

visual 
inspection Abated

all Giebelstadt Air 531 linoleum 1141 53 throughout
Office 
Personal no Jul-90 Assumed 21-01-98

visual 
inspection UnD

1.2 Giebelstadt Air 531
12" x 12" floor 
tiles black 73

Rooms 
105, 201, 
215

Office 
Personal no Jul-90

2% 
chrysotile 21-01-98

visual 
inspection Abated

1.2 Giebelstadt Air 531
12" x 12" floor 
tiles black 73

Rooms 
105, 201, 
215

Office 
Personal no Jul-90

2% 
chrysotile 21-01-98

visual 
inspection heavy Abated
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

1.2 Giebelstadt Air 531
12" x 12" floor 
tiles black 73

Rooms 
105, 201, 
215

Office 
Personal no Jul-90

2% 
chrysotile 21-01-98

visual 
inspection heavy Abated

B,1,2,3 Frq Giebelstadt Air 537 Plaster 7435 68 Thruout Military No 10-07-90 Assumed damaged

1,2,3 Frq Giebelstadt Air 537 Textured Paint 4370 63 Thruout Military No 10-07-90 Assumed damaged

1,2,3 Frq Giebelstadt Air 537 12"x12" Floor Tile 3350 63 Thruout Military No 10-07-90 Assumed damaged

Basem Frq Giebelstadt Air 537 9"x9" Floor Tile 100 63 Arms Rm Military No 10-07-90 Assumed damaged

1,2,3 Frq Giebelstadt Air 537 Transite Air Duct 25 58
Laundry 
Rms Military No 10-07-90 Assumed UnD

1,2,3 Frq Giebelstadt Air 540 Plaster 4952 68 Thruout Officers No 10-07-90 Assumed UnD

1,2,3 Frq Giebelstadt Air 540 12"x12" Floor Tile 567 53 Various Officers No 10-07-90 Assumed UnD

1 Occ. Giebelstadt Air 540 Sheetrock 19 48
Barber 
Shop Military No 10-07-90 Assumed UnD

1,2,3 Giebelstadt Air 540 Textured Paint Various 10-07-90
No 
Asbestos

1,2,3 Giebelstadt Air 540 Textured Paint Various 10-07-90
No 
Asbestos

1,2,3 Giebelstadt Air 540 Textured Paint Various 10-07-90
No 
Asbestos

1,2,3 Giebelstadt Air 540 Textured Paint Various 10-07-90
No 
Asbestos

1,2,3 Giebelstadt Air 540 Textured Paint Various 10-07-90
No 
Asbestos

1,2,3 Giebelstadt Air 540 Textured Paint Various 10-07-90
No 
Asbestos

1,2,3 Giebelstadt Air 540 Textured Paint Various 10-07-90
No 
Asbestos

1 Frq Giebelstadt Air 541 Plaster 1208 68 Thruout
Medical/M
ilitary No 10-07-90 Assumed damaged

1 Frq Giebelstadt Air 541 12"x12" Floor Tile 270 53 Thruout
Army 
Pers. No 10-07-90 Assumed UnD

1 Frq Giebelstadt Air 541 Linoleum 279 53 Thruout
Dental 
Staff No 10-07-90 Assumed UnD

1 Frq Giebelstadt Air 541 Sheetrock 102 53
Dental 
Rms

Dental 
Staff No 10-07-90 Assumed UnD

Exterior Occ. Giebelstadt Air 541 Transite Siding 48 53 Perimeter
Maintena
nce No 10-07-90 Assumed UnD

B,1,A Giebelstadt Air 541 Textured Paint Entrance 10-07-90
No 
Asbestos

B,1,A Giebelstadt Air 541 Textured Paint B Stairwell 10-07-90
No 
Asbestos

B,1,A Giebelstadt Air 541 Textured Paint Attic 10-07-90
No 
Asbestos

B,1,A Giebelstadt Air 541 Textured Paint Attic 10-07-90
No 
Asbestos

B,1 Frq Giebelstadt Air 603 Plaster 743 68 Thruout Firemen No 09-07-90 Assumed damaged

1 Frq Giebelstadt Air 603 Linoleum 46 63
002,Control 
Roo Firemen No 09-07-90 Assumed damaged

1 Frq Giebelstadt Air 603 Sheetrock 28 53 BathRm Firemen No 09-07-90 Assumed UnD
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

1 Frq Giebelstadt Air 603 12"x12" Floor Tile 24 53 3 Firemen No 09-07-90 Assumed damaged

Basem Frq Giebelstadt Air 603 Pipe Insulation 30 Thruout Firemen Yes 09-07-90
20% Amo., 
5% Croc. damaged

Basem Frq Giebelstadt Air 603 Pipe Insulation 100 Thruout Firemen Yes 09-07-90
No 
Asbestos damaged

Basem Frq Giebelstadt Air 603 Pipe Insulation 30 Thruout Firemen Yes 09-07-90
20% Amo., 
10% Croc. damaged

1 Giebelstadt Air 603 2'x2' Ceiling Tile Foyer 09-07-90
No 
Asbestos

1 Giebelstadt Air 603 2'x2' Ceiling Tile Foyer 09-07-90
No 
Asbestos

1 Giebelstadt Air 603 2'x2' Ceiling Tile Break Rm 09-07-90
No 
Asbestos

1 Giebelstadt Air 603 2'x2' Ceiling Tile Various 09-07-90
No 
Asbestos

1 Giebelstadt Air 603 2'x2' Ceiling Tile Various 09-07-90
No 
Asbestos

1 Giebelstadt Air 603 2'x2' Ceiling Tile Various 09-07-90
No 
Asbestos

1 Frq Giebelstadt Air 606 Plaster 900 68 Thruout Theater No 09-07-90 Assumed damaged

1 Frq Giebelstadt Air 606 Sheetrock 18 63
Concessio
n Theater No 09-07-90 Assumed damaged

1 Frq Giebelstadt Air 606 Linoleum 37 63
Concessio
n/Offi Theater No 09-07-90 Assumed damaged

1 Frq Giebelstadt Air 606 Stage Curtain 75 63 Stage Theater No 09-07-90 Assumed damaged

1 Giebelstadt Air 606 2'x2' Ceiling Tile
Theater/Sta
ge 09-07-90

No 
Asbestos

1 Giebelstadt Air 606 2'x2' Ceiling Tile
Theater/Sta
ge 09-07-90

No 
Asbestos

1 Giebelstadt Air 606 2'x2' Ceiling Tile
Theater/Sta
ge 09-07-90

No 
Asbestos

Basem Giebelstadt Air 606 Pipe Insulation Thruout 09-07-90
No 
Asbestos

Basem Giebelstadt Air 606 Pipe Insulation Thruout 09-07-90
No 
Asbestos

Basem Giebelstadt Air 606 Pipe Insulation Thruout 09-07-90
No 
Asbestos

1 Frq Giebelstadt Air 607 Plaster 190 68
Maintenanc
e Off

Maintena
nce No 10-07-90 Assumed damaged

1 Frq Giebelstadt Air 607 Transite Pipe 15 68 Office
Maintena
nce No 10-07-90 Assumed damaged

2 Frq Giebelstadt Air 607 Sheetrock 400 63 Thruout
Pilots/Mai
ntenance No 10-07-90 Assumed damaged

1 Frq Giebelstadt Air 607 18"x18" Floor Tile 28 63 ALSE
Pilots/Mai
ntenance No 10-07-90 Assumed damaged

1,2 Frq Giebelstadt Air 607 Linoleum 280 63 Various Various No 10-07-90 Assumed damaged

1,2 Frq Giebelstadt Air 607 12"x12" Floor Tile 280 63 Library
Library 
Workers No 10-07-90 Assumed damaged

2 Frq Giebelstadt Air 607 9"x9" Floor Tile 140 63 Offices
Pilots/Mai
ntenance No 10-07-90 Assumed damaged

Exterior N/A Giebelstadt Air 607
Corrugated 
Transite Panels 930 56 Walls/Roof N/A No 10-07-90 Assumed damaged
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

1 Giebelstadt Air 607 Pipe Insulation Thruout 10-07-90
No 
Asbestos

1 Giebelstadt Air 607 Pipe Insulation Thruout 10-07-90
No 
Asbestos

1 Giebelstadt Air 607 Pipe Insulation Thruout 10-07-90
No 
Asbestos

1 Giebelstadt Air 607 Pipe Insulation Thruout 10-07-90
No 
Asbestos

1 Frq Giebelstadt Air 609 Plaster 5600 68 Thruout
Communit
y Svs. No 10-07-90 Assumed damaged

All Frq Giebelstadt Air 609 Linoleum 1860 63 Thruout
Communit
y Svs. No 10-07-90 Assumed damaged

Basem Frq Giebelstadt Air 609
Pipe Insulation 
Debris 745 Thruout

Communit
y Svs. Yes 10-07-90

No 
Asbestos

Severe 
Damage

Basem Frq Giebelstadt Air 609
Pipe Insulation 
Debris 745 Thruout

Communit
y Svs. Yes 10-07-90 5% Amo.

Severe 
Damage

Basem Frq Giebelstadt Air 609
Pipe Insulation 
Debris 745 Thruout

Communit
y Svs. Yes 10-07-90 5% Amo.

Severe 
Damage

1,2 Giebelstadt Air 609 Ceiling Tile Thruout 10-07-90
No 
Asbestos

1,2 Giebelstadt Air 609 Ceiling Tile Thruout 10-07-90
No 
Asbestos

1,2 Giebelstadt Air 609 Ceiling Tile Thruout 10-07-90
No 
Asbestos

B,1,2 Frq Giebelstadt Air 611 Linoleum 840 63 Thruout Military No 11-07-90 Assumed damaged

3 Frq Giebelstadt Air 611 9"x9" Floor Tile 370 63 Thruout Military No 11-07-90 Assumed damaged

B,1,2,3 Frq Giebelstadt Air 611 Plaster 6230 63 Thruout Military No 11-07-90 Assumed damaged

Basem Frq Giebelstadt Air 611 Pipe Insulation 80 Thruout Military Yes 11-07-90
45% Amo.-
Gone Abated

Basem Frq Giebelstadt Air 611 Pipe Insulation 80 Thruout Military Yes 11-07-90
30% Amo.-
Gone Abated

Basem Frq Giebelstadt Air 611 Pipe Insulation 80 Thruout Military Yes 11-07-90
30% Amo.-
Gone Abated

2 Giebelstadt Air 611 2'x2' Ceiling Tile 211 11-07-90
No 
Asbestos

2 Giebelstadt Air 611 2'x2' Ceiling Tile 211 11-07-90
No 
Asbestos

2 Giebelstadt Air 611 2'x2' Ceiling Tile 211 11-07-90
No 
Asbestos

All Frq Giebelstadt Air 612 Plaster 4650 68 Thruout Military No 10-07-90 Assumed damaged

Attic Frq Giebelstadt Air 612 Linoleum 140 63 Thruout Military No 10-07-90 Assumed damaged

B,1,A Frq Giebelstadt Air 612 2'x2' Floor Tile 700 63 Thruout Military No 10-07-90 Assumed damaged

1 Frq Giebelstadt Air 612 9"x9" Floor Tile 20 58
Behind 
Food Mal

Constructi
on 
Workers No 10-07-90 Assumed damaged

Basem Occ. Giebelstadt Air 612 12"x12" Floor Tile 55 58
Sight/Soun
d Military No 10-07-90 Assumed damaged

1 Frq Giebelstadt Air 612 Sheetrock 32 53 Dry Stor Workers No 10-07-90 Assumed damaged

1 Frq Giebelstadt Air 612 2'x4' Ceiling Tile 23 48
Behind 
Food Mal

Constructi
on 
Workers No 10-07-90 Assumed UnD
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

Basem Frq Giebelstadt Air 612 Pipe Insulation 427 Thruout
Army 
Pers. Yes 10-07-90

45% Amo.-
Gone Abated

Basem Frq Giebelstadt Air 612 Pipe Insulation 427 Thruout
Army 
Pers. Yes 10-07-90

45% Amo.-
Gone Abated

Basem Frq Giebelstadt Air 612 Pipe Insulation 427 Thruout
Army 
Pers. Yes 10-07-90

45% Amo.-
Gone Abated

Basem Frq Giebelstadt Air 612 Pipe Insulation 427 Thruout
Army 
Pers. Yes 10-07-90 None-Gone Abated

Basem Frq Giebelstadt Air 612 Pipe Insulation 427 Thruout
Army 
Pers. Yes 10-07-90 None-Gone Abated

Basem Frq Giebelstadt Air 612 Pipe Insulation 427 Thruout
Army 
Pers. Yes 10-07-90

2% Amo.-
Gone Abated

1 Giebelstadt Air 612 Ceiling Tile
Food 
Mall/Shope 10-07-90

No 
Asbestos

1 Giebelstadt Air 612 Ceiling Tile
Food 
Mall/Shope 10-07-90

No 
Asbestos

1 Giebelstadt Air 612 Ceiling Tile
Food 
Mall/Shope 10-07-90

No 
Asbestos

1 Giebelstadt Air 612 Ceiling Tile
Food 
Mall/Shope 10-07-90

No 
Asbestos

Basem Giebelstadt Air 612 Tank Insulation Boiler Rm 10-07-90
No 
Asbestos

Basem Giebelstadt Air 612 Tank Insulation Boiler Rm 10-07-90
No 
Asbestos

Basem Giebelstadt Air 612 Tank Insulation Boiler Rm 10-07-90
No 
Asbestos

1 Harvey Brk 101 2'x2' Ceiling Tile
Foyer/Offic
es 22-06-90

No 
Asbestos

1 Harvey Brk 101 2'x2' Ceiling Tile
Foyer/Offic
es 22-06-90

No 
Asbestos

1 Harvey Brk 101 2'x2' Ceiling Tile
Foyer/Offic
es 22-06-90

No 
Asbestos

1,3 Frq Harvey Brk 101 9"x9" Floor Tile 111 Thruout
Office 
Pers. No 22-06-90 Assumed UnD Abated

2 Harvey Brk 101 Pipe Insulation 206A 22-06-90
No 
Asbestos

2,3 Frq Harvey Brk 101 Sheetrock 214 Hallways
Residenti
al No 22-06-90 Assumed damaged Abated

3 Frq Harvey Brk 101
Pipe Insulation-
Preformed 420 307

Residenti
al Yes 22-06-90 5% Amo.

Severe 
Damage Abated

3 Frq Harvey Brk 101
Pipe Insulation-
Preformed 420 3rd,Hallway

Residenti
al Yes 22-06-90 5% Amo.

Severe 
Damage Abated

3 Frq Harvey Brk 101
Pipe Insulation-
Preformed 420 303B

Residenti
al Yes 22-06-90 10% Amo.

Severe 
Damage Abated

1,2,3 Frq Harvey Brk 101 Plaster 6317 All
Residenti
al No 22-06-90 Assumed damaged Abated

1,2,3 Frq Harvey Brk 101 12"x12" Floor Tile 1189
Residential 
Roo

Residenti
al No 22-06-90 Assumed damaged Abated

Attic Rar Harvey Brk 101
Pipe Insulation-
Fibrous 12 Attic, stor

Maintena
nce Yes 22-06-90

98% 
Crocidolite

Severe 
Damage Abated

Attic Rar Harvey Brk 101
Pipe Insulation-
Fibrous 12 Attic, stor

Maintena
nce Yes 22-06-90

98% 
Crocidolite

Severe 
Damage Abated

Attic Rar Harvey Brk 101
Pipe Insulation-
Fibrous 12 Attic, stor

Maintena
nce Yes 22-06-90

98% 
Crocidolite

Severe 
Damage Abated
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

Basem Harvey Brk 101 Pipe Insulation Boiler Rm 22-06-90
No 
Asbestos

Basem Harvey Brk 101 Pipe Insulation Boiler Rm 22-06-90
No 
Asbestos

1 Harvey Brk 102 floor tiles, 9" x 9" NA NA restrooms chapel NA 1990 Assumed 18-06-02 removed NA Abated
1,2,3 Frq Harvey Brk 103 Plaster 5112 Offices Military No 22-06-90 Assumed damaged Abated
1,2,3 Frq Harvey Brk 103 9"x9" Floor Tile 1400 Offices Military No 22-06-90 Assumed damaged Abated

1 Rar Harvey Brk 104 Pipe Insulation 366 Boiler Rm
Maintena
nce Yes 22-06-90 5% Amo.

Severe 
Damage Abated

1 Rar Harvey Brk 104 Pipe Insulation 366 Boiler Rm
Maintena
nce Yes 22-06-90

No 
Asbestos

Severe 
Damage Abated

1 Rar Harvey Brk 104 Pipe Insulation 366 Boiler Rm
Maintena
nce Yes 22-06-90 2% Amo.

Severe 
Damage Abated

1 Rar Harvey Brk 104 Pipe Insulation 366 Boiler Rm
Maintena
nce Yes 22-06-90

No 
Asbestos

Severe 
Damage Abated

1 Rar Harvey Brk 104 Pipe Insulation 366 Boiler Rm
Maintena
nce Yes 22-06-90

No 
Asbestos

Severe 
Damage Abated

1 Rar Harvey Brk 104 Pipe Insulation 366 Boiler Rm
Maintena
nce Yes 22-06-90

No 
Asbestos

Severe 
Damage Abated

1 Harvey Brk 104 Plaster Boiler Rm 22-06-90
No 
Asbestos

1 Harvey Brk 104 Plaster Boiler Rm 22-06-90
No 
Asbestos

1 Harvey Brk 104 Plaster Boiler Rm 22-06-90
No 
Asbestos

1 Frq Harvey Brk 104
linoleum floor 
sheeting grey 9 offices

Maintena
nce no Jul-90 Assumed 10-12-97

No 
Asbestos light

1 Frq Harvey Brk 104
linoleum floor 
sheeting grey 9 offices

Maintena
nce no Jul-90 Assumed 10-12-97

No 
Asbestos light

1 Frq Harvey Brk 104 linoleum green 9
office 1st 
floor

Maintena
nce no Jul-90

not 
identified 10-12-97

No 
Asbestos light

1 Frq Harvey Brk 104 pipe insulation 365
boiler room 
mezzanine

Maintena
nce yes Jun-90 2% amosite 10-12-97

visual 
inspection heavy Abated

1 Harvey Brk 104
Interior Duct 
Packing 1 boiler room

Maintena
nce yes Jun-90

65% 
chrysotile 10-12-97

visual 
inspection Abated

1 Frq Harvey Brk 104
boiler packing 
rope 61 boiler room

Maintena
nce yes Jun-90

5% 
chrysotile 10-12-97

visual 
inspection light Abated

1 Harvey Brk 104
Interior Duct 
Packing 1 boiler room

Maintena
nce yes Jun-90

65% 
chrysotile 10-12-97

visual 
inspection Abated

1 Frq Harvey Brk 104
boiler packing 
rope 61 boiler room

Maintena
nce yes Jun-90

60% 
chrysotile 10-12-97

visual 
inspection light Abated

1 Frq Harvey Brk 104 pipe insulation 365
boiler room 
mezzanine

Maintena
nce yes Jun-90 5% amosite 10-12-97

visual 
inspection heavy Abated

1 Harvey Brk 104
Interior Duct 
Packing 1 boiler room

Maintena
nce yes Jun-90

65% 
chrysotile 10-12-97

visual 
inspection Abated

1 Harvey Brk 104
boiler packing 
rope 61 boiler room

Maintena
nce yes Jun-90

No 
Asbestos 10-12-97

visual 
inspection light Abated

Basem Harvey Brk 104 Duct Insulation Boiler Rm 22-06-90
No 
Asbestos

Basem Harvey Brk 104 Duct Insulation Boiler Rm 22-06-90
No 
Asbestos
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

Basem Harvey Brk 104 Duct Insulation Boiler Rm 22-06-90
No 
Asbestos

1 Frq Harvey Brk 105
floor tile, green, 2' 

x 2' NA 20 m² 58

1st floor 
southern 

hall
warehous

e

Nonf
riabl

e 1990 Assumed 18-06-02
<10% 

chrysotile
Minor 

damage
mastic contains 
also asbestos

1 Frq Harvey Brk 105 mastic NA 20 m² 31

1st floor 
southern 

hall
warehous

e low
not 

identified 18-06-02
<10% 

chrysotile
Minor 

damage

floor tile 
contains 
asbestos

2 Frq Harvey Brk 105
floor tile, gray, 20'' 

x 20'' NA 230 m² 58

2nd floor, 
southern 

part
warehous

e

Nonf
riabl

e 1990 Assumed 18-06-02
<10% 

chrysotile
Minor 

damage mastic negative

Basem Rar Harvey Brk 105 flue door gaskets 5 ea NA 61
Basement 

R 001
warehous

e High
not 

identified 18-06-02 Assumed UnD ---

Basem Frq Harvey Brk 105 flange gaskets 5 ea NA < 70
Basement 

R 002
warehous

e

Mod
erat

e
not 

identified 18-06-02 Assumed UnD ---

Staircase Harvey Brk 105 sheet flooring NA NA NA Staircase
warehous

e NA 1990 Assumed 18-06-02
No 

Asbestos NA
no asbestos 

detected

Staircase Harvey Brk 105
floor tile, beige, 9' 

x 9' NA NA NA Staircase
warehous

e NA 1990 Assumed 18-06-02
No 

Asbestos NA
no asbestos 

detected
1 Frq Harvey Brk 107 Plaster 334 58 Thruout Military No 27-06-90 Assumed UnD

1 Frq Harvey Brk 107 12"x12" Floor Tile 255 53 Thruout Military No 27-06-90 Assumed UnD

1 Harvey Brk 107 Pipe Insulation 7 27-06-90
No 
Asbestos

1 Harvey Brk 107 Pipe Insulation 2 27-06-90
No 
Asbestos

1 Harvey Brk 107 Pipe Insulation 1 27-06-90
No 
Asbestos

1st floor: 
rooms 

107-114, 
116, 117; 
2nd floor: 

rooms 
200, 201, 
203-214, 
220, 221 Frq Harvey Brk 108

floor tile, red with 
white streaks, 9'' x 

9'' NA 1400 m² 55

1st floor: 
rooms 107-
114, 116, 
117; 2nd 

floor: 
rooms 200, 
201, 203-
214, 220, 

221
administr

ative

Nonf
riabl

e 1990 Chrysotile 18-06-02
< 10 % 

Chrysotile UnD
mastic contains 
also asbestos

1 Frq Harvey Brk 108 black mastic NA 1400 m² 28

1st floor: 
rooms 107-
114, 116, 
117; 2nd 

floor: 
rooms 200, 
201, 203-
214, 220, 

221
administr

ative Low
not 

identified 18-06-02
< 10 % 

Chrysotile UnD

floor tile 
contains 
asbestos
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

3 Harvey Brk 108

floor tile, gray with 
white streaks, 50 

x 50 cm NA NA NA

3rd floor: 
hall, rooms 
305, 306, 

310, 310A, 
312, 313, 
315, 317

administr
ative NA 1990 Assumed 18-06-02

No 
Asbestos NA mastic negative

Attic Harvey Brk 108 pipe insulation NA NA Attic
administr

ative NA 1990
30 % 

Amosit 18-06-02 removed NA Abated

Basem Harvey Brk 108 pipe insulation NA NA Basement
administr

ative NA 1990
30 % 

Amosit 18-06-02 removed NA Abated

2 Harvey Brk 109 pipe insulation NA NA
2nd floor: 
room 210

administr
ative NA 1990

10-15 % 
Chrysotile 18-06-02 removed NA Abated

3 Frq Harvey Brk 109

floor tile, red with 
white streaks, 9" x 

9" NA 80 m² 58

3rd floor: 
rooms 302, 

314, 315
administr

ative

Nonf
riabl

e 1990 Chrysotile 18-06-02
<< 10  % 
Chrysotile

Minor 
damage

second sample 
negative

3 Frq Harvey Brk 109 black mastic NA 80 m² 28

3rd floor: 
rooms 302, 

314, 315
administr

ative Low
not 

identified 18-06-02 Chrysotile UnD
second sample 

negative

Attic Harvey Brk 109 pipe insulation NA NA

Attic, 
northern 

end
administr

ative NA 1990
15 % 

Chrysotile 18-06-02 removed NA Abated

Basem Frq Harvey Brk 109 flange gaskets 5 ea 5 ea < 70

Basement: 
room 003A, 
headroom

administr
ative

mod
erat

e
not 

identified 18-06-02 Assumed UnD ---

Basem Harvey Brk 109 pipe insulation NA NA

Basement: 
room 3 

(storage)
administr

ative NA 1996
10 % 

Amosite 18-06-02 removed NA Abated

1 Frq Harvey Brk 110 fire doors 3 ea 3 ea < 70 1st floor
communi
cations

encl
ose

d
not 

identified 20-06-02 Assumed UnD ---

1 Harvey Brk 110

floor tiles, brown 
with white 

streaks, 28 x 
28cm NA NA NA

1st floor: 
offices 3 - 
6, hallway

communi
cations NA 1990 Assumed 20-06-02

No 
Asbestos NA

no asbestos 
detected

1 Harvey Brk 110

floor tiles, brown 
with white 

streaks, 28 x 
28cm NA NA NA

1st floor: 
offices 3 - 
6, hallway

communi
cations NA 1990 Assumed 20-06-02

No 
Asbestos NA

no asbestos 
detected

roof Harvey Brk 110
asbestos-cement 

panels NA 10 m² 16 roof
communi
cations

Nonf
riabl

e 1990 Chrysotile 18-06-02
< 10 % 

Chrysotile
Severe 

damage
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

1 Frq Harvey Brk 113 Fire doors 7 ea NA < 70
1st floor 
kitchen

administr
ative

Encl
ose
d

not 
identified 18-06-02 Assumed UnD ---

2 Harvey Brk 113

12" x 12" gray 
floor tile with 

black and white 
streaks NA NA NA

Room 210 - 
(Conferenc

e Room)
administr

ative NA 1990 Assumed 18/06/02
No 

Asbestos NA
no asbestos 

detected

2 Harvey Brk 113

9" x 9" gray floor 
tile with black and 

white streaks NA 15 m² NA
Hallway 

(Section C)
administr

ative NA
not 

identified 18/06/02
No 

Asbestos NA
mastic contains  

asbestos

2 Frq Harvey Brk 113 Black mastic NA 15 m² 28
Hallway 

(Section C)
administr

ative Low
not 

identified 18/06/02
<10% 

Chrysotile UnD

floor tile 
contains no 

asbestos

2 Frq Harvey Brk 113
fiber-cement toilet 

partitions NA 8 m² 55

2nd floor 
latrine 

(Section C)
administr

ative

Nonf
riabl

e
not 

identified 18-06-02 Assumed UnD ---

2 Frq Harvey Brk 113

9" x 9" red floor 
tile with white 

streaks NA 125 m² 55

2nd floor: 
hall 

(section B) 
and offices 
(section C)

administr
ative

Nonf
riabl

e
not 

identified 18/06/02
10% 

Chrysotile UnD
mastic contains 
also asbestos

2 Frq Harvey Brk 113 mastic, black NA 125 m² 28

2nd floor: 
hall 

(section B) 
and offices 
(section C)

administr
ative Low

not 
identified 18/06/02

<10% 
Chrysotile UnD

floor tile 
contains 
asbestos

Basem Occ. Harvey Brk 113 Boiler Gasket 1 ea NA 68
Boiler 
Room

administr
ative high

not 
identified 18/06/02

>90% 
Chrysotile UnD ---

Basem Occ. Harvey Brk 113 Flange gaskets 100 ea NA < 70

Basement, 
boiler 
rooms 

(Section C)
administr

ative Low
not 

identified 18-06-02 Assumed UnD ---

1, 2, 3 Frq Harvey Brk 114

9" x 9" red floor 
tile with white 

streaks NA 2,500 m² 58

1st, 2nd, 
3rd floor of 

Wing B
administr

ative

Nonf
riabl

e 1990 Chrysotile 17/06/02
<10% 

Chrysotile
Minor 

damage
mastic contains 
also asbestos

1, 2, 3 Frq Harvey Brk 114 Black mastic NA 2,500 m² 60

1st, 2nd, 
3rd floor of 

Wing B
administr

ative Low
not 

identified 17/06/02
<10% 

Chrysotile
Minor 

damage

floor tile 
contains 
asbestos

3 Frq Harvey Brk 114

12" x 12" gray 
floor tiles with 
white streaks NA 8 m² 55

Stair 
landing 3B

administr
ative

Nonf
riabl

e 1990 Assumed 17/06/02
<10% 

Chrysotile UnD
mastic contains 
also asbestos

3 Frq Harvey Brk 114 Black mastic NA 8 m² 28
Stair 

landing 3B
administr

ative Low
not 

identified 17/06/02
<10% 

Chrysotile UnD

floor tile 
contains 
asbestos

3 Harvey Brk 114 White wall plaster 4 ea NA NA
Throughout 

structure
administr

ative NA 1990 Assumed 17/06/02
No 

Asbestos NA ---

3 Frq Harvey Brk 114 8" x 8"red floor tile NA 30 m² 55

3rd floor, 
dayroom 

(308)
administr

ative

Nonf
riabl

e 1994
15% 

Chrysotile 17-06-02
15% 

Chrysotile UnD ---
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

1 Frq Harvey Brk 115 Fire doors 2 ea NA < 70
Basement, 

1st floor
administr

ative

Encl
ose
d

not 
identified 17-06-02 Assumed UnD ---

1 Occ. Harvey Brk 115 Flange gaskets 100 ea NA < 70

Room 117 
(mechanica

l)
administr

ative Low
not 

identified 17-06-02 Assumed UnD ---

Exterior Harvey Brk 117 Fire doors 2 ea NA < 70 Exterior
administr

ative

Encl
ose
d

not 
identified 18-06-02 Assumed UnD ---

Room 
116A 

(heating) Frq Harvey Brk 117 Flange gaskets 100 ea NA < 70

Room 
116A 

(heating)
administr

ative Low
not 

identified 18-06-02 Assumed UnD ---
1,A Frq Harvey Brk 119 9"x9" Floor Tile 1348 63 Thruout Hsg No 25-06-90 Assumed damaged

Attic Frq Harvey Brk 119 12"x12" Floor Tile 125 68 Day Rm Hsg No 25-06-90 Assumed damaged

Attic Occ. Harvey Brk 119 Sheetrock 12 48
308C, Day 
Rm Hsg No 25-06-90 Assumed UnD

All Frq Harvey Brk 119 Plaster 3300 68 All Hsg No 25-06-90 Assumed damaged

Basem Rar Harvey Brk 119 Pipe Insulation 284 Tunnel Hsg Yes 25-06-90
No 
Asbestos damaged Abated

Basem Rar Harvey Brk 119 Pipe Insulation 284 Tunnel Hsg Yes 25-06-90 Trace damaged Abated

Basem Rar Harvey Brk 119 Pipe Insulation 284 Tunnel Hsg Yes 25-06-90 2% Chrys. damaged Abated

Basem Harvey Brk 119 Pipe Insulation Tunnel 25-06-90
No 
Asbestos

Basem Harvey Brk 119 Pipe Insulation Tunnel 25-06-90
No 
Asbestos

Basem Harvey Brk 119 Pipe Insulation Tunnel 25-06-90
No 
Asbestos

1 Harvey Brk 121 pipe insulation 244

Tunnel 
around 
perimeter 
of building Housing yes Jun-90 2% amosite 09-12-97

visual 
inspection Abated

1 Harvey Brk 121 pipe insulation 244

Tunnel 
around 
perimeter 
of building Housing yes Jun-90 2% amosite 09-12-97

visual 
inspection Abated

1 Harvey Brk 121 pipe insulation 244

Tunnel 
around 
perimeter 
of building Housing yes Jun-90 2% amosite 09-12-97

visual 
inspection Abated

1.3 Harvey Brk 121
12'' x 12'' floor 
tiles red 30

rooms 112, 
307 Housing no Jun-90 Assumed 09-12-97

visual 
inspection Abated

1,2,3 Frq Harvey Brk 121
9'' x 9'' floor tiles 
red 1030 63

1st,2nd,3rd 
floor Housing no Jun-90 Assumed 09-12-97

tile:10% 
chrysotile; 
mastic:7% 
chrysotile light

1,2,3 Frq Harvey Brk 121
9'' x 9'' floor tiles 
red 1030 63

1st,2nd,3rd 
floor Housing no Jun-90 Assumed 09-12-97

tile:10% 
chrysotile; 
mastic:10% 
chrysotile light

1,2,3 Frq Harvey Brk 121
9'' x 9'' floor tiles 
red 1030 63

1st,2nd,3rd 
floor Housing no Jun-90 Assumed 09-12-97

(QC) 5% 
chrysotile light
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

1,2,3 Frq Harvey Brk 121
9'' x 9'' floor tiles 
red 1030 63

1st,2nd,3rd 
floor Housing no Jun-90 Assumed 09-12-97

tile:10% 
chrysotile; 
mastic: 
16% 
chrysotile light

Attic Frq Harvey Brk 121 wallplaster 1400

attic 
storage 
room (310) Housing no Jun-90 Assumed 09-12-97

No 
Asbestos heavy

Attic Frq Harvey Brk 121 wallplaster 1400

attic 
storage 
room (310) Housing no Jun-90 Assumed 09-12-97

No 
Asbestos heavy

Attic Frq Harvey Brk 121 wallplaster 1400

attic 
storage 
room (310) Housing no Jun-90 Assumed 09-12-97

No 
Asbestos heavy

1 Harvey Brk 122

9" x 9" gray floor 
tile with black and 

white streaks NA NA NA Stairwell
administr

ative NA 1990 Assumed 17/06/02
No 

Asbestos NA mastic negative

1 Frq Harvey Brk 122

9" x 9" black floor 
tile with white 

streaks NA 70 m² 55

Office 107, 
Office 108, 

Storage 
113 and 
Storage 

114A
administr

ative

Nonf
riabl

e 1990 Assumed 18/06/02
<10% 

Chrysotile UnD mastic negative

1 Frq Harvey Brk 122

9" x 9" green floor 
tile with white 

streaks NA 50 m² 55

Office 104, 
Office 103 
and Office 

109
administr

ative

Nonf
riabl

e 1990 Assumed 18/06/02
<10% 

Chrysotile UnD
mastic contains 
also asbestos

1 Frq Harvey Brk 122 Black mastic NA 50 m² 28

Office 104, 
Office 103 
and Office 

109
administr

ative Low
not 

identified 18/06/02 Chrysotile UnD

floor tile 
contains 
asbestos

Basem Frq Harvey Brk 122 Fire doors 5 ea NA < 70
Basement, 

1st floor
administr

ative

Encl
ose
d

not 
identified 18-06-02 Assumed UnD ---

1,2,3 Frq Harvey Brk 123 9"x9" Floor Tile 2300 63 Dorm Rms Pers. No 25-06-90 Assumed damaged
All Frq Harvey Brk 123 Plaster 4185 68 Thruout Pers. No 25-06-90 Assumed damaged

B,3 Frq Harvey Brk 123 Pipe Insulation 1676 Various Pers. Yes 15-01-95
No 
Asbestos damaged

B,3 Frq Harvey Brk 123 Pipe Insulation 1676 Various Pers. Yes 16-01-95
No 
Asbestos damaged

B,3 Frq Harvey Brk 123 Pipe Insulation 1676 Various Pers. Yes 17-01-95
No 
Asbestos damaged

B,3 Frq Harvey Brk 123 Pipe Insulation 1676 Various Pers. Yes 18-01-95
No 
Asbestos damaged

B,3 Frq Harvey Brk 123 Pipe Insulation 1676 Various Pers. Yes 19-01-95
No 
Asbestos damaged

B,3 Frq Harvey Brk 123 Pipe Insulation 1676 Various Pers. Yes 20-01-95
No 
Asbestos damaged
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

1 Rar Harvey Brk 124
9'' x 9'' floor tiles 
green 125 Block A Housing no Jun-90 Assumed 11-12-97

tile: 4% 
chrysotile; 
mastic: ND light Abated

1 Rar Harvey Brk 124
9'' x 9'' floor tiles 
green 125 Block A Housing no Jun-90 Assumed 11-12-97

(QC) tile: 
2% 
chrysotile; 
mastic: 5% 
chrysotile light Abated

1 Rar Harvey Brk 124
9'' x 9'' floor tiles 
green 125 Block A Housing no Jun-90 Assumed 11-12-97

Tile: 3% 
chrysotile; 
mastic: ND light Abated

1 Rar Harvey Brk 124
9'' x 9'' floor tiles 
green 125 Block A Housing no Jun-90 Assumed 11-12-97

No 
Asbestos light Abated

3 Frq Harvey Brk 124 Pipe Insulation 3rd flr Ofc No 12-08-94
No 
Asbestos damaged

3 Frq Harvey Brk 124 wallplaster 936

3rd floor 
hallway 
(opposite 
R. 326) Housing no Jun-90 Assumed 09-12-97

No 
Asbestos light

3 Frq Harvey Brk 124 wallplaster 936

3rd floor 
hallway 
(opposite 
R. 326) Housing no Jun-90 Assumed 09-12-97

(QC) No 
Asbestos light

3 Frq Harvey Brk 124 wallplaster 936

3rd floor 
hallway 
(opposite 
R. 326) Housing no Jun-90 Assumed 09-12-97

No 
Asbestos light

3 Frq Harvey Brk 124 wallplaster 936

3rd floor 
hallway 
(opposite 
R. 326) Housing no Jun-90 Assumed 09-12-97

No 
Asbestos light

1,A Frq Harvey Brk 124 Sheetrock 230 Thruout Hsg No 26-06-90 Assumed damaged Abated

1,A Frq Harvey Brk 124
Sheetrock Joint 
Compound 23 Thruout Hsg No 26-06-90 Assumed UnD Abated

all Frq Harvey Brk 124
12'' x 12'' floor 
tiles red 3039 Throughout Housing no Jun-90 Assumed 09-12-97

Tile:4% 
chrysotile; 
Mastic: 
12% 
chrysotile light Abated

all Frq Harvey Brk 124
12'' x 12'' floor 
tiles red 3039 Throughout Housing no Jun-90 Assumed 09-12-97

Tile:4% 
chrysotile; 
Mastic: 
10% 
chrysotile light Abated

all Frq Harvey Brk 124
12'' x 12'' floor 
tiles red 3039 Throughout Housing no Jun-90 Assumed 09-12-97

Tile:4% 
chrysotile; 
Mastic: 
12% 
chrysotile light Abated

Attic Frq Harvey Brk 124
9'' x 9" floor tiles 
grey 329 attic Housing no Jun-90 Assumed 09-12-97

Tile:ND; 
mastic: ND light

Attic Frq Harvey Brk 124
9'' x 9" floor tiles 
grey 329 attic Housing no Jun-90 Assumed 09-12-97

Tile:ND; 
mastic: ND light

Attic Frq Harvey Brk 124
9'' x 9" floor tiles 
grey 329 attic Housing no Jun-90 Assumed 09-12-97

Tile:ND; 
mastic: ND light

Attic Frq Harvey Brk 124 pipe insulation 305 hallway Housing yes Jun-90
not 
identified 09-12-97

No 
Asbestos light
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

Attic Frq Harvey Brk 124 pipe insulation 305 hallway Housing yes Jun-90
not 
identified 09-12-97

No 
Asbestos light

Attic Frq Harvey Brk 124 pipe insulation 305 hallway Housing yes Jun-90
not 
identified 09-12-97

No 
Asbestos light

Attic Harvey Brk 124 pipe insulation 300 attic Housing yes Jan-95
2% 
chrysotile 11-12-97

visual 
inspection light Abated

Attic Harvey Brk 124 pipe insulation 300 attic Housing yes Jan-95
2% 
chrysotile 11-12-97

visual 
inspection light Abated

Attic Harvey Brk 124 pipe insulation 300 attic Housing yes Jan-95
2% 
chrysotile 11-12-97

visual 
inspection light Abated

Basem Harvey Brk 124 Pipe Insulation Bsmt 26-06-90
No 
Asbestos

Basem Harvey Brk 124 Pipe Insulation Bsmt 26-06-90
No 
Asbestos

Basem Harvey Brk 124 Pipe Insulation Bsmt 26-06-90
No 
Asbestos

Basem Frq Harvey Brk 124 pipe insulation 500 basement Housing yes Jun-90
No 
Asbestos 11-12-97

No 
Asbestos heavy

Basem Frq Harvey Brk 124 pipe insulation 500 basement Housing yes Jun-90
No 
Asbestos 11-12-97

No 
Asbestos heavy

Basem Frq Harvey Brk 124 pipe insulation 500 basement Housing yes Jun-90
No 
Asbestos 11-12-97

No 
Asbestos heavy

B,A Harvey Brk 124 Pipe Insulation Bsmt 26-06-90
No 
Asbestos

B,A Harvey Brk 124 Pipe Insulation Bsmt 26-06-90
No 
Asbestos

B,A Harvey Brk 124 Pipe Insulation Bsmt 26-06-90
No 
Asbestos

1 Harvey Brk 128

floor tile, beige 
with white 

streaks, 29 x 29 
cm NA NA

1st floor: 
rooms 106, 

107
warehous

e NA 1990 Assumed 18-06-02
No 

Asbestos NA
no asbestos 

detected

boiler hall Occ. Harvey Brk 129
pipe insulation 
(red, mud-like) 20 lm NA boiler hall utilities high

No 
Asbestos 19-06-02 Assumed

significant 
damage not accessible

boiler hall Occ. Harvey Brk 129 flange gaskets 20 ea NA boiler hall utilities

mod
erat

e
No 

Asbestos 19-06-02 Assumed UnD ---

boiler hall Harvey Brk 129
boiler rope 

gaskets NA NA boiler hall utilities NA 1990
50 % 

Chrysotile 19-06-02 removed NA Abated

Basemen
t Harvey Brk 130 pipe insulation NA NA Basement mil. Sale NA 1990

2 % 
Chrysotile 25-06-02 removed NA Abated

Basem Harvey Brk 130 floor tile, 12" x 12" NA NA
Basement: 
Class room mil. Sale NA 1990 Assumed 25-06-02 removed NA Abated

Basem Occ. Harvey Brk 130 flange gaskets 3 ea NA < 70

Basement: 
mechanical 

room mil. Sale

mod
erat

e
not 

identified 25-06-02 Assumed UnD ---

Basem Harvey Brk 130 floor tile, 9" x 9" NA NA
Basement: 

Office mil. Sale NA 1990 Assumed 25-06-02 removed NA Abated
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

1 Frq Harvey Brk 132 flange gaskets 30 ea NA < 70

1st floor, 
room 111A 

(heating 
room)

warehous
e

mod
erat

e
not 

identified 19-06-02 Assumed UnD ---

1 Harvey Brk 133

floor tiles, beige 
with black 

streaks, 28 x 
28cm NA NA

1st floor: 
office 101

warehous
e NA 1990 Assumed 19-06-02

No 
Asbestos NA mastic negative

1 Frq Harvey Brk 133 flange gaskets 8 ea NA

1st floor: 
room 114 
(storage)

warehous
e

mod
erat

e
No 

Asbestos 19-06-02 Assumed UnD ---

1 Harvey Brk 133 pipe insulation NA NA
1st floor: 

warehouse
warehous

e NA 1990
2 % 

Chrysotile 19-06-02 removed NA Abated

1 Harvey Brk 133 9" x 9" floor tiles NA NA

1st floor: 
warehouse 

office
warehous

e NA 1990 Assumed 19-06-02 removed NA Abated

1 Harvey Brk 134

floor tiles, beige 
with white/brown 

streaks, 28 x 
28cm NA NA

1st floor: 
offices 108, 

109
administr

ative NA 1990 Assumed 19-06-02
No 

Asbestos NA
no asbestos 

detected

1 Harvey Brk 134 pipe insulation NA NA

1st floor: 
storage A, 

B
administr

ative NA 1990

2 - 10 % 
Chrysotile / 

Amosite 19-06-02 removed NA Abated

1 Occ. Harvey Brk 134 flange gaskets 10 ea NA < 70

1st floor: 
heating 
room

administr
ative

mod
erat

e
not 

identified 19-06-02 Assumed UnD ---

2 Harvey Brk 134

floor tiles, beige 
with brown 

streaks, 28 x 
28cm NA NA

2nd floor: 
offices 202, 

203
administr

ative NA 1990 Assumed 19-06-02
No 

Asbestos NA
no asbestos 

detected

1 Harvey Brk 138

floor tiles, beige 
with black 

streaks, 50 x 
50cm NA NA 

Wing E: 1st 
floor: Baber 
Shop (room 

101, 305, 
hall)

administr
ative NA 1990 Assumed 18-06-02

No 
Asbestos NA mastic negative

Exterior, 
shed Harvey Brk 138

asbestos-cement 
panels NA 15 m² 13

Exterior, 
shed

administr
ative

nonf
riabl

e
not 

identified 19-06-02
< 10 % 

Chrysotile
minor 

damage ---

Wing A: 
roof Frq Harvey Brk 138

black 
cementitious 

shingles NA 600 m² 13
Wing A: 

roof
administr

ative

nonf
riabl

e
not 

identified 19-06-02 Assumed UnD ---

1 Harvey Brk 138
vinyl roll flooring, 

gray NA NA 

Wing B: 1st 
- 3rd floor, 
staircase

administr
ative NA 1990 Assumed 19-06-02

No 
Asbestos NA ---
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

2 Frq Harvey Brk 138 black mastic NA 170 m² 28

Wing B: 
2nd floor, 

rooms 204, 
208, hall

administr
ative low

not 
identified 19-06-02

<< 10 % 
Chrysotile UnD ---

3 Frq Harvey Brk 138

floor tiles, gray 
with black 

streaks, 9" x 9" NA 30 m² 55

Wing B: 
3rd floor, 
hallway

administr
ative

nonf
riabl

e
not 

identified 19-06-02
< 10 % 

Chrysotile UnD
no asbestos 

detected

3 Frq Harvey Brk 138 black mastic NA 30 m² 28

Wing B: 
3rd floor, 
hallway

administr
ative low

not 
identified 19-06-02

Chrysotile 
traces UnD ---

1
by 

Athlets Harvey Brk 138 flange gaskets 20 ea NA < 70

Wing C: 
1st floor: 

gymnasium
administr

ative

mod
erat

e
not 

identified 19-06-02 Assumed UnD ---

2
by 

children Harvey Brk 138

acoustic wall 
tiles, regular 
holes, white NA 200 m²

Wing C: 
2nd floor, 

Room 211, 
227

administr
ative

mod
erat

e
not 

identified 19-06-02
> 10 % 

Chrysotile UnD Abated

2 Frq Harvey Brk 138 brown mastic NA 60 m² 28

Wing C: 
2nd floor: 
Room 211

administr
ative low

not 
identified 19-06-02

<< 10 % 
Amphibole UnD ---

1 Harvey Brk 138
floor tiles, beige, 

12" x 12" NA NA 

Wing E: 1st 
floor, room 

109
administr

ative NA 1990 Assumed 19-06-02
No 

Asbestos NA mastic negative

2 Frq Harvey Brk 138

floor tiles, beige 
with black 

streaks, 9" x 9" NA 65 m² 55

Wing E: 
2nd + 3rd 
floor: hall

administr
ative

nonf
riabl

e 1990 Chrysotile 18-06-02
< 10 % 

Chrysotile UnD mastic negative
1 Frq Harvey Brk 139 Plaster 250 58 Thruout Military No 26-06-90 Assumed UnD

1 Frq Harvey Brk 139 20"x20" Floor Tile 110 53 Thruout Military No 26-06-90 Assumed UnD

1 Harvey Brk 139
20"x20" Ceiling 
Tile Thruout 26-06-90

No 
Asbestos

1 Harvey Brk 139
20"x20" Ceiling 
Tile Thruout 26-06-90

No 
Asbestos

1 Harvey Brk 139
20"x20" Ceiling 
Tile Thruout 26-06-90

No 
Asbestos

1 Harvey Brk 140

floor tiles, 
lightgray with 

white streaks, 36 
x 36cm NA NA

1st floor: 
breakroom 
107, room 

106 storage NA 1990 Assumed 20-06-02
No 

Asbestos NA mastic negative

1 Frq Harvey Brk 140

floor tiles, light 
brown with black 

streaks, 30 x 
30cm NA 40 m² 55

1st floor: 
storage 

116 storage

nonf
riabl

e 1990 Assumed 20-06-02
< 10 % 

Chrysotile UnD mastic negative

1 Harvey Brk 140

floor tiles, white 
with blue/green 

spots, 30 x 30cm NA NA

1st floor: 
storage 

118, 
storage 

115, sales 
area 117 storage NA 1990 Assumed 20-06-02

No 
Asbestos NA mastic negative
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

Attic Harvey Brk 141 pipe insulation NA NA Attic

police / 
fire 

departem
ent NA 1990 Chrysotile 21-06-02 removed NA Abated

Basem Harvey Brk 141 pipe insulation NA NA Basement

police / 
fire 

departem
ent NA 1990 Chrysotile 21-06-02 removed NA Abated

B, A Frq Harvey Brk 141 fire door 5 ea NA < 70
Basement/

attic

police / 
fire 

departem
ent

encl
ose

d
not 

identified 21-06-02 Assumed UnD ---

1 Frq Harvey Brk 141

floor tiles, green 
with white 

streaks, 9" x 9" NA 70 m² 55

Wing A: 1st 
floor: room 
110 A+B; 

Wing B: 1st 
floor, 

rooms 120, 
121, 126AB

police / 
fire 

departem
ent

nonf
riabl

e 1997 Chrysotile 21-06-02
< 10 % 

Chrysotile UnD mastic negative

1 Frq Harvey Brk 141
black cement-like 

window sills 2 ea NA 55

Wing A: 1st 
floor: room 
113, 113A

police / 
fire 

departem
ent

nonf
riabl

e
not 

identified 21-06-02 Assumed UnD ---

2 Frq Harvey Brk 141

mastic 
underneath floor 
tiles, pink with 

white streaks, 9" x 
9" NA 25 m² 31

Wing A: 
2nd floor: 
room 218

police / 
fire 

departem
ent low

not 
identified 21-06-02 Chrysotile

minor 
damage

original sample 
negative

2 Frq Harvey Brk 141

floor tiles, red with 
white spots, 12" x 

12" NA 210 m² 55

Wing A: 
2nd floor: 

rooms 201 -
203, 207, 
209, 213, 

218

police / 
fire 

departem
ent

nonf
riabl

e 1990 Assumed 21-06-02
< 10 % 

Chrysotile UnD
mastic contains 
also asbestos

2 Frq Harvey Brk 141 black mastic NA 210 m² 28

Wing A: 
2nd floor: 

rooms 201 -
203, 207, 
209, 213, 

218

police / 
fire 

departem
ent low

not 
identified 21-06-02

< 10 % 
Chrysotile UnD

floor tile 
contains 
asbestos

1 Frq Harvey Brk 141

pipe insulation; 
blue paint, 

canvas, brown 
mud packing) 50 lm NA

Wing B: 1st 
floor, room 
120, 122,

police / 
fire 

departem
ent high

not 
identified 21-06-02

> 10 % 
Amphibole

Significant 
damage Abated

1 Frq Harvey Brk 141
partition wall, gray 

cement-like NA 5 m² 58

Wing B: 1st 
floor: 

Latrine

police / 
fire 

departem
ent

nonf
riabl

e
not 

identified 21-06-02
> 10 % 

Chrysotile
minor 

damage ---
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

2 Frq Harvey Brk 141

floor tiles, gray 
with black 

streaks, 9" x 9" NA 370 m² 61

Wing C: 
2nd floor: 
office 201, 
202, 204, 
206-208, 
210-214

police / 
fire 

departem
ent

nonf
riabl

e
not 

identified 21-06-02
< 10 % 

Chrystoile
Significant 
damage

mastic contains 
also asbestos

2 Frq Harvey Brk 141 black mastic NA 370 m² 45

Wing C: 
2nd floor: 
office 201, 
202, 204, 
206-208, 
210-214

police / 
fire 

departem
ent low

not 
identified 21-06-02

< 10 % 
Chrystoile

Significant 
damage

floor tile 
contains 
asbestos

1 Harvey Brk 142
vinyl roll flooring, 

red NA NA
1st floor: 
room 107

administr
ative NA 1990 Assumed 24-06-02

No 
Asbestos NA mastic negative

1 Frq Harvey Brk 142

floor tiles, black 
with white 

streaks, 9" x 9" NA 70 m² 55

1st floor: 
room 112, 

113
administr

ative

nonf
riabl

e 1990 Chrysotile 24-06-02
< 10 % 

Chrysotile UnD mastic negative

2 Frq Harvey Brk 142

floor tiles, gray 
with white 

streaks, 50 x 
50cm NA 100 m² 58

2nd floor: 
office 202, 
212, 213, 

216
administr

ative

nonf
riabl

e 1990 Assumed 24-06-02
< 10 % 

Chrysotile
minor 

damage mastic negative

2 Frq Harvey Brk 142

floor tiles, green 
with white 

streaks, 50 x 50 
cm NA 150 m² 58

2nd floor: 
office 205-

210, 
hallway

administr
ative

nonf
riabl

e 1990 Assumed 24-06-02
< 10 % 

Chrysotile
minor 

damage mastic negative

Basem Frq Harvey Brk 142 fire door 1 ea NA < 70 Basement
administr

ative

encl
ose

d
not 

identified 21-06-02 Assumed UnD ---

1 Harvey Brk 143
floor tiles, beige, 

12" x 12" NA 5 m²
1st floor: 

Entry
administr

ative NA 1990 Assumed 24-06-02
No 

Asbestos
beneath 
linoleum ---

1 Frq Harvey Brk 143 black mastic NA 5 m² 28
1st floor: 

Entry
administr

ative low
not 

identified 24-06-02
< 10 % 

Chrysotile
beneath 
linoleum ---

1 Frq Harvey Brk 143
floor tiles, black, 

12" x 12" NA 5 m² 55
1st floor: 

Entry
administr

ative

nonf
riabl

e 1990 Assumed 24-06-02
< 10 % 

Chrysotile
beneath 
linoleum

mastic contains 
also asbestos

1 Frq Harvey Brk 143 black mastic NA 5 m² 28
1st floor: 

Entry
administr

ative low
not 

identified 24-06-02
< 10 % 

Chrysotile
beneath 
linoleum

floor tile 
contains 
asbestos

1 Frq Harvey Brk 143
floor tiles, brown, 

12" x 12" NA 60 m² 55
1st floor: 

Hall
administr

ative

nonf
riabl

e 1990 Assumed 24-06-02
< 10 % 

Chrysotile
beneath 
carpet

mastic contains 
also asbestos

1 Frq Harvey Brk 143 black mastic NA 60 m² 28
1st floor: 

Hall
administr

ative low
not 

identified 24-06-02
< 10 % 

Chrysotile
beneath 
carpet

floor tile 
contains 
asbestos

2 Harvey Brk 143 stucco at wall NA NA

2nd floor: 
office 201, 
202, 204, 

205
administr

ative NA 1990 Assumed 24-06-02
No 

Asbestos NA
no asbestos 

detected

1 Frq Harvey Brk 144 fire door 2 ea NA < 70 1st floor
maintena

nce

encl
ose

d
not 

identified 21-06-02 Assumed UnD ---

Exterior Harvey Brk 144
ashtray 

(cementitious) 1 ea NA 13 Exterior
maintena

nce

nonf
riabl

e
not 

identified 21-06-02 Assumed
minor 

damage ---
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

1 Frq Harvey Brk 144

floor tiles, brown 
with white 

streaks, 9" x 9" NA 30 m² 58

Wing A: 1st 
floor: room 

108
maintena

nce

nonf
riabl

e
not 

identified 24-06-02
< 10 % 

Chrysotile
minor 

damage
mastic contains 
also asbestos

1 Frq Harvey Brk 144 black mastic NA 30 m² 31

Wing A: 1st 
floor: room 

108
maintena

nce

nonf
riabl

e
not 

identified 24-06-02
< 10 % 

Chrysotile
minor 

damage

floor tile 
contains 
asbestos

2 Harvey Brk 144

floor tiles, 
lightbrown with 

black streaks, 12" 
x 12" NA NA

Wing A: 
2nd floor: 
hall; Wing 

C: 2nd 
floor: hall, 
room 208

maintena
nce NA 1990 Assumed 24-06-02

No 
Asbestos NA

no asbestos 
detected

2 Harvey Brk 144

suspended ceiling 
tiles, white, 

longish holes, 30 
x 30cm NA NA

Wing A: 
2nd floor: 
room 201

maintena
nce NA 1990 Assumed 24-06-02

No 
Asbestos NA

no asbestos 
detected

2 Frq Harvey Brk 144

floor tiles, green 
with white 

streaks, 9" x 9" NA 20 m² 58

Wing A: 
2nd floor: 
room 203, 

207
maintena

nce

nonf
riabl

e 1990 Assumed 24-06-02
< 10 % 

Chrysotile
minor 

damage
mastic contains 
also asbestos

2 Frq Harvey Brk 144 mastic NA 20 m² 31

Wing A: 
2nd floor: 
room 203, 

207
maintena

nce low
not 

identified 24-06-02
< 10 % 

Chrysotile
minor 

damage

floor tile 
contains 
asbestos

2 Harvey Brk 144

floor tiles, beige 
with brown 

streaks, 12" x 12" NA NA

Wing A: 
2nd floor: 

rooms 201-
203

maintena
nce NA 1990 Assumed 24-06-02

No 
Asbestos NA

no asbestos 
detected

1 Occ. Harvey Brk 144 pipe insulation 90>
room in 

carp. shop
maintena

nce
friab

le positive
Significant 
damage Room closed

1 Frq. Harvey Brk 144 pipe insulation
all other 
shops

maintena
nce negative 05-08-03 negative UnD

1 Frq Harvey Brk 145 12" x 12" floor tile 680
1st floor 
throughout Military no Jun-90 Assumed 16-12-97

visual 
inspection UnD Abated

1 Frq Harvey Brk 145 9" x 9" floor tile 7
2 nd floor 
hallway Military no Jun-90 Assumed 16-12-97

visual 
inspection UnD Abated

1 Frq Harvey Brk 145 linoleum 46 stairwells Military no Jun-90 Assumed 16-12-97
visual 
inspection UnD Abated

Basem Rar Harvey Brk 145
pipe insulation 
brown 70 basement Military yes Dec-94

30% 
amosite 16-12-97

visual 
inspection light Abated

Basem Rar Harvey Brk 145
pipe insulation 
white 15 basement Military yes Dec-94 2% amosite 16-12-97

visual 
inspection light Abated

Basem Rar Harvey Brk 145
pipe insulation 
brown 70 basement Military yes Dec-94

30% 
amosite 16-12-97

visual 
inspection light Abated

Basem Rar Harvey Brk 145
pipe insulation 
brown 70 basement Military yes Dec-94

10% 
amosite 16-12-97

visual 
inspection light Abated

Basem Rar Harvey Brk 145
pipe insulation 
white 15 basement Military yes Dec-94 3% amosite 16-12-97

visual 
inspection light Abated

Basem Rar Harvey Brk 145
pipe insulation 
white 15 basement Military yes Dec-94 2% amosite 16-12-97

visual 
inspection light Abated

Basem Rar Harvey Brk 145
pipe insulation 
white 15 basement Military yes Dec-94 2% amosite 16-12-97

visual 
inspection light Abated

B,1,2 Frq Harvey Brk 145 Plaster 2253 68 Thruout Military No 27-06-90 Assumed damaged
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

Basem Occ. Harvey Brk 146 fire door 1 ea NA < 70

basement: 
heating 
room medical

mod
erat

e
not 

identified 24-06-02 Assumed UnD ---

Basem Frq Harvey Brk 146 flange gaskets 20 ea NA < 70

basement: 
heating 
room medical

mod
erat

e
not 

identified 24-06-02 Assumed UnD ---

1 Frq Harvey Brk 147

floor tiles, green 
with white 

streaks, 9" x 9" NA 7 m² 61
1st floor: 
room 101

maintena
nce

nonf
riabl

e 1990 Assumed 24-06-02
< 10 % 

Chrysotile
Significant 
damage

mastic contains 
also asbestos

1 Frq Harvey Brk 147 mastic NA 7 m² 70
1st floor: 
room 101

maintena
nce low

not 
identified 24-06-02

Chrysotile 
traces

Significant 
damage

floor tile 
contains 
asbestos

1 Frq Harvey Brk 148 Sheetrock 107 53 Thruout Mechanic No 27-06-90 Assumed UnD

1 Frq Harvey Brk 150 Plaster 5 68 Office
Dispatch 
Clerk No 28-06-90 Assumed damaged

1 Frq Harvey Brk 150 Sheetrock 55 63 Office
Dispatch 
Clerk No 28-06-90 Assumed damaged

1 Frq Harvey Brk 150 9"x9" Floor Tile 30 63 Office
Dispatch 
Clerk No 28-06-90 Assumed damaged

Exterior: 
shed roof 

and 
behind 
garage Harvey Brk 152

asbestos-cement 
roofing panels NA 15 m² 16

Exterior: 
shed roof 

and behind 
garage

maintena
nce

nonf
riabl

e
not 

identified 24-06-02
< 10 % 

Chrysotile
significant 
damage ---

Mechanic
al room 

(107) Occ. Harvey Brk 152 flange gaskets 20 ea NA < 70
Mechanical 
room (107)

maintena
nce

mod
erat

e
not 

identified 24-06-02 Assumed
minor 

damage ---

througho
ut Harvey Brk 154

floor tiles; 9" x 9"; 
12" x 12", 18" x 

18" NA NA throughout
administr

ative NA 1990 Assumed 24-06-02 removed NA Abated
1st floor 
auditoriu

m
by 

children Harvey Brk 155 ceiling tiles NA 300 m² 66
1st floor 

auditorium theater low 1990 Assumed 25-06-02 Assumed UnD ---

1st floor: 
auditoriu
m;  2nd 

floor: 
offices 

101-102, 
hall Harvey Brk 155 acoustic wall tiles NA NA

1st floor: 
auditorium;  
2nd floor: 

offices 101-
102, hall theater NA 1990 Assumed 25-06-02

No 
Asbestos NA

no asbestos 
detected

Basem Occ. Harvey Brk 155 flange gaskets 40 ea NA < 70

Basement: 
R. 001 
(heat 

exchanger) theater

mod
erat

e
not 

identified 25-06-02 Assumed UnD ---

Basem Frq Harvey Brk 155 fire door 1 ea NA < 70

Basement: 
R. 001 
(heat 

exchanger) theater

encl
ose

d
not 

identified 25-06-02 Assumed UnD ---

througho
ut Harvey Brk 155

vinyl roll flooring, 
brown with 
white/black 

streaks NA NA throughout theater NA 1990 Assumed 25-06-02
No 

Asbestos NA
no asbestos 

detected

2 Harvey Brk 155 stucco NA NA
throughout 
2nd floor theater NA 1990 Assumed 25-06-02

No 
Asbestos NA

no asbestos 
detected
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

1 Harvey Brk 156
floor tiles, beige, 

2' x 2' NA NA

1st floor: 
room 101-

103
administr

ative NA 1990 Assumed 25-06-02
No 

Asbestos NA
no asbestos 

detected

stairwell Harvey Brk 156 floor tiles 9" x9" NA NA stairwell
administr

ative NA 1990 Assumed 25-06-02 Assumed NA Abated

1 Frq Harvey Brk 157 Plaster 32 68
Guard 
Shack Guards No 27-06-90 Assumed damaged

Room 
115 Frq Harvey Brk 159 flange gaskets 7 ea NA < 70 Room 115

maintena
nce

mod
erat

e
not 

identified 27-06-02 Assumed UnD ---

1 Harvey Brk 160 drywall NA NA

1st floor: 
breakroom, 
office 101

warehous
e NA 1990 Assumed 25-06-02

No 
Asbestos NA

no asbestos 
detected

1 Frq Harvey Brk 160

floor tiles, green 
with white 

streaks, 9" x 9" NA 450 m² 61

1st floor: 
rooms 101, 
103, 104-
108, hall, 

breakroom
warehous

e

nonf
riabl

e 1990 Assumed 25-06-02
< 10 % 

Chrysotile
Significant 
damage

mastic contains 
also asbestos

1 Frq Harvey Brk 160 black mastic NA 450 m² 70

1st floor: 
rooms 101, 
103, 104-
108, hall, 

breakroom
warehous

e low
not 

identified 25-06-02
< 10 % 

Chrysotile
Significant 
damage

floor tile 
contains 
asbestos

B,1 Occ. Harvey Brk 161 Pipe Insulation Various
Motor 
Pool Yes 24-07-95

No 
Asbestos damaged

B,1 Occ. Harvey Brk 161 Pipe Insulation Various
Motor 
Pool Yes 24-07-95

No 
Asbestos damaged

B,1 Occ. Harvey Brk 161 Pipe Insulation Various
Motor 
Pool Yes 24-07-95

No 
Asbestos damaged

heating 
room Harvey Brk 164 pipe insulation NA NA

heating 
room

maintena
nce NA 1990

10% 
Amosite 25-06-02 removed NA Abated

heating 
room Occ. Harvey Brk 164 flange gaskets 10 ea NA < 70

heating 
room

maintena
nce

mod
erat

e
not 

identified 25-06-02 Assumed UnD ---

1 Harvey Brk 166

floor tiles, beige 
with white/brown 

streaks, 50 x 
50cm NA 220 m²

1st floor: 
western 

hall, rooms 
109, 113-

115; 
Basement: 
rooms 003, 
012, 015, 
western 

hall
guesthous

e NA 1990 Assumed 22-06-02
No 

Asbestos NA
no asbestos 

detected
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

1 Frq Harvey Brk 166 mastic NA 220 m² 70

1st floor: 
western 

hall, rooms 
109, 113-

115; 
Basement: 
rooms 003, 
012, 015, 
western 

hall
guesthous

e low
not 

identified 22-06-02
<< 10 % 

Chrysotile

local 
significant 
damage ---

Attic Harvey Brk 166 pipe insulation NA NA Attic
guesthous

e NA 1990
10-20% 
Amosite 20-06-02 removed NA Abated

Basem Rar Harvey Brk 166

debris from 
insulation 

material (plaster, 
cardboard, 

mineral fibers) NA 10 m² 79
Basement: 
pipe tunnel

guesthous
e high

not 
identified 27-06-02

> 90% 
Chrysotile NA ---

Basem Harvey Brk 166

floor tiles, gray 
with white/black 
streaks, 9" x 9" NA NA

Basement: 
workroom 

05
guesthous

e NA 1990 Assumed 20-06-02
No 

Asbestos NA mastic negative

R 002A 
(boiler) Occ. Harvey Brk 166 flange gaskets 60 ea NA < 70

R 002A 
(boiler)

guesthous
e

mod
erat

e
not 

identified 20-06-02 Assumed UnD ---

1.2 Harvey Brk 167

floor tiles, beige 
with white/brown 
streaks, 9" x 9" NA NA

1st - 2nd 
floor: 

hallway
administr

ative NA 1990 Assumed 20-06-02
No 

Asbestos NA mastic negative

Basem Frq Harvey Brk 167 fire doors 7 ea NA < 70 Basement
administr

ative

encl
ose

d
not 

identified 20-06-02 Assumed UnD ---

Basem Harvey Brk 167

floor tiles, 
lightbrown with 

brown streaks, 9" 
x 9" NA NA

Basement: 
hall

administr
ative NA 1990 Assumed 20-06-02

No 
Asbestos NA mastic negative

Basem Occ. Harvey Brk 167
boiler door gasket 
(asbestos rope) 16 ea NA 68

Basement: 
heating 
room

administr
ative high

not 
identified 20-06-02

> 90 % 
Chrysotile UnD ---

Heating 
room Occ. Harvey Brk 167 flange gaskets 300 ea NA < 70

Heating 
room

administr
ative

mod
erat

e
not 

identified 20-06-02 Assumed UnD ---

1.2 Harvey Brk 168

suspended 
ceiling, white,  
1.5m x 30cm NA NA

1st - 2nd 
floor: 

hallway
administr

ative NA 1990 Assumed 20-06-02
No 

Asbestos NA ---

Basem Frq Harvey Brk 168 fire doors 7 ea NA < 70 Basement
administr

ative

encl
ose

d
not 

identified 20-06-02 Assumed UnD ---

B 1,2 Harvey Brk 168

floor tiles, beige 
with white/brown 
streaks, 9" x 9" NA NA

basement, 
1st - 2nd 

floor: 
hallway

administr
ative NA 1990 Assumed 20-06-02

No 
Asbestos NA mastic negative
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

Heating 
room Occ. Harvey Brk 168 flange gaskets 50 ea NA < 70

Heating 
room

administr
ative

mod
erat

e
not 

identified 20-06-02 Assumed UnD ---

1,2,B Harvey Brk 169

floor tiles, beige 
with white/brown 
streaks, 9" x 9" NA NA

1st - 2nd 
floor: 

hallway; 
Basement: 

kitchen, 
office 10, 
hallway

administr
ative NA 1990 Assumed 20-06-02

No 
Asbestos NA mastic negative

Basem Frq Harvey Brk 169 fire doors 7 ea NA < 70 Basement
administr

ative

encl
ose

d
not 

identified 20-06-02 Assumed UnD ---

Heating 
room Occ. Harvey Brk 169 flange gaskets 50 ea NA < 70

Heating 
room

administr
ative

mod
erat

e
not 

identified 20-06-02 Assumed UnD ---

Basem Harvey Brk 170

floor tiles, gray 
with white/black 
streaks, 9" x 9" NA 180 m² Basement

administr
ative NA 1990 Assumed 26-06-02

No 
Asbestos NA ---

Basem Frq Harvey Brk 170 mastic NA 180 m² 28 Basement
administr

ative low
not 

identified 26-06-02
Chrysotile 

traces UnD

original and two 
other samples 

negative

Basem Harvey Brk 170

floor tiles, red with 
white streaks, 9" x 

9" NA NA Basement
administr

ative NA 1990 Assumed 26-06-02
No 

Asbestos NA mastic negative

Basem Harvey Brk 170

floor tiles, green 
with white 

streaks, 9" x 9" NA NA Basement
administr

ative NA 1990 Assumed 26-06-02
No 

Asbestos NA mastic negative

Basem Harvey Brk 170

floor tiles, black 
with white 

streaks, 9" x 9" NA 50 m² Basement
administr

ative NA 1990 Assumed 26-06-02
No 

Asbestos NA
no asbestos 

detected

Basem Frq Harvey Brk 170 mastic NA 50 m² 28 Basement
administr

ative low
not 

identified 26-06-02
< 10 % 

Chrysotile UnD ---

Basem Frq Harvey Brk 170 fire door 2 ea NA < 70 Basement
administr

ative

encl
ose

d
not 

identified 26-06-02 Assumed UnD ---

Mechanic
al room Occ. Harvey Brk 170 flange gaskets 25 ea NA < 70

Mechanical 
room

administr
ative

mod
erat

e
not 

identified 26-06-02 Assumed UnD ---

Attic Frq Harvey Brk 173
9'' x 9" floor tiles 
grey 6

attic 
bathroom Housing no 09-Dec-97

No 
Asbestos UnD

Attic Frq Harvey Brk 173
9'' x 9" floor tiles 
grey 6

attic 
bathroom Housing no 09-Dec-97

No 
Asbestos UnD

Attic Frq Harvey Brk 173
9'' x 9" floor tiles 
grey 6

attic 
bathroom Housing no 09-Dec-97

No 
Asbestos UnD

Basem Rar Harvey Brk 173 wallplaster 165 basement Housing no 09-Dec-97
No 
Asbestos light

Basem Rar Harvey Brk 173 wallplaster 165 basement Housing no 09-Dec-97
No 
Asbestos light

Basem Rar Harvey Brk 173 wallplaster 165 basement Housing no 09-Dec-97
No 
Asbestos light
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

All Brk Harvey Brk 174 Plaster 100 55 All
Army 
Pers. No 11/20/89 Assumed UnD

All Brk Harvey Brk 174 9"x9" Floor Tile 39 55 Bath.
Army 
Pers. No 11/20/89 Assumed UnD

All Brk Harvey Brk 174 Pipe Insulation All
Army 
Pers. Yes 11/20/89

No 
Asbestos

All Brk Harvey Brk 174 Pipe Insulation All
Army 
Pers. Yes 11/20/89

No 
Asbestos

All Brk Harvey Brk 174 Pipe Insulation All
Army 
Pers. Yes 11/20/89

No 
Asbestos

2 Frq Harvey Brk 175
12" x 12" floor 
tiles beige 55 53

LTC Rentz 
House

Army 
Pers. no 15-Dec-97

5% 
chrysotile UnD

2 Frq Harvey Brk 175
12" x 12" floor 
tiles beige 55 53

LTC Rentz 
House

Army 
Pers. no 15-Dec-97

4% 
chrysotile UnD

2 Frq Harvey Brk 175
12" x 12" floor 
tiles beige 55 53

LTC Rentz 
House

Army 
Pers. no 15-Dec-97

4% 
chrysotile UnD

2 Frq Harvey Brk 175
12" x 12" floor 
tiles beige 55 53

LTC Rentz 
House

Army 
Pers. no 15-Dec-97

tile: 4% 
chrysotile; 
mastic: 
12% 
chrysotile UnD

Harvey Brk 178
No ACM 
Obs.

1,2 Occ. Harvey Brk 181 9"x9" Floor Tile 130 48 Offices
Army and 
Air Force NO 13-07-90 Assumed UnD

1,2 Harvey Brk 181 Pipe Insulation Thruout 13-07-90
No 
Asbestos

1,2 Harvey Brk 181 Pipe Insulation Thruout 13-07-90
No 
Asbestos

1,2 Harvey Brk 181 Pipe Insulation Thruout 13-07-90
No 
Asbestos

Air Force Rar Harvey Brk 181
Transite Roofing 
Panels 93 46 Shed Roof

Maintena
nce NO 13-07-90 Assumed UnD

 1st floor: 
room 109 Frq Harvey Brk 187

fiber cement 
wallboard 

(woodlike finish) NA 10 m² 58
 1st floor: 
room 109 mail APO

nonf
riabl

e
not 

identified 25-06-02
< 10 % 

Chrysotile
minor 

damage ---

1 Frq Harvey Brk 187

pipe insulation 
(silver paint, 

plaster, 
cardboard, 

mineral fibers) 2 m NA 76

1st floor: 
heating 

room 103 mail APO high
not 

identified 25-06-02
< 10 % 

Chrysotile
Significant 
damage

tested negative 
in 1990

R 103 
(mechani
cal room) Occ. Harvey Brk 187 flange gaskets 30 ea NA < 70

R 103 
(mechanica

l room) mail APO

mod
erat

e
not 

identified 25-06-02 Assumed UnD ---

roof Harvey Brk 187
transite-type 

roofing panels NA 10 m² 55 roof mail APO

nonf
riabl

e 1990 Assumed 25-06-02 Assumed UnD ---

1 Frq Harvey Brk 200 12"x12" Floor Tile 6 53 Thruout Military No 28-06-90 Assumed UnD
1 Frq Harvey Brk 200 Sheetrock 50 53 Thruout Military No 28-06-90 Assumed UnD

roof Harvey Brk 203
asbestos-cement 

roofing panels NA 160 m² 13 roof storage

nonf
riabl

e
not 

identified 25-06-02
< 10 % 

Chrysotile
minor 

damage ---
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

1 Frq Harvey Brk 223 9"x9" Floor Tile 85 63 Thruout
Civilian/Mi
litary No 28-06-90 Assumed damaged

1 Frq Harvey Brk 223 Sheetrock 170 53 Thruout
Civilian/Mi
litary No 28-06-90 Assumed UnD

1 Harvey Brk 223 2'x2' Ceiling Tile Thruout 28-06-90
No 
Asbestos

1 Harvey Brk 223 2'x2' Ceiling Tile Thruout 28-06-90
No 
Asbestos

1 Harvey Brk 223 2'x2' Ceiling Tile Thruout 28-06-90
No 
Asbestos

Harvey Brk 236
No ACM 
Obs.

1 Frq Harvey Brk 243

floor tiles, gray 
with white/black 

streaks, 12" x 12" NA 35 m² 61

1st floor: 
storage 
110, hall canteen

nonf
riabl

e 1990 Assumed 20-06-02
<< 10 % 

Chrysotile

partially 
Significant 
damage

mastic contains 
also asbestos

1 Frq Harvey Brk 243 mastic NA 35 m² 70

1st floor: 
storage 
110, hall canteen low

not 
identified 20-06-02

<< 10 % 
Chrysotile

partially 
Significant 
damage

floor tile 
contains 
asbestos

1 Harvey Brk 243 floor tiles, 9" x 9" NA NA dining area canteen NA 1990 Assumed 20-06-02 Assumed NA Abated

R 106A 
(mechani
cal room) Occ. Harvey Brk 243 flange gaskets 5 ea NA < 70

R 106A 
(mechanica

l room) canteen

mod
erat

e
not 

identified 20-06-02 Assumed UnD ---

roof Harvey Brk 243
transite-type 

roofing panels NA 700 m² 10 roof canteen

nonf
riabl

e 1990 Assumed 20-06-02 Assumed UnD ---

1 Frq Harvey Brk 244 Sheetrock 230 Thruout
Clerks, 
Shoppers No 28-06-90 Assumed damaged Abated

1 Frq Harvey Brk 244 2'x2' Floor Tile 100 Thruout
Clerks, 
Shoppers No 28-06-90 Assumed damaged Abated

1 Brk Harvey Brk 270 12"x12" Floor Tile 21 Living Rm Families No 11/20/89 Assumed UnD Abated
1 Brk Harvey Brk 270 Linoleum 24 Kitchen Families No 11/20/89 Assumed UnD Abated
1 Brk Harvey Brk 270 Plaster 372 All Families No 11/20/89 Assumed UnD Abated

Attic Brk Harvey Brk 270 Light Fix. Backing Attic Families Yes 11/20/89 35% Chrys. damaged Abated

Attic Brk Harvey Brk 270 Light Fix. Backing Attic Families Yes 11/20/89 35% Chrys. damaged Abated

Attic Brk Harvey Brk 270 Light Fix. Backing Attic Families Yes 11/20/89 35% Chrys. damaged Abated

Attic Brk Harvey Brk 270 Pipe Insulation Attic Families Yes 11/20/89
No 
Asbestos Abated

Attic Brk Harvey Brk 270 Pipe Insulation Attic Families Yes 11/20/89
No 
Asbestos Abated

Attic Brk Harvey Brk 270 Pipe Insulation Attic Families Yes 11/20/89
No 
Asbestos Abated

1 Brk Harvey Brk 278 12"x12" Floor Tile 21 Living Rms
Army 
Pers. No 11/20/89 Assumed UnD Abated

1 Brk Harvey Brk 278 Linoleum 33
Kitch,Bathr
m

Army 
Pers. No 11/20/89 Assumed UnD Abated

All Brk Harvey Brk 278 Plaster 372 All
Army 
Pers. No 11/20/89 Assumed UnD Abated
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

Harvey Brk 282
No ACM 
Obs. Abated

1 Brk Harvey Brk 284 12"x12" Floor Tile 21 Living Rms
Army 
Pers. No 11/20/89 Assumed UnD Abated

1 Brk Harvey Brk 284 Linoleum 33
Kitch.,Bathr
m.

Army 
Pers. No 11/20/89 Assumed UnD Abated

All Brk Harvey Brk 284 Plaster 372 All
Army 
Pers. No 11/20/89 Assumed UnD Abated

1 Brk Harvey Brk 288 12"x12" Floor Tile 21 Living Rm
Army 
Pers. No 11/20/89 Assumed UnD Abated

1 Brk Harvey Brk 288 Linoleum 33
Kitch.,Bathr
m.

Army 
Pers. No 11/20/89 Assumed UnD Abated

All Brk Harvey Brk 288 Plaster 372 All
Army 
Pers. No 11/20/89 Assumed UnD Abated

1 Brk Harvey Brk 292 9"x9" Floor Tile 26 Living Rm
Army 
Pers. No 11/20/89 Assumed UnD Abated

1 Brk Harvey Brk 292 Linoleum 33
Kitch.,Bathr
m.

Army 
Pers. No 11/20/89 Assumed UnD Abated

All Brk Harvey Brk 292 Plaster 372 All
Army 
Pers. No 11/20/89 Assumed UnD Abated

Basem Brk Harvey Brk 292 Pipe Insulation 11 Bs
Army 
Pers. No 15-12-94 Assumed Abated

1,2 Brk Harvey Brk 300 Linoleum 186 55 Apts.
Army 
Pers. No 11/21/89 Assumed UnD

1,2 Brk Harvey Brk 300 9"x9" Floor Tile 60 55 Apts.
Army 
Pers. No 11/21/89 Assumed UnD

All Brk Harvey Brk 300 Plaster 2416 55
Apts. & 
Halls

Army 
Pers. No 11/21/89 Assumed UnD

Basem Rar Harvey Brk 300 pipe insulation 110 boiler room Housing yes Nov-89
No 
Asbestos 10-12-97

No 
Asbestos heavy

Basem Rar Harvey Brk 300 pipe insulation 110 boiler room Housing yes Nov-89
No 
Asbestos 10-12-97

No 
Asbestos heavy

Basem Rar Harvey Brk 300 pipe insulation 110 boiler room Housing yes Nov-89
No 
Asbestos 10-12-97

No 
Asbestos heavy

Basem Rar Harvey Brk 300 tank insulation 56 boiler room Housing yes Nov-89
2% 
chrysotile 10-12-97

visual 
inspection light Abated

Basem Rar Harvey Brk 300 tank insulation 56 boiler room Housing yes Nov-89
3% 
chrysotile 10-12-97

visual 
inspection light Abated

Basem Harvey Brk 300 Pipe Insulation Hallways Yes 11/21/89
No 
Asbestos

Basem Harvey Brk 300 Pipe Insulation Hallways Yes 11/21/89
No 
Asbestos

Basem Harvey Brk 300 Pipe Insulation Hallways Yes 11/21/89
No 
Asbestos

roof Harvey Brk 300 chimney shingles 20 18 roof Housing no Nov-89 Assumed 10-12-97
visual 
inspection UnD

1 Rar Harvey Brk 520 transite wall panel 1 hangar
Warehous
e no 12-Dec-97

20% 
chrysotile heavy Abated

1 Rar Harvey Brk 520 heat. gasket 0.2 hangar
Warehous
e no 12-Dec-97

40% 
chrysotile heavy Abated

1 Rar Harvey Brk 520 duct gasket 5 hangar
Warehous
e no 12-Dec-97

No 
Asbestos heavy

1 Rar Harvey Brk 557 Plaster 75 58 Thruout

Civilian 
Employee
s No 28-06-90 Assumed UnD

1 Harvey Brk 557 Pipe Insulation Boiler Rm 28-06-90
No 
Asbestos
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

1 Harvey Brk 557 Pipe Insulation Boiler Rm 28-06-90
No 
Asbestos

1 Harvey Brk 557 Pipe Insulation Boiler Rm 28-06-90
No 
Asbestos

Exterior Rar Harvey Brk 557
Transite Roofing 
Panels 37 46 Roof Military No 28-06-90 Assumed UnD

1 Frq Harvey Brk 558 Plaster 65 68 Thruout Military No 28-06-90 Assumed damaged
1 Frq Harvey Brk 559 Plaster 20 68 Thruout Military No 28-06-90 Assumed damaged

All Occ. F.H. Kitzingen 318 Wall Plaster 1208 63 All
Maintena
nce No 29-06-90 Assumed damaged

Heating plant 
turned over

Basem Rar F.H. Kitzingen 318 Tank Insulation 13 56 Main
Maintena
nce No 29-06-90 Assumed UnD

Heating plant 
turned over

Exterior Rar F.H. Kitzingen 318
Transite Roofing 
Panels 558 53 Roof

Maintena
nce No 29-06-90 Assumed UnD

Heating plant 
turned over

1 Rar F.H. Kitzingen 318
Solid Gasket 
Material 5 41 Boiler

Maintena
nce No 29-06-90 Assumed UnD

Heating plant 
turned over

1 Rar F.H. Kitzingen 318
Rope Gasket 
Material 244 Boiler

Maintena
nce Yes 29-06-90 85% Chrys.

Severe 
Damage

Heating plant 
turned over

1 Rar F.H. Kitzingen 318
Rope Gasket 
Material 244 Boiler

Maintena
nce Yes 29-06-90 85% Chrys.

Severe 
Damage

Heating plant 
turned over

1 Rar F.H. Kitzingen 318
Rope Gasket 
Material 244 Boiler

Maintena
nce Yes 29-06-90 85% Chrys.

Severe 
Damage

Heating plant 
turned over

1 Rar F.H. Kitzingen 318
Rope Gasket 
Material 244 Boiler

Maintena
nce Yes 29-06-90 99% Chrys.

Severe 
Damage

Heating plant 
turned over

All F.H. Kitzingen 318 Fire Brick Thruout 29-06-90
No 
Asbestos

Heating plant 
turned over

All F.H. Kitzingen 318 Fire Brick Thruout 29-06-90
No 
Asbestos

Heating plant 
turned over

All F.H. Kitzingen 318 Fire Brick Thruout 29-06-90
No 
Asbestos

Heating plant 
turned over

Basem F.H. Kitzingen 318 Pipe Insulation Main 29-06-90
No 
Asbestos

Heating plant 
turned over

Basem F.H. Kitzingen 318 Pipe Insulation Main 29-06-90
No 
Asbestos

Heating plant 
turned over

Basem F.H. Kitzingen 318 Pipe Insulation Main 29-06-90
No 
Asbestos

Heating plant 
turned over

1 Frq F.H. Kitzingen 320 Wall Plaster 744 58 All Hsg No 28-06-90 Assumed UnD

1 Rar F.H. Kitzingen 320
Transite Roofing 
Panels 13 46 Shed Roof No 28-06-90 Assumed UnD

1 F.H. Kitzingen 320 2'x2' Ceiling Tile Main Rm 28-06-90
No 
Asbestos

1 F.H. Kitzingen 320 2'x2' Ceiling Tile Main Rm 28-06-90
No 
Asbestos

1 F.H. Kitzingen 320 2'x2' Ceiling Tile Main Rm 28-06-90
No 
Asbestos

F.H. Kitzingen 335
No ACM 
Obs.

1 Frq F.H. Kitzingen 349 Sheetrock 465 58 All Children No 28-06-90 Assumed UnD
1 Frq F.H. Kitzingen 349 Linoleum 195 58 Most Children No 28-06-90 Assumed UnD

Basemen
t

by 
children F.H. Kitzingen 341 Flange gaskets 20 ea NA < 70 Basement

Youth 
center Low

not 
identified 18/06/02 Assumed UnD ---

Roof F.H. Kitzingen 341

Corrugated 
cement roofing 

panels NA 1000 m² 13 Roof
Youth 
center

Nonf
riabl

e
not 

identified 18/06/02 Chrysotile
Minor 

damage ---

all
by 

children F.H. Kitzingen 341
9" x 9" beige floor 

tile NA 7 m² 60
Stairwell to 
basement

Youth 
center

Nonf
riabl

e 1990 Assumed 18/06/02
<10% 

Chrysotile UnD
mastic contains 
also asbestos
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

all
by 

children F.H. Kitzingen 341 Black mastic NA 7 m² 33
Stairwell to 
basement

Youth 
center Low

not 
identified 18/06/02

<10% 
Chrysotile UnD

floor tile 
contains 
asbestos

Larson Brk 1

9"x9" gray floor 
tile with black and 

white streaks 110 m² NA Room 221
administr

ative NA
not 

identified 20/06/02
No 

Asbestos NA mastic negative

2 Larson Brk 1 mastic, black NA 110 m² NA Room 221
administr

ative NA
not 

identified 20/06/02
No 

Asbestos NA
floor tile 
negative

B,1 Frq Larson Brk 1 fire doors 16 ea NA < 70
Basement, 

1st floor
administr

ative

Encl
ose
d

not 
identified 20-06-02 Assumed UnD ---

througho
ut Larson Brk 1

4", 6", 12" pipe 
insulations NA NA NA throughout

administr
ative NA Dec. 94

Amosite, 
Chrysotile 21-06-02 removed NA

1 Frq Larson Brk 2

Pipe insulation, 
3", paper / 

mineral fiber 15 lm NA 72

1st floor 
drycleaners 

(R 107)
administr

ative

Mod
erat

e 1990 Assumed 20/06/02
<<10% 

Chrysotile
Minor 

damage ---

1 Frq Larson Brk 2

Pipe insulation, 
4", burlap / plaster 
/ paper / mineral 

fiber 20 lm NA 74
1st floor 
hallway

administr
ative

Mod
erat

e 1990 Assumed 20/06/02
<<10% 

Amosite
Minor 

damage ---

2 Frq Larson Brk 2

9" x 9" white floor 
tile with olive 

streaks NA 140 m² 55

2nd floor: R 
222, 223, 

224
administr

ative

Nonf
riabl

e 1990 Assumed 20/06/02
<<10% 

Chrysotile UnD
mastic contains 
also asbestos

2 Frq Larson Brk 2 Black mastic NA 140 m² 28

2nd floor: R 
222, 223, 

224
administr

ative Low
not 

identified 20/06/02
<<10% 

Chrysotile UnD

floor tile 
contains 
asbestos

2 Larson Brk 2

9" x 9" gray floor 
tile with white 

streaks NA 50 m² NA
Office 225 - 

2nd floor
administr

ative NA 1990 Assumed 21/06/02
No 

Asbestos NA
mastic contains 

asbestos

2 Frq Larson Brk 2 Black mastic NA 50 m² 31
Office 225 - 

2nd floor
administr

ative Low
not 

identified 21/06/02
<<10% 

Chrysotile
Minor 

damage ---

2 Larson Brk 2 Beige linoleum NA 30 m² NA

2nd floor 
barber 
shop

administr
ative NA 1990 Assumed 20/06/02

No 
Asbestos NA

no asbestos 
detected

3 Frq Larson Brk 2
9" x 9" brown floor 

tiles NA 100 m² 55
3rd floor, R 

311B
administr

ative

Nonf
riabl

e
not 

identified 20-06-02 Assumed UnD ---

all Larson Brk 2 pipe insulation NA NA

attic, 
entrance, 
basement

administr
ative NA 1990 Assumed 20-06-02 removed NA Abated

1 Larson Brk 2
24" x 24" brown 

floor tiles NA NA bank
administr

ative NA 1990 Assumed 20-06-02 removed NA Abated

all Frq Larson Brk 2
transite-type 
window sill 30 ea NA 55 Floors 1-3

administr
ative

Nonf
riabl

e 1990 Assumed 20/06/02
>10% 

Chrysotile UnD ---
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

B,1,2,3 Frq Larson Brk 3 Plaster 5855 68 Thruout Military No 02-07-90 Assumed damaged
B,1,2,3 Frq Larson Brk 3 9"x9" Floor Tile 2140 63 Thruout Military No 02-07-90 Assumed damaged

1 Frq Larson Brk 3 12"x12" Floor Tile 40 53 26 Military No 02-07-90 Assumed UnD

Basem Larson Brk 3 Pipe Insulation Thruout 02-07-90
No 
Asbestos

Basem Larson Brk 3 Pipe Insulation Thruout 02-07-90
No 
Asbestos

Basem Larson Brk 3 Pipe Insulation Thruout 02-07-90
No 
Asbestos

1 Frq Larson Brk 3 12"x12" Floor Tile 40 53 26 Military No 02-07-90 Assumed UnD

Basem Larson Brk 3 Pipe Insulation Thruout 02-07-90
No 
Asbestos

Basem Larson Brk 3 Pipe Insulation Thruout 02-07-90
No 
Asbestos

Basem Larson Brk 3 Pipe Insulation Thruout 02-07-90
No 
Asbestos

1 Larson Brk 4

9" x 9" gray floor 
tile with black and 

white streaks NA 50 m² NA

Offices 
101, 102, 
107 - 1st 

floor
administr

ative NA 1990 Assumed 20/06/02
No 

Asbestos UnD
mastic contains 

asbestos

1 Frq Larson Brk 4 Black mastic NA 50 m² 28

Offices 
101, 102, 
107 - 1st 

floor
administr

ative Low
not 

identified 20/06/02
<<10% 

Chrysotile UnD ---

1 Larson Brk 4

12" x 12" beige 
floor tile with 

brown and white 
speckles NA 80 m² NA

Offices 
103, 104, 

105
administr

ative NA 1990 Assumed 20/06/02
No 

Asbestos NA
no asbestos 

detected

1 Larson Brk 4

12" x 12" beige 
floor tile with 

brown streaks NA 20 m² NA Office 110
administr

ative NA 1990 Assumed 20/06/02
No 

Asbestos NA
no asbestos 

detected

1 Larson Brk 4 Black mastic NA 20 m² NA Office 110
administr

ative NA
not 

identified 20/06/02
No 

Asbestos NA
no asbestos 

detected

1 Frq Larson Brk 4

gray cardboard 
window sill 
insulation 10 ea NA

1st floor: 
103-105, 
107, hall, 
latrines

administr
ative

mod
erat

e
not 

identified 21/06/02
>50% 

Chrysotile
Significant 
damage Abated

2 Frq Larson Brk 4 Flue door gasket 1 ea NA 71
2nd floor 
hallway

administr
ative High

not 
identified 21-06-02 Assumed

Minor 
damage ---

Exterior Larson Brk 4 Fire doors 3 ea NA < 70 Exterior
administr

ative

Encl
ose
d

not 
identified 21-06-02 Assumed UnD ---
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Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

Roof Larson Brk 4
Transite roof 

panels NA NA Roof
administr

ative NA 1990 Assumed 21-06-02 removed NA Abated

1 Occ. Larson Brk 4 Flange gaskets 30 ea NA < 70

Room 
107A 

(mechanica
l)

administr
ative Low

not 
identified 21-06-02 Assumed UnD ---

Basem Frq Larson Brk 5 Pipe Insulation
Bsmt 
Hallway

Civilian & 
Military Yes 29-06-90

No 
Asbestos

Severe 
Damage

2 Frq Larson Brk 5 linoleum 9 Room 214 Military no Jun-90 Assumed 18-12-97
visual 
inspection UnD Abated

3 Rar Larson Brk 5
9" x 9" floor tile, 
gray 230 51

3rd floor + 
basement 
hallways Military no Jun-90 Assumed 19-12-97

Tile:5% 
chrysotile; 
Mastic:5% 
chrysotile light

3 Rar Larson Brk 5
9" x 9" floor tile, 
gray 230 51

3rd floor + 
basement 
hallways Military no Jun-90 Assumed 19-12-97

Tile: 3% 
chrysotile; 
Mastic:5% 
chrysotile light

3 Rar Larson Brk 5
9" x 9" floor tile, 
gray 230 51

3rd floor + 
basement 
hallways Military no Jun-90 Assumed 19-12-97

Tile:5% 
chrysotile; 
Mastic:5% 
chrysotile light

3 Rar Larson Brk 5
12" x 12" floor tile, 
beige 300 51

3rd floor 
hallway Military no Jun-90 Assumed 19-12-97

Tile:3% 
chrysotile; 
Mastic:5% 
chrysotile light

3 Rar Larson Brk 5
12" x 12" floor tile, 
beige 300 51

3rd floor 
hallway Military no Jun-90 Assumed 19-12-97

Tile:2% 
chrysotile; 
Mastic:5% 
chrysotile light

3 Rar Larson Brk 5
12" x 12" floor tile, 
beige 300 51

3rd floor 
hallway Military no Jun-90 Assumed 19-12-97

(QC) floor 
tile 1-2% 
chrysotile, 
mastic 5% 
chrysotile light

3 Rar Larson Brk 5
12" x 12" floor tile, 
beige 300

3rd floor 
hallway Military no Jun-90 Assumed 19-12-97

No 
Asbestos light

all Rar Larson Brk 5 plaster 7806

3rd floor 
hallway, 
throughout Military no Jun-90 Assumed 19-12-97

No 
Asbestos UnD

all Rar Larson Brk 5 plaster 7806

3rd floor 
hallway, 
throughout Military no Jun-90 Assumed 19-12-97

No 
Asbestos UnD

all Rar Larson Brk 5 plaster 7806

3rd floor 
hallway, 
throughout Military no Jun-90 Assumed 19-12-97

No 
Asbestos UnD

Basem Rar Larson Brk 5 pipe insulation 675 basement
Civilian/Mi
litary yes Jun-90

10% 
amosite 19-12-97

visual 
inspection light Abated

Basem Rar Larson Brk 5 pipe insulation 675 basement
Civilian/Mi
litary yes Jun-90 2% amosite 19-12-97

visual 
inspection light Abated

1,2 Frq Larson Brk 6 Plaster 12000 68 Thruout
Soldier 
Brk No 02-07-90 Assumed damaged

1,2 Frq Larson Brk 6 12"x12" Floor Tile 3300 63 Thruout
Soldier 
Brk No 02-07-90 Assumed damaged
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

B,1 Frq Larson Brk 6 9"x9" Floor Tile 575 63 Various
Soldier 
Brk No 02-07-90 Assumed damaged

1 Frq Larson Brk 6 Sheetrock 25 53 10
Soldier 
Brk No 02-07-90 Assumed UnD

Basem Larson Brk 6 Pipe Insulation Thruout 02-07-90
No 
Asbestos

Basem Larson Brk 6 Pipe Insulation Thruout 02-07-90
No 
Asbestos

Basem Larson Brk 6 Pipe Insulation Thruout 02-07-90
No 
Asbestos

Basem Larson Brk 6 Pipe Insulation 13 02-07-90
No 
Asbestos

Basem Larson Brk 6 Pipe Insulation 10 02-07-90
No 
Asbestos

Basem Larson Brk 6 Pipe Insulation 10 02-07-90
No 
Asbestos

Attic Larson Brk 6 Pipe Insulation Attic 02-07-90
No 
Asbestos

Attic Larson Brk 6 Pipe Insulation Attic 02-07-90
No 
Asbestos

Attic Larson Brk 6 Pipe Insulation Attic 02-07-90
No 
Asbestos

1 Larson Brk 6 2'x4' Ceiling Tile
Barber 
Shop 02-07-90

No 
Asbestos

1 Larson Brk 6 2'x4' Ceiling Tile
Barber 
Shop 02-07-90

No 
Asbestos

1 Larson Brk 6 2'x4' Ceiling Tile
Barber 
Shop 02-07-90

No 
Asbestos

B,1,2,3 Frq Larson Brk 8 Plaster 5760 68 Thruout
Military 
Pers. No 02-07-90 Assumed damaged

Basem Frq Larson Brk 8 9"x9" Floor Tile 20 63 21
Office 
Pers. No 02-07-90 Assumed damaged

Basem Frq Larson Brk 8 12"x12" Floor Tile 418 53
29,4-8,22-
25

Military 
Pers. No 02-07-90 Assumed UnD

1,2,3 Frq Larson Brk 8 Linoleum 3484 53
Barrack 
Rms,

Military 
Pers. No 02-07-90 Assumed UnD

1,2,3 Larson Brk 8 2'x2' Ceiling Tile
Barrack 
Rms, 02-07-90

No 
Asbestos

1,2,3 Larson Brk 8 2'x2' Ceiling Tile
Barrack 
Rms, 02-07-90

No 
Asbestos

1,2,3 Larson Brk 8 2'x2' Ceiling Tile
Barrack 
Rms, 02-07-90

No 
Asbestos

B,1,2 Frq Larson Brk 9 Plaster 6041 68 Thruout
Soldier 
Brk No 02-07-90 Assumed damaged

1 Frq Larson Brk 9 Sheetrock 95 63
Misc. 
Partition

Soldier 
Brk No 02-07-90 Assumed damaged

B,1 Frq Larson Brk 9 9"x9" Floor Tile 1400 63 Thruout
Soldier 
Brk No 02-07-90 Assumed damaged

1 Frq Larson Brk 9 12"x12" Floor Tile 1952 63 Thruout
Soldier 
Brk No 02-07-90 Assumed damaged

B,A Larson Brk 9 Pipe Insulation Thruout 02-07-90
No 
Asbestos

B,A Larson Brk 9 Pipe Insulation Thruout 02-07-90
No 
Asbestos

B,A Larson Brk 9 Pipe Insulation Thruout 02-07-90
No 
Asbestos

Basem Larson Brk 9 Tank Insulation Hting Rm 03-07-90
No 
Asbestos
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

Basem Larson Brk 9 Tank Insulation Hting Rm 03-07-90
No 
Asbestos

Basem Larson Brk 9 Tank Insulation Hting Rm 03-07-90
No 
Asbestos

B,1,2 Frq Larson Brk 10 Plaster 139410 68 Thruout
Soldier 
Brk No 05-07-90 Assumed damaged

B,A Larson Brk 10 Pipe Insulation Thruout 05-07-90
No 
Asbestos

B,A Larson Brk 10 Pipe Insulation Thruout 05-07-90
No 
Asbestos

B,A Larson Brk 10 Pipe Insulation Thruout 05-07-90
No 
Asbestos

Basem Larson Brk 10 Pipe Insulation Thruout 05-07-90
No 
Asbestos

Basem Larson Brk 10 Pipe Insulation Thruout 05-07-90
No 
Asbestos

Basem Larson Brk 10 Pipe Insulation Thruout 05-07-90
No 
Asbestos

Basem Larson Brk 10 Tank Insulation Hting 05-07-90
No 
Asbestos

Basem Larson Brk 10 Tank Insulation Hting 05-07-90
No 
Asbestos

Basem Larson Brk 10 Tank Insulation Hting 05-07-90
No 
Asbestos

Basem Tmp Larson Brk 10
9" x 9" floor tile, 
red 30 58 basement

Soldier 
Barracks no Jul-90 Assumed 17-12-97

visual 
inspection light

only building 
part B is not 
renovated (see 
plan)

1.2 Tmp Larson Brk 10
18" x 18" floor 
tiles, beige 1300 58

1st+2nd 
floor

Soldier 
Barracks no Jul-90 Assumed 17-12-97

visual 
inspection light

only building 
part B is not 
renovated (see 
plan)

3 Tmp Larson Brk 10
12" x 12" floor 
tiles, beige 250 58 3rd floor

Soldier 
Barracks no Jul-90 Assumed 17-12-97

visual 
inspection light

only building 
part B is not 
renovated (see 
plan)

Basem Occ. Larson Brk 11 Pipe Insulation 399 Thruout Military Yes 03-07-90
No 
Asbestos Abated

Basem Occ. Larson Brk 11 Pipe Insulation 399 Thruout Military Yes 03-07-90
No 
Asbestos Abated

Basem Occ. Larson Brk 11 Pipe Insulation 399 Thruout Military Yes 03-07-90
No 
Asbestos Abated

B,1,2,3 Occ. Larson Brk 11 Plaster 8550 68 Thruout Military No 03-07-90 Assumed damaged

Basem Larson Brk 11 Tank Insulation Hting Rm Military Yes 03-07-90
No 
Asbestos

Basem Larson Brk 11 Tank Insulation Hting Rm Military Yes 03-07-90
No 
Asbestos
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

Basem Larson Brk 11 Tank Insulation Hting Rm Military Yes 03-07-90
No 
Asbestos

Basem Tmp Larson Brk 11 9" x 9" floor tiles 50 48
basement 
lounge Military no Jul-90 Assumed 17-12-97

visual 
inspection UnD

3 Frq Larson Brk 11
12" x 12'' floor 
tiles 650 63 3rd floor Military no Jul-90 Assumed 17-12-97

visual 
inspection light

1.2 Frq Larson Brk 11
17" x 17" floor 
tiles 920 63

hallway+off
ices Military no Jul-90 Assumed 17-12-97

visual 
inspection light

Basem Tmp Larson Brk 11 pipe insulation 399 basement Military yes Jan-95
trace 
chrysotile 17-12-97

visual 
inspection light Abated

Basem Tmp Larson Brk 11 pipe insulation 399 basement Military yes Jan-95 5% amosite 17-12-97
visual 
inspection light Abated

Basem Tmp Larson Brk 11 pipe insulation 399 basement Military yes Jan-95 5% amosite 17-12-97
visual 
inspection light Abated

1,2 Rar Larson Brk 12 Plaster 790 56 Thruout None No 03-07-90 Assumed damaged

1,2 Rar Larson Brk 12 9"x9" Floor Tile 164 54 Thruout None No 02-07-90 Assumed
Severe 
Damage

1 Rar Larson Brk 12 Linoleum 86 51 Thruout None No 03-07-90 Assumed damaged
1,2 Rar Larson Brk 12 Sheetrock 334 51 Thruout None No 03-07-90 Assumed damaged

2 Rar Larson Brk 12 20"x20" Floor Tile 19 41 Stage None No 03-07-90 Assumed UnD

Basem Larson Brk 12 Boiler Insulation Boiler Rm 02-07-90
No 
Asbestos

Basem Larson Brk 12 Boiler Insulation Boiler Rm 02-07-90
No 
Asbestos

Basem Larson Brk 12 Boiler Insulation Boiler Rm 02-07-90
No 
Asbestos

1 Larson Brk 12 2'x4' Ceiling Tile Stage 03-07-90
No 
Asbestos

1 Larson Brk 12 2'x4' Ceiling Tile Stage 03-07-90
No 
Asbestos

1 Larson Brk 12 2'x4' Ceiling Tile Stage 03-07-90
No 
Asbestos

1,2 Larson Brk 12 2'x2' Ceiling Tile Main Rms 03-07-90
No 
Asbestos

1,2 Larson Brk 12 2'x2' Ceiling Tile Main Rms 03-07-90
No 
Asbestos

1,2 Larson Brk 12 2'x2' Ceiling Tile Main Rms 03-07-90
No 
Asbestos

2 Larson Brk 12 Transite Board
Side Stor 
Ar 03-07-90

No 
Asbestos

2 Larson Brk 12 Transite Board
Side Stor 
Ar 03-07-90

No 
Asbestos

2 Larson Brk 12 Transite Board
Side Stor 
Ar 03-07-90

No 
Asbestos

1st floor Frq Larson Brk 14

12" x 12" beige 
floor tile with 

brown streaks NA 90 m² 58

Offices 
106, 107 
storage 

110
maintena

nce

Nonf
riabl

e 1990 Assumed 24/06/02
<10% 

Chrysotile
Minor 

damage
mastic contains 
also asbestos

1st floor Frq Larson Brk 14 Black mastic NA 90 m² 31

Offices 
106, 107 
storage 

110
maintena

nce Low
not 

identified 24/06/02
<10% 

Chrysotile
Minor 

damage

floor tile 
contains 
asbestos

1 Larson Brk 14

9" x 9" gray floor 
tile with black and 

whitge streaks NA 20 m² NA
Offices 
105,106

maintena
nce NA 1990 Assumed 24/06/02

No 
Asbestos NA Mastic negative
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

1 Larson Brk 14 Black mastic NA 20 m² NA
Offices 
105,106

maintena
nce NA

not 
identified 24/06/02

No 
Asbestos NA

floor tile 
negative

1 Frq Larson Brk 14 Flange gaskets 40 ea NA < 70

Room 
101A (heat 
exchanger)

maintena
nce Low

not 
identified 24-06-02 Assumed UnD ---

Througho
ut Frq Larson Brk 14 Fire doors 12 ea NA < 70 Throughout

maintena
nce

Encl
ose
d

not 
identified 24-06-02 Assumed UnD ---

1 Frq Larson Brk 15

9" x 9" red floor 
tile with white 

streaks NA 25 m² 58

Room 103 
(Tool 

Room)
maintena

nce

Nonf
riabl

e 1990 Assumed 24/06/02
<10% 

Chrysotile
Minor 

damage Mastic negative

1 Frq Larson Brk 15
Pipe insulation, 

6", brown plaster 80 lm NA <70

Room 116, 
117, 117A, 

118
maintena

nce

mod
erat

e
not 

identified 24/06/02
traces  

Amosite
Minor 

damage Partially Abated

1 Frq Larson Brk 15
Pipe insulation, 

6", brown plaster 80 lm NA <70

Room 116, 
117, 117A, 

118
maintena

nce

mod
erat

e
not 

identified 24/06/02

traces 
Chrysotile + 

Amosite
Minor 

damage Partially Abated

1 Frq Larson Brk 15 Fire doors 6 ea NA < 70 1st floor
maintena

nce

encl
ose

d
not 

identified 14-06-02 Assumed UnD ---

1 Frq Larson Brk 19 Fire doors 7ea NA < 70 B-wing hall
maintena

nce

Encl
ose
d

not 
identified 24-06-02 Assumed UnD ---

1 Occ. Larson Brk 19

Pipe insulation, 
burlap / brown 

plaster / paper / 
mineral fiber 20 lm NA

Storage 
room 101

maintena
nce High

not 
identified 24-06-02 Chrysotile damaged Abated

1 Occ. Larson Brk 19 Flange gaskets 30 ea NA < 70
Storage 

room 101
maintena

nce Low
not 

identified 24-06-02 Assumed UnD ---

1 Larson Brk 19 9" x 9" floor tiles NA NA
vehicle 
bays

maintena
nce NA 1990 Assumed 24-06-02 removed NA Abated

1 Frq Larson Brk 20
Burner gasket, 
disassembled 1 ea NA

Room 
112A

maintena
nce high

not 
identified 24/06/02

>90% 
Chrysotile

Minor 
damage Abated

Througho
ut Frq Larson Brk 20 Fire doors 9 ea NA < 70 Throughout

maintena
nce

encl
ose

d
not 

identified 24-06-02 Assumed UnD ---

Througho
ut Larson Brk 20 Pipe insulation NA NA Throughout

maintena
nce NA 1990

2% 
Amosite 24-06-02 removed NA Abated

1 Larson Brk 22 12" x 12" floor tile 12
locker 
room

Maint./Mili
tary no Jul-90 Assumed 19-12-97

visual 
inspection Abated

1,attic Larson Brk 22 9" x 9" floor tile 90

storage 
room and 
offices

Maint./Mili
tary no Jul-90 Assumed 19-12-97

visual 
inspection Abated

Attic Larson Brk 22 1'x1' Ceiling Tile Offices 03-07-90
No 
Asbestos

Attic Larson Brk 22 1'x1' Ceiling Tile Offices 03-07-90
No 
Asbestos

Attic Larson Brk 22 1'x1' Ceiling Tile Offices 03-07-90
No 
Asbestos
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

Attic Larson Brk 22 linoleum 88

mailroom 
and attic, 
latrine

Maint./Mili
tary no Jul-90 Assumed 19-12-97

visual 
inspection Abated

Basem Tmp Larson Brk 22 pipe insulation 244 basement
Maint./Mili
tary yes Jul-90

2% 
chrysotile 19-12-97

visual 
inspection light Abated

B,1,A Frq Larson Brk 22 Plaster 7430 Thruout
Civilian & 
Military No 03-07-90 Assumed damaged Abated

B,A Rar Larson Brk 22 Pipe Insulation 244 Thruout
Maint. & 
Military Yes 03-07-90

No 
Asbestos damaged Abated

1 Larson Brk 23 17"x17" floor tiles NA NA

1st floor, 
bookstore 
(R. 109) storage NA 1990 Assumed 26-06-02 Assumed NA Abated

Basem Frq Larson Brk 23 Fire doors 7 ea NA < 70 Basement storage

Encl
ose
d

not 
identified 26-06-02 Assumed UnD ---

Basem Larson Brk 23 9"x9" floor tiles NA NA Basement storage NA 1990 Assumed 26-06-02 Assumed NA Abated

B,1 Frq Larson Brk 23 Flange gaskets 75 ea NA < 70

Basement: 
mechanical 
room and 
hall; 1st 

floor:  
storage 

room 106 storage Low
not 

identified 26-06-02 Assumed UnD ---

Lower 
roof Larson Brk 23 Roof flashing 20 lm NA 10 Lower roof storage

Nonf
riabl

e
not 

identified 26/06/02
<<10% 

Chrysotile UnD ---

1 Larson Brk 24

9" x 9" gray floor 
tile with white 

streaks NA NA NA

Office 122 
and 

staiwell
administr

ative NA 1990 Assumed 26/06/02
No 

Asbestos NA
no asbestos 

detected

1 Larson Brk 24 Black mastic NA NA NA

Office 122 
and 

staiwell
administr

ative NA
not 

identified 26/06/02
No 

Asbestos NA
no asbestos 

detected

1 Larson Brk 24
12" x 12" beige 

floor tile NA NA NA

Offices 
112, 

140,141, 
142, and 

143
administr

ative NA 1990 Assumed 26/06/02
No 

Asbestos NA Mastic negative

1 Larson Brk 24 Tan mastic NA NA NA

Offices 
112, 

140,141, 
142, and 

143
administr

ative NA
not 

identified 26/06/02
No 

Asbestos NA
floor tile 
negative

Basem Frq Larson Brk 24 Flange gaskets 25 ea NA < 70

Basement, 
Rooms 

004B, 005B
administr

ative Low
not 

identified 26-06-02 Assumed UnD ---

Basem Frq Larson Brk 24 Fire door 1 ea NA < 70

Basement, 
Room 
004B

administr
ative

Encl
ose
d

not 
identified 26-06-02 Assumed UnD ---

B,2 Frq Larson Brk 24

Pipe insulation, 
8", white paint / 
burlap / brown 

plaster / paper / 
mineral fiber 70 lm NA 74

basement: 
004B,005B; 

2nd floor: 
hall

administr
ative

mod
erat

e 1990

tested 
negative in 

1998 26/06/02
<<10% 

Amosite
Minor 

damage

2 other samples 
negative, 

access limited
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

2 Occ. Larson Brk 26
Transite-type air 

duct 20 lm NA 50 Room 217
administr

ative

Nonf
riabl

e
not 

identified 26/06/02
10% 

Crysotile UnD ---

Basem Occ. Larson Brk 26

9" x 9" green floor 
tile with white 

streaks NA 30 m² 50
Room 

005A, 005B
administr

ative

Nonf
riabl

e 1990 Assumed 19/06/02
10% 

Chrysotile UnD
mastic contains 
also asbestos

Basem Occ. Larson Brk 26 Black mastic NA 30 m² 23
Room 

005A, 005B
administr

ative Low
not 

identified 19/06/02
<<10% 

Chrysotile UnD

floor tile 
contains 
asbestos

Basem Occ. Larson Brk 26

9" x 9" brown floor 
tile with white 

streaks NA 30 m² 50
Room 

005A, 005B
administr

ative

Nonf
riabl

e 1990 Assumed 19/06/02
<10% 

Chrysotile UnD
mastic contains 
also asbestos

Basem Occ. Larson Brk 26 mastic NA 30 m² 23
Room 

005A, 005B
administr

ative Low
not 

identified 19/06/02 Chrysotile UnD

floor tile 
contains 
asbestos

Basem Larson Brk 26 Textured plaster NA NA NA

Room 
005A and 
hallway

administr
ative NA 1990 Assumed 19/06/02

No 
Asbestos NA

no asbestos 
detected

Basem Larson Brk 26

9" x 9" gray floor 
tile with black and 

white streaks NA NA NA

Hallway 
and locker 

room
administr

ative NA 1990 Assumed 20/06/02
No 

Asbestos NA Mastic negative

Basem Larson Brk 26 Black mastic NA NA NA

Hallway 
and locker 

room
administr

ative NA
not 

identified 20/06/02
No 

Asbestos NA
floor tile 
negative

Basem Frq Larson Brk 26 Flue door gasket 1 ea NA
Basement 

hallway
administr

ative High
not 

identified 19/06/02 Assumed UnD Abated

B,1 Frq Larson Brk 26 Fire doors 3 ea NA < 70
Basement, 

1st floor
administr

ative

Encl
ose
d

not 
identified 19/06/02 Assumed UnD ---

Basem Frq Larson Brk 26 Flange gaskets 120 ea NA < 70
Basement, 

R 006A
administr

ative Low
not 

identified 19/06/02 Assumed UnD ---

Exterior Larson Brk 26
Corrugated roof 

panels NA 5 m² 16 Exterior
administr

ative

Nonf
riabl

e
not 

identified 19/06/02 Assumed
Significant 
damage ---

1 Larson Brk 26
Acoustical wall 

tiles NA NA
Music 
Center

administr
ative NA 1990

60% 
Amosite + 
Chrysotile 12-06-05 removed NA Abated

1 Frq Larson Brk 27

50 x 50 cm gray 
floor tiles with 

white and black 
streaks NA 140 m² 58

1st floor: R 
101-105, 
112, 114

administr
ative

Nonf
riabl

e 1990 Assumed 26-06-02
<10% 

Chrysotile
Minor 

damage Mastic negative

2 Frq Larson Brk 27

Green 12" x 12" 
vinyl floor tiles 

with white streaks NA 200 m² 58

2nd floor: 
all offices 
except R 

201
administr

ative

nonf
riabl

e 1990 Assumed 26-06-02
<10% 

Chrysotile
Minor 

damage Mastic negative

2 Larson Brk 27
gray vinyl flooring 
with black streaks NA NA NA

2nd floor 
hall

administr
ative NA 1990 Assumed 26-06-02

No 
Asbestos NA

floor tile 
contains 
asbestos

Basem Larson Brk 27

9" x 9" green floor 
tile with white 

streaks NA NA NA
Basement 

hall
administr

ative NA 1990 Assumed 26-06-02
No 

Asbestos NA
no asbestos 

detected
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

R 022 
(mechani

cal) Occ. Larson Brk 27 Flange gaskets 60 ea NA < 70

R 022 
(mechanica

l)
administr

ative Low
not 

identified 26-06-02 Assumed
Minor 

damage ---

1 Frq Larson Brk 32
Transite-type 

panels NA 10 m² 55

1st floor: R 
103, in 
front of 
latrines

administr
ative

Nonf
riabl

e
not 

identified 19.06.2002 Assumed UnD ---
R 104 

(mechani
cal) Occ. Larson Brk 32 Fire door 1 ea NA < 70

R 104 
(mechanica

l)
administr

ative

Encl
ose
d

not 
identified 19.06.2002 Assumed UnD ---

Througho
ut 1st 
floor Frq Larson Brk 32

gray and red 9"x9" 
vinyl floor tiles 

with mastic NA 260 m² 61
Throughout 

1st floor
administr

ative

Nonf
riabl

e 1990 Assumed 19.06.2002

Chrysotile 
in floor tile 
and mastic Damaged ---

1 Frq Larson Brk 35 Plaster 177 68
Rms 1-10, 
Lob

Office 
Pers. No 03-07-90 Assumed damaged

1 Frq Larson Brk 35 Sheetrock 242 63
Offices/Hall
/Br

Office 
Pers. No 03-07-90 Assumed damaged

1 Larson Brk 35 1'x1' Ceiling Tile Various 03-07-90
No 
Asbestos

1 Larson Brk 35 1'x1' Ceiling Tile Various 03-07-90
No 
Asbestos

1 Larson Brk 35 1'x1' Ceiling Tile Various 03-07-90
No 
Asbestos

1 Larson Brk 35 2'x2' Ceiling Tile Rm 5 03-07-90
No 
Asbestos

1 Larson Brk 35 2'x2' Ceiling Tile Rm 5 03-07-90
No 
Asbestos

1 Larson Brk 35 2'x2' Ceiling Tile Rm 5 03-07-90
No 
Asbestos

1 Frq Larson Brk 38 Plaster 1020 68 Thruout Military No 05-07-90 Assumed damaged

1 Frq Larson Brk 38 12"x12" Floor Tile 56 53 Offices Military No 05-07-90 Assumed UnD

1 Larson Brk 38 2'x2' Ceiling Tile
Offices, 
Latrin 05-07-90

No 
Asbestos

1 Larson Brk 38 2'x2' Ceiling Tile
Offices, 
Latrin 05-07-90

No 
Asbestos

1 Larson Brk 38 2'x2' Ceiling Tile
Offices, 
Latrin 05-07-90

No 
Asbestos

1 Frq Larson Brk 39 12"x12" Floor Tile 65 63
Bench 
Stock, TM

Clerks, 
Mechanic
s No 03-07-90 Assumed damaged

1 Larson Brk 39 2'x2' Ceiling Tile Misc. Rms 03-07-90
No 
Asbestos

1 Larson Brk 39 2'x2' Ceiling Tile Misc. Rms 03-07-90
No 
Asbestos

1 Larson Brk 39 2'x2' Ceiling Tile Misc. Rms 03-07-90
No 
Asbestos

B,1 Frq Larson Brk 39 Plaster 930 68 Thruout

Clerks, 
Mechanic
s No 02-07-90 Assumed damaged

Larson Brk 42
No ACM 
Obs.

1 Frq Larson Brk 46

gray 9" x 9" floor 
tiles with 

black+white 
streaks NA 200 m² 58

Rooms 
132, 133, 
222-226, 
214-216

administr
ative

Nonf
riabl

e 1990 Assumed 26-06-02
<10% 

Chrysotile
Minor 

damage

2nd floor abated 
/ mastic 

contains also 
asbestos
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

1 Frq Larson Brk 46 Black mastic NA 200 m² 35

Rooms 
132, 133, 
222-226, 
214-216

administr
ative Low

not 
identified 26-06-02

<10% 
Chrysotile

Minor 
damage

2nd floor abated 
/ floor tile 
contains 
asbestos

1 Frq Larson Brk 46
Brown vinyl floor 

tiles NA 18 m² 58

Room 103 
(beneath 
carpet)

administr
ative

Nonf
riabl

e 1990 Assumed 26-06-02
<10% 

Chrysotile
Minor 

damage
mastic contains 
also asbestos

1 Frq Larson Brk 46 Black mastic NA 18 m² 35

Room 103 
(beneath 
carpet)

administr
ative Low

not 
identified 26-06-02

<<10% 
Chrysotile

Minor 
damage

floor tile 
contains 
asbestos

1 Frq Larson Brk 46

Green 12" x 12" 
floor tiles with 
white streaks NA 30 m² 58 Room 102

administr
ative

Nonf
riabl

e 1990 Assumed 26-06-02
<10% 

Chrysotile
Minor 

damage
mastic contains 
also asbestos

1 Frq Larson Brk 46 Black mastic NA 30 m² 35 Room 102
administr

ative Low
not 

identified 26-06-02
<<10% 

Chrysotile
Minor 

damage

floor tile 
contains 
asbestos

1 Frq Larson Brk 46

gray 18" x 18" 
vinyl floor tiles 

with black + white 
streaks NA 300 m² 58

several 
offices on 

1st and 2nd 
floor

administr
ative

Nonf
riabl

e 1990 Assumed 26-06-02
<10% 

Chrysotile
Minor 

damage

2nd floor abated 
/ Mastic 
negative

1 Larson Brk 46 Linoleum flooring NA NA NA
1st floor 

hall (NW)
administr

ative NA 1990 Assumed 26-06-02
No 

Asbestos NA
no asbestos 

detected

2 Frq Larson Brk 46

Green 9" x 9" vinyl 
floor tiles with 
white streaks NA 70 m²

2nd floor: 
Room 212, 
213, 228, 

229
administr

ative

Nonf
riabl

e 1990 Assumed 26-06-02
<10% 

Chrysotile UnD

2nd floor abated 
/ Mastic 
negative

2 Frq Larson Brk 46

Brown 9" x 9" 
vinyl floor tiles 

with white streaks NA 10 m²
Room 222, 

223
administr

ative

Nonf
riabl

e 1990 Assumed 26-06-02
<10% 

Chrysotile UnD

2nd floor abated 
/ mastic 

contains also 
asbestos

2 Frq Larson Brk 46 Black mastic NA 10 m²
Room 222, 

223
administr

ative

Nonf
riabl

e
not 

identified 26-06-02
<10% 

Chrysotile UnD

2nd floor abated 
/ floor tile 
contains 
asbestos

2 Frq Larson Brk 46

Pipe insulation, 
burlap / brown 
mud packing 300 lm NA

2nd floor 
offices

administr
ative High

not 
identified 26-06-02

<<10% 
Amosite

Significant 
damage Abated

attic Rar Larson Brk 46

Pipe insulation, 
burlap / brown 
mud packing 300 lm NA attic

administr
ative High

not 
identified 26-06-02

<<10% 
Amosite

Significant 
damage Abated

2,A Frq Larson Brk 46

Wipe sample of 
pipe insulation 

debris NA NA

Attic crawl 
space, 

Room 212, 
213

administr
ative High

not 
identified 26-06-02

Amosite 
traces Debris Abated

Basem Frq Larson Brk 46 fire doors 2 ea NA < 70 Basement
administr

ative

Encl
ose
d

not 
identified 26-06-02 Assumed UnD ---

Basem Larson Brk 46 Pipe insulation NA NA Basement
administr

ative NA 1997
Amosite + 
Chrysotile 26-06-02 removed NA Abated

Heating 
room Larson Brk 46 Boiler insulation NA NA

Heating 
room

administr
ative NA 1990

2% 
Crysotile 26-06-02 removed NA Abated
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

Basem Occ. Larson Brk 46 Flange gaskets 70 ea NA < 70
Room 038 
(heating)

administr
ative Low

not 
identified 26-06-02 Assumed UnD ---

B,A Frq Larson Brk 46
Transite-type flue 

duct 10 lm NA 55

W' building 
side, 

vertical 
duct from 
basement 

to attic
administr

ative

Nonf
riabl

e
not 

identified 26-06-02 Assumed UnD ---

all Frq Larson Brk 53 Fire door 2 ea NA < 70 001, 006 medical

Encl
ose
d

not 
identified 24-06-02 Assumed UnD ---

Basem Occ. Larson Brk 53 Flange gaskets 15 ea NA < 70

006 
(mechanica

l) medical Low
not 

identified 24-06-02 Assumed UnD ---
Througho

ut Larson Brk 53
9" x 9" Vinyl floor 

tiles NA NA Throughout medical NA 1990 Chrysotile 24-06-02 removed NA Abated

1 Frq Larson Brk 55
gray 12" x 12" 
vinyl floor tiles NA 8 m² 61 Room 101

warehous
e

Nonf
riabl

e
not 

identified 26-06-02
<10% 

Chrysotile
Significant 
damage

mastic contains 
also asbestos

1 Frq Larson Brk 55 Black mastic NA 8 m² 70 Room 101
warehous

e Low
not 

identified 26-06-02
<10% 

Chrysotile
Significant 
damage

floor tile 
contains 
asbestos

1 Larson Brk 56

9" x 9" dark gray 
floor tiles with 

black and white 
streaks NA NA NA

Room 108 
and 

hallway

veh. 
Maintena
nce shop NA 1990 Assumed 25/06/02

No 
Asbestos NA Mastic negative

1 Frq Larson Brk 56

9" x 9" light gray 
floor tiles with 

black and white 
streaks NA 60 m² 55

Room 109, 
110, 111

veh. 
Maintena
nce shop

Nonf
riabl

e 1990 Assumed 25/06/02
10% 

Chrysotile UnD
mastic contains 
also asbestos

1 Frq Larson Brk 56 Black mastic NA 60 m² 28
Room 109, 
110, 111

veh. 
Maintena
nce shop low

not 
identified 25/06/02

Chrysotile 
traces UnD

floor tile 
contains 
asbestos

1 Frq Larson Brk 56

9" x 9" black floor 
tiles with white 

streaks NA 10 m² 55 Room 106

veh. 
Maintena
nce shop

Nonf
riabl

e 1990 Assumed 25/06/02
10% 

Chrysotile UnD Mastic negative

2 Larson Brk 56 Green linoleum NA NA NA

Room 201, 
202, 203, 

and 
hallway

veh. 
Maintena
nce shop NA 1990 Assumed 25/06/02

No 
Asbestos NA

no asbestos 
detected

Room 
101B 

(mechani
cal) Occ. Larson Brk 56 Flange gaskets 20 ea 20 ea < 70

Room 
101B 

(mechanica
l)

veh. 
Maintena
nce shop Low

not 
identified 25-06-02 Assumed UnD ---

1 Frq Larson Brk 57

9" x 9" gray floor 
tiles with black 

and white streaks NA 20 m² 55 Office 102
warehous

e

Nonf
riabl

e 1990 Assumed 25/06/02
10% 

Chrysotile UnD Mastic negative
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

1 Frq Larson Brk 57

9" x 9" dark gray 
floor tiles with 

black and white 
streaks NA 90 m² 55

Office 101, 
103, 104, 

mechanical 
room, hall

warehous
e

Nonf
riabl

e 1990 Assumed 25/06/02
<10% 

Chrysotile UnD Mastic negative
Exterior 

wall Larson Brk 57
Transite facade 

material NA NA
Exterior 

wall
warehous

e NA 1997
25% 

Chrysotile 25/06/02 removed NA Abated

1 Occ. Larson Brk 57 Flange gaskets 10 ea NA < 70

Room 
103A 

(mechanica
l)

warehous
e Low

not 
identified 25-06-02 Assumed UnD ---

Througho
ut Frq Larson Brk 57 Fire doors 3 ea NA < 70 Throughout

warehous
e

Encl
ose
d

not 
identified 25-06-02 Assumed UnD ---

1 Occ. Larson Brk 59 Flange gaskets 15 ea NA < 70

Room 108 
(mechanica

l)
administr

ative Low
not 

identified 25/06/02 Assumed UnD ---

Througho
ut Frq Larson Brk 59 Fire doors 3 ea NA < 70 Throughout

administr
ative

Encl
ose
d

not 
identified 25/06/02 Assumed UnD ---

Througho
ut Larson Brk 59 9" x 9" Floor tiles NA NA Throughout

administr
ative NA 1990 Assumed 25-06-02 Assumed NA Abated

Room 
110A 

(mechani
cal) Occ. Larson Brk 60 Flange gaskets 30 ea NA < 70

Room 
110A 

(mechanica
l)

administr
ative Low

not 
identified 24-06-02 Assumed UnD ---

Througho
ut Frq Larson Brk 60 Fire doors 6 ea NA < 71 Throughout

administr
ative

Encl
ose
d

not 
identified 24-06-02 Assumed UnD ---

Room 
111A 

(mechani
cal) Occ. Larson Brk 61 Flange gaskets 80 ea NA < 72

Room 
111A 

(mechanica
l)

administr
ative Low

not 
identified 27-06-02 Assumed UnD ---

Room 
111A 

(mechani
cal) Occ. Larson Brk 61 Fire door 1 ea NA < 73

Room 
111A 

(mechanica
l)

administr
ative

Encl
ose
d

not 
identified 27-06-02 Assumed UnD ---

1 Frq Larson Brk 63

Pipe insulation, 
3", white and 
brown plaster 50 lm NA

Storage 
111

warehous
e High

not 
identified 26/06/02

Amosite 
traces

Significant 
damage Abated

1 Larson Brk 63
Transite partition 

walls NA NA 1st floor
warehous

e NA 1997
30% 

Chrysotile 26/06/02 removed NA Abated

2 Larson Brk 63 9" x 9" floor tiles NA NA 2nd floor
warehous

e NA 1997
4-10% 

Chrysotile 26-06-02 removed NA Abated

Rooms 
111, 101 Frq Larson Brk 63 Fire doors 2 ea NA < 70

Rooms 
111, 101

warehous
e

Encl
ose
d

not 
identified 26-06-02 Assumed UnD ---

1 Frq Larson Brk 66

9" x 9" green floor 
tiles with black 

and white streaks NA 40 m² 61 Office
heating 

plant

Nonf
riabl

e
not 

identified 21/06/02
10 % 

Chrysotile Damaged Mastic negative

Boiler hall Frq Larson Brk 66 Flange gaskets 100 ea NA < 70 Boiler hall
heating 

plant Low
not 

identified 21/06/02 Assumed UnD ---
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

Througho
ut Frq Larson Brk 66 Fire doors 3 ea NA < 70 Throughout

heating 
plant

Encl
ose
d

not 
identified 21/06/02 Assumed UnD ---

1 Larson Brk 70 Transite panels NA NA Auditorium theater NA 1997 Chrysotile 21-06-02 removed NA Abated

1 Larson Brk 70
Floor tiles (9"x 9", 

12"x12 ") NA NA Auditorium theater NA 1997 Chrysotile 21-06-02 removed NA Abated

1 Frq Larson Brk 70 Fire doors 3 ea NA < 70

Auditorium, 
heating 
room theater

Encl
ose
d

not 
identified 21-06-02 Assumed UnD ---

Mechanic
al Room Larson Brk 70

White vibration 
damper NA NA NA

Mechanical 
Room theater NA 1990 Assumed 21/06/02

No 
Asbestos NA

no asbestos 
detected

1 Larson Brk 71

12" x 12" beige 
floor tile with 

brown streaks NA 140 m² NA

1st and 2nd 
floor 

hallway, 
and sorage 
rooms 102 

and 103
physical 
fitness NA 1990 Assumed 21/06/02

No 
Asbestos NA mastic negative

1 Larson Brk 71

9" x 9" gray floor 
tile with black and 

white streaks NA 70 m² NA
Room 124, 

125
physical 
fitness NA 1990 Assumed 21/06/02

No 
Asbestos NA mastic negative

Mechanic
al room 
(next to 
men's 
latrine) Occ. Larson Brk 71

Pipe insulation, 
20", green paint / 

burlap / brown 
plaster / paper / 

mineral fiber 5 lm NA 78

Mechanical 
room (next 
to men's 
latrine)

physical 
fitness High

not 
identified 21/06/02

<10% 
Amosite Damaged

tested negative 
in 1990

Mechanic
al rooms Occ. Larson Brk 71 Flange gaskets 100 ea NA < 70

Mechanical 
rooms

physical 
fitness Low

not 
identified 21-06-02 Assumed UnD ---

Roof Larson Brk 71

Corrugated 
cement roofing 

panels NA 1500 m² 13 Roof
physical 
fitness

Nonf
riabl

e 1990 Assumed 21-06-02 Assumed
Minor 

damage ---

Througho
ut Frq Larson Brk 71 Fire doors 12 ea NA < 70 Throughout

physical 
fitness

Encl
ose
d

not 
identified 21-06-02 Assumed UnD ---

Larson Brk 80
No ACM 
Obs.

1 Frq Larson Brk 90 Sheetrock 9 63 Thruout Guards No 05-07-90 Assumed damaged
1 Frq Larson Brk 90 9"x9" Floor Tile 2 63 Thruout Guards No 05-07-90 Assumed damaged

1 Frq Larson Brk 99 9" x 9" floor tiles NA 160 m² 55 1st floor
training 

simulator

nonf
riabl

e 1990 Assumed 27-06-02 Assumed UnD ---

Mechanic
al room Occ. Larson Brk 99 flange gaskets 20 ea NA < 70

Mechanical 
room

training 
simulator

mod
erat

e
not 

identified 27-06-02 Assumed UnD ---
Room 
106 

(mechani
cal) Frq Larson Brk 100 Flange gaskets 15 ea NA < 70

Room 106 
(mechanica

l) library Low
not 

identified 26-06-02 Assumed UnD ---

R 117 
(mechani

cal) Occ. Larson Brk 453 Flange gaskets 30 ea NA < 70

R 117 
(mechanica

l)
ready 

building Low
not 

identified 26-06-02 Assumed UnD ---
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

Througho
ut Frq Larson Brk 453 Fire doors 11 ea NA < 70 Throughout

ready 
building

Encl
ose
d

not 
identified 26-06-02 Assumed UnD ---

1 Frq Larson Brk 453

12" x 12" beige 
floor tile with 
brown sreaks NA 600 m² 55

Throughout 
1st and 2nd 

floor
ready 

building

Nonf
riabl

e 1990 Assumed 26/06/02
<10% 

Chrysotile UnD
mastic contains 
also asbestos

1 Frq Larson Brk 453 Black mastic NA 600 m² 28

Throughout 
1st and 2nd 

floor
ready 

building Low
not 

identified 26/06/02
<10% 

Chrysotile UnD

floor tile 
contains 
asbestos

1 Frq Larson Brk 453
Transite-type 
window sill 23 ea NA 55

Throughout 
1st and 2nd 

floor
ready 

building

Nonf
riabl

e
not 

identified 26/06/02
10% 

Chrysotile UnD ---

1 Frq Larson Brk 460 Flange gaskets
50 

each NA < 70 Room 001
heating 

plant low
not 

identified 26-06-02
>50% 

Chrysotile UnD ---

Roof Larson Brk 460

Corrugated 
cement roofing 

panels NA 35 m² 13 Roof
heating 

plant

Nonf
riabl

e
not 

identified 26-06-02 Assumed
Minor 

damage ---

Larson Brk 462
No ACM 
Obs.

Larson Brk 465
No ACM 
Obs.

Manhole 
southwes
t of Bldg. 

23 Rar Larson Brk
Steam 

Tunnels

pipe insulation, 
8", tar paper / 
brown plaster

not 
assess

able

not 
assessa

ble 76

Manhole 
southwest 
of Bldg. 23

Steam 
heating 
channel high

not 
identified 25/06/02

amphibole 
asbestos 

traces
Significant 
damage Access limited

Manhole 
west of 
Bldg. 1 Rar Larson Brk

Steam 
Tunnels

pipe insulation, 
12", paper+blue 

mineral fiber

not 
assess

able

not 
assessa

ble 81

Manhole 
west of 
Bldg. 1

Steam 
heating 
channel high

not 
identified 25/06/02

>90% 
amphibole 
asbestos

Significant 
damage Access limited

All Brk Leighton 1 Plaster 1 50 All
Army 
Pers. No 20-11-89 Assumed UnD

Hting Rm Brk Leighton 1 Pipe Insulation 40 Hting Rm
Army 
Pers. Yes 21-06-90 5% Amo. Abated

Hting Rm Brk Leighton 1 Pipe Insulation 40 Hting Rm N/A Yes 21-06-90 5% Amo. Abated

Basem Brk Leighton 1 Tank Insulation 9 Hting Rm
Army 
Pers. No 20-11-89 Assumed Abated

Hting Rm Leighton 1 Pipe Insulation Hting Rm Yes 21-06-90
No 
Asbestos

All Brk Leighton 2 Plaster 1 50 All
Army 
Pers. No 17-11-89 Assumed UnD

1st, 2nd Leighton 2 2'X2' Ceiling Tile
Hallways/L
obby Yes 17-11-89

No 
Asbestos

1st, 2nd Leighton 2 2'X2' Ceiling Tile
Hallways/L
obby Yes 17-11-89

No 
Asbestos

1st, 2nd Leighton 2 2'X2' Ceiling Tile
Hallways/L
obby Yes 17-11-89

No 
Asbestos

Basem Leighton 2 Pipe Insulation
Htng/Tnl 
Btn 1&2 Yes 17-11-89

No 
Asbestos

Basem Rar Leighton 2 pipe insulation 200

basement 
heating 
room yes Nov-89

5% 
chrysotile 20-01-98

visual 
inspection UnD Abated

Basem Rar Leighton 2 pipe insulation 200

basement 
heating 
room yes Nov-89

5% 
chrysotile 20-01-98

visual 
inspection UnD Abated
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

Basem Rar Leighton 2 pipe insulation 200

basement 
heating 
room yes Nov-89

5% 
chrysotile 20-01-98

visual 
inspection UnD Abated

1st Brk Leighton 3 9"X9" Floor Tile 112 50
Admin. 
Offices

Army 
Pers. No 17-11-89 Assumed UnD

All Brk Leighton 3 Plaster 1 50 All
Army 
Pers. No 17-11-89 Assumed UnD

1st Brk Leighton 3 Drywall 9 45 Laundry
Army 
Pers. No 17-11-89 Assumed UnD

1st, 2nd Leighton 3 2'X2' Ceiling Tile
Hallways/L
obby Yes 17-11-89

No 
Asbestos

1st, 2nd Leighton 3 2'X2' Ceiling Tile
Hallways/L
obby Yes 17-11-89

No 
Asbestos

1st, 2nd Leighton 3 2'X2' Ceiling Tile
Hallways/L
obby Yes 17-11-89

No 
Asbestos

Basem Leighton 3 Pipe Insulation Hting Rm Yes 17-11-89
No 
Asbestos

Basem Leighton 3 Pipe Insulation Hting Rm Yes 17-11-89
No 
Asbestos

Basem Leighton 3 Pipe Insulation Hting Rm Yes 17-11-89
No 
Asbestos

Basem Brk Leighton 4 Pipe Insulation 108
Htng/Bsmn
t/Tnl N/A Yes 08-12-94

5% 
Amo.5% 
Chrys.

Severe 
Damage Abated

Basem Brk Leighton 4 Pipe Insulation 108
Htng/Bsmn
t/Tnl N/A Yes 08-12-94

10% 
Amo.5% 
Chrys.

Severe 
Damage Abated

Basem Brk Leighton 4 Pipe Insulation 108
Htng/Bsmn
t/Tnl N/A Yes 08-12-94

10% 
Amo.5% 
Chrys.

Severe 
Damage Abated

Basem Brk Leighton 4 Pipe Insulation 108
Htng/Bsmn
t/Tnl N/A Yes 08-12-94

10% 
Amo.3% 
Chrys.

Severe 
Damage Abated

1st Brk Leighton 4 Drywall 28 50 WashRm N/A No 17-11-89 Assumed UnD

Bs, 2nd Brk Leighton 4 9"X9" Floor Tile 121 50
(15,21)(14,
15)

Army 
Pers. No 17-11-89 Assumed UnD

Basem Brk Leighton 4 Linoleum 28 50 TV Rm
Army 
Pers. No 17-11-89 Assumed UnD

All Brk Leighton 4 Plaster 1 50 All
Army 
Pers. No 17-11-89 Assumed UnD

Basem Leighton 4 Pipe Insulation
Htng/Bsmn
t/Tnl Yes 17-11-89

No 
Asbestos

Basem Leighton 4 Pipe Insulation
Htng/Bsmn
t/Tnl Yes 17-11-89

No 
Asbestos

Basem Leighton 4 Pipe Insulation
Htng/Bsmn
t/Tnl Yes 17-11-89

No 
Asbestos

1st, 2nd Leighton 4 2'X2' Ceiling Tile
Hllwys/Vrs 
Rms Yes 17-11-89

No 
Asbestos

1st, 2nd Leighton 4 2'X2' Ceiling Tile
Hllwys/Vrs 
Rms Yes 17-11-89

No 
Asbestos

1st, 2nd Leighton 4 2'X2' Ceiling Tile
Hllwys/Vrs 
Rms Yes 17-11-89

No 
Asbestos

1st, 2nd Leighton 4 2'X2' Ceiling Tile
Hllwys/Vrs 
Rms Yes 17-11-89

No 
Asbestos

All Brk Leighton 5 Drywall 325 50 Thruout
Army 
Pers. No 16-11-89 Assumed UnD
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

1, 2 Brk Leighton 5 Text Wallpaper 307 50
Guest 
House Rm.

Army 
Pers. No 16-11-89 Assumed UnD

All Brk Leighton 5 Plaster 3 50 All
Army 
Pers. No 17-11-89 Assumed UnD

Bsment Leighton 5 Pipe Insulation 90> All Bsm Yes 16-11-89
No 
Asbestos 23-06-05

contains 
asbestos

Severe 
Damage

Basement 
access limited

Bsment Leighton 5 Pipe Insulation 90> All Bsm Yes 16-11-89
No 
Asbestos 23-06-05

contains 
asbestos

Severe 
Damage

Basement 
access limited

Bsment Leighton 5 Pipe Insulation 90> All Bsm Yes 16-11-89
No 
Asbestos 23-06-05

contains 
asbestos

Severe 
Damage

Basement 
access limited

kitchen,at
tic Frq Leighton 5 duct insulation 9 67

kitchen/atti
c no Nov-89 Assumed 20-01-98

visual 
inspection UnD

B,2 Frq Leighton 5
9" x 9" floor tiles 
gray 10 53

kitchen 
hallway no Nov-89 Assumed 20-01-98

visual 
inspection UnD

2 Frq Leighton 5
2' x 2' floor tiles 
gray 7 53

kitchen 
hallway no Nov-89 Assumed 20-01-98

visual 
inspection UnD

all Frq Leighton 5 2' x 4' ceiling tiles 93 67

barber 
shop + 
various no Nov-89 Assumed 20-01-98

visual 
inspection UnD

Basem Rar Leighton 5 linoleum 9 51 TV-room no Nov-89 Assumed 20-01-98
visual 
inspection light

Basem Rar Leighton 5 2' x 2' ceiling tiles 125 55 TV-room no Nov-89 Assumed 20-01-98
visual 
inspection UnD

All Brk Leighton 6 9"x9" Flr. Tile 976 50 Various
Army 
Pers. No 17-11-89 Assumed UnD

1st Brk Leighton 6 Linoleum/Grey 167 50
Stairs/Hall
way

Army 
Pers. No 17-11-89 Assumed UnD

1st Brk Leighton 6
2'x2' Ceil Tile 
Typ1 358 50 Various

Army 
Pers. No 17-11-89 Assumed UnD

All Brk Leighton 6 Drywall 242 50 Thruout
Army 
Pers. No 17-11-89 Assumed UnD

All Brk Leighton 6 Plaster 3 50 All
Army 
Pers. No 17-11-89 Assumed UnD

3rd, 2nd Leighton 6
2'x2' Ceil.Tile 
Typ2

Trn 
Rm/Main 
Entr. Yes 17-11-89

No 
Asbestos

3rd, 2nd Leighton 6
2'x2' Ceil.Tile 
Typ2

Trn 
Rm/Main 
Entr. Yes 17-11-89

No 
Asbestos

3rd, 2nd Leighton 6
2'x2' Ceil Tile 
Typ2

Trn Rm/Mn 
Entr Yes 17-11-89

No 
Asbestos

3rd Leighton 6
2'x2' Ceil Tile 
Typ3 Train. Area Yes 17-11-89

No 
Asbestos

3rd Leighton 6
2'x2' Ceil Tile 
Typ3 Train. Area Yes 17-11-89

No 
Asbestos

3rd Leighton 6
2'x2' Ceil Tile 
Typ3

Training 
Area Yes 17-11-89

No 
Asbestos

All Brk Leighton 7 Plaster 260 50 All
Army 
Pers. No 17-11-89 Assumed UnD

1st Brk Leighton 7 Pipe Insulation 6 1
Army 
Pers. No 15-12-94

No 
Asbestos UnD

1st Leighton 7 2'X2' Ceiling Tile Most Rms Yes 17-11-89
No 
Asbestos

1st Leighton 7 2'X2' Ceiling Tile Most Rms Yes 17-11-89
No 
Asbestos

1st Leighton 7 2'X2' Ceiling Tile Most Rms Yes 17-11-89
No 
Asbestos
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

All Brk Leighton 9 Plaster 2 50

All 
Rms/Not 
MtrPl

Army 
Pers. No 20-11-89 Assumed UnD

1st Brk Leighton 9 Flr. Tile 1x1 47 50 Caft
Army 
Pers. No 20-11-89 Assumed UnD

1st Brk Leighton 9 Linoleum 418 50
Caft./Sport
s Ctr.

Army 
Pers. No 20-11-89 Assumed UnD

1st Brk Leighton 9 Ceil. Tile 2'x2' 1 50
Caft./Sport
s Ctr.

Army 
Pers. No 20-11-89 Assumed UnD

1st Brk Leighton 9 2'x2' Flr. Tile 465 50 Sports Ctr.
Army 
Pers. No 20-11-89 Assumed UnD

Basem Brk Leighton 9 Pipe Insulation 366

Cr 
Sh/MtrPl/Ht
ng

Army 
Pers. No 15-12-94

No 
Asbestos UnD

All Leighton 10 Plaster 7435 50 All Army No 21-11-89 Assumed UnD
1 Leighton 10 Floor Tile 2045 50 Lobby Army No 21-11-89 Assumed UnD
1 Leighton 10 Ceiling Tile 1998 50 Main Army No 21-11-89 Assumed UnD

1 Leighton 10 Floor Tile 72 50 Book Store Army No 21-11-89 Assumed UnD
Basem Leighton 10 Pipe Insulation 15 Hting Army No 21-11-89 Assumed Abated

All Brk Leighton 11 Plaster 2 50 All
Army 
Pers. No 21-11-89 Assumed UnD

1st, 2nd, 
3rd Brk Leighton 11 Floor Tile 558 50 Various

Army 
Pers. No 21-11-89 Assumed UnD

1st, 2nd Brk Leighton 11 Ceiling Tile 465 50 Various
Army 
Pers. No 21-11-89 Assumed UnD

Basem Brk Leighton 11 Pipe Insulation 12 Hting Rm N/A No 15-12-94
No 
Asbestos UnD

1st Brk Leighton 12 2'X2' Floor Tile 46 50 Offices
Army 
Pers. No 28-11-89 Assumed UnD

Basem Brk Leighton 12 2'X2' Ceiling Tile 14 50
Laundroma
t

Army 
Pers. Yes 28-11-89 Assumed UnD

All Brk Leighton 12 Plaster 1 50 All
Army 
Pers. No 28-11-89 Assumed UnD

Basem Brk Leighton 12 Pipe Insulation 85
Htng/Blw 
Gas Stn

Army 
Pers. No 15-12-94

No 
Asbestos UnD

Basem Brk Leighton 13 Pipe Insulation, 4" 46
Tunnel in ht 
rm

Army 
Pers. Yes 15-12-94

10%Chr, 
10% Amo, 
5% Croc damaged Abated

All Brk Leighton 13 Plaster 2 50 All
Army 
Pers. No 28-11-89 Assumed UnD

1,2,3 Frq Leighton 13
9" x 9" floor tiles 
gray 1608 53 throughout

Army 
Pers. no Nov-89 Assumed 16-01-98

visual 
inspection UnD

Basem Leighton 13 tank insulation 7 basement
Army 
Pers. yes Nov-89

No 
Asbestos 16-01-98

visual 
inspection UnD Abated

1 Frq Leighton 13 24" x 24" linoleum 25

office 1st 
floor (room 
6)

Army 
Pers. no Nov-89

not 
identified 16-01-98

No 
Asbestos UnD

1 Frq Leighton 13 24" x 24" linoleum 25

office 1st 
floor (room 
6)

Army 
Pers. no Nov-89

not 
identified 16-01-98

No 
Asbestos UnD

1 Frq Leighton 13 24" x 24" linoleum 25

office 1st 
floor (room 
6)

Army 
Pers. no Nov-89

not 
identified 16-01-98

No Sample 
in Container UnD

Basem Rar Leighton 13
pipe insulation 3 
inches 128

basement 
(storage) + 
attic

Army 
Pers. yes Nov-89 Assumed 16-01-98

No 
Asbestos light
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

Basem Rar Leighton 13
pipe insulation 3 
inches 128

basement 
(storage) + 
attic

Army 
Pers. yes Nov-89 Assumed 16-01-98

No 
Asbestos light

Basem Rar Leighton 13
pipe insulation 3 
inches 128

basement 
(storage) + 
attic

Army 
Pers. yes Nov-89 Assumed 16-01-98 8% amosite light Abated

1st, 2nd Brk Leighton 14 9"X9" Floor Tile 248 50
Lbry/Kit/Re
c Of.

Army 
Pers. No 20-11-89 Assumed UnD

All Brk Leighton 14 Plaster 6 50 All
Army 
Pers. No 20-11-89 Assumed UnD

2nd Brk Leighton 14 Wall Board 353 50 Library
Army 
Pers. No 20-11-89 Assumed 23-06-05

contains 
asbestos UnD

1st Brk Leighton 14 1'X1' Floor Tile 279 50
Admin 
Office

Army 
Pers. No 20-11-89 Assumed 23-06-05

contains 
asbestos UnD

2nd Brk Leighton 14 2'X2' Floor Tile 25 45 Rec Office
Army 
Pers. No 20-11-89 Assumed UnD

1st, 2nd Brk Leighton 14 Pipe Insulation, 4" 479
Lby/2nd/Re
c/Gym

Army 
Pers. No 15-12-94

No 
Asbestos UnD

1st Brk Leighton 14 Duct Insulation 17
Behind 
Lanes

Army 
Pers. No 15-12-94

No 
Asbestos UnD

1st Brk Leighton 14 Tank Insulation 11 Hting Rm N/A No 15-12-94 Assumed NA

1st Leighton 14 Wall Board
Bowling 
Alley No 20-11-89

No 
Asbestos

1st Leighton 14 Wall Board
Bowling 
Alley No 20-11-89

No 
Asbestos

1st Leighton 14 Wall Board
Bowling 
Alley No 20-11-89

No 
Asbestos

1st Brk Leighton 15 Plaster 1 50 All
Army 
Pers. No 20-11-89 Assumed UnD

Basem Brk Leighton 15 1'X1' Floor Tile 837 50 All
Army 
Pers. No 20-11-89 Assumed UnD

1st Brk Leighton 15 2'X2' Floor Tile 418 50 1/2 Floor
Army 
Pers. No 20-11-89 Assumed UnD

1st Brk Leighton 15 2'X2' Ceiling Tile 837 50 All
Army 
Pers. No 20-11-89 Assumed UnD

Basem Brk Leighton 15 Pipe Insulation 27
Hting/Vario
us

Army 
Pers. No 15-12-94

No 
Asbestos UnD

1st Brk Leighton 16 2'X2' Ceiling Tile 251 50 All
Army 
Pers. No 21-11-89 Assumed UnD

1st Brk Leighton 16 9"X9" Floor Tile 251 50 All
Army 
Pers. No 21-11-89 Assumed UnD

1st Brk Leighton 18 Ceiling Tile 9 50 All Civilians No 20-11-89 Assumed UnD
1st Brk Leighton 18 Plaster 74 50 Thruout Civilians No 20-11-89 Assumed UnD

1st Leighton 19 Clng Abv Clng Tl Thruout Yes 21-11-89
No 
Asbestos

1st Leighton 19 Clng Abv Clng Tl Thruout Yes 21-11-89
No 
Asbestos

1st Leighton 19 Clng Abv Clng Tl Thruout Yes 21-11-89
No 
Asbestos

1st Leighton 19 2'X4' Ceiling Tile Thruout Yes 21-11-89
No 
Asbestos

1st Leighton 19 2'X4' Ceiling Tile Thruout Yes 21-11-89
No 
Asbestos

1st Leighton 19 2'X4' Ceiling Tile Thruout Yes 21-11-89
No 
Asbestos

2nd Brk Leighton 24 Plaster 339 50 Various
Army 
Pers. No 28-11-89 Assumed UnD
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

1st Brk Leighton 24 Linoleum/Off Wht 438 50 Various
Army 
Pers. No 28-11-89 Assumed UnD

1st Brk Leighton 24 2'X2' Floor Tile 317 50 Various
Army 
Pers. No 28-11-89 Assumed UnD

All Brk Leighton 24 Wall Board 1 50 Various
Army 
Pers. No 28-11-89 Assumed UnD

1st Leighton 24 2'X4' Ceiling Tile Various Yes 28-11-89
No 
Asbestos

1st Leighton 24 2'X4' Ceiling Tile Various Yes 28-11-89
No 
Asbestos

1st Leighton 24 2'X4' Ceiling Tile Various Yes 28-11-89
No 
Asbestos

1 Leighton 26 9" by 9" Floor Tile 121 50 Various
Social 
Workers No 29-11-89 Assumed UnD

1 Leighton 26 Wallboard 446 50 Varies
Social 
Workers No 29-11-89 Assumed UnD

1 Leighton 26 2 by 2 Ceiling Tile Various Yes 29-11-89
No 
Asbestos

1 Leighton 26 Ceiling Tile Various Yes 29-11-89
No 
Asbestos

1 Leighton 26 Ceiling Tile Various Yes 29-11-89
No 
Asbestos

1,2,3, Bs Leighton 28 Plaster 3425 50 Thruout Army No 30-11-89 Assumed UnD

1,2 Leighton 28 Ceiling Tile Thruout Yes 30-11-89
No 
Asbestos

1,2 Leighton 28 Ceiling Tile Thruout Yes 30-11-89
No 
Asbestos

1,2 Leighton 28 Ceiling Tile Thruout Yes 30-11-89
No 
Asbestos

Basem Frq Leighton 28
pipe insulation 4 
inches 15

heating 
room

Maintena
nce yes Dec-94

20% 
chrysotile 20-01-98

visual 
inspection light Abated

Basem Frq Leighton 28
pipe insulation 8 
inches 60

heating 
room

Maintena
nce yes Dec-94

10% 
chrysotile 20-01-98

visual 
inspection light Abated

1 Frq Leighton 28 linoleum gray 530 53 throughout no Nov-89 Assumed 20-01-98
visual 
inspection UnD

1 Leighton 29
Off White 
Linolium 88 50 All Army No 27-11-89 Assumed UnD

1 Leighton 29 Plaster 139 50 Thruout Army No 27-11-89 Assumed UnD

1 Leighton 29 2 by 2 Ceiling Tile Thruout Yes 27-11-89
No 
Asbestos

1 Leighton 29 Ceiling Tile Thruout Yes 27-11-89
No 
Asbestos

1 Leighton 29 Ceiling Tile Thruout Yes 27-11-89
No 
Asbestos

1,2 Leighton 30 Beige Floor Tile 669 50 Thruout Army No 20-11-89 Assumed UnD
1,2 Leighton 30 Plaster 2230 50 Thruout Army No 20-11-89 Assumed UnD
Basem Leighton 30 Pipe Insulation 35 Varies Army NA 15-12-94 Assumed Abated

3 Leighton 31 Wallboard 242 50 Varies Army No 27-11-89 Assumed UnD
1,2,3 Leighton 31 Plaster 3976 50 Thruout Army No 27-11-89 Assumed UnD
1,2,3 Leighton 31 Grey Linolium 1262 50 Thruout Army No 27-11-89 Assumed UnD

1,2,3, Bs Leighton 31 Pipe Insulation 656 Varies Army No 15-12-94
No 
Asbestos UnD

1,2 Leighton 31 Ceiling Tile Thruout Yes 27-11-89
No 
Asbestos
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

1,2 Leighton 31 Ceiling Tile Thruout Yes 27-11-89
No 
Asbestos

1,2 Leighton 31 Ceiling TIle Thruout Yes 27-11-89
No 
Asbestos

All Leighton 32
Transite Window 
Sills 3 55 Varies

Army 
Personel No 15-11-89 Assumed UnD

All Leighton 32 Red Floor Tile 279 50 Varies
Army 
Personel No 15-11-89 Assumed UnD

All Leighton 32 Tan Floor Tile 744 50 Varies
Army 
Personel No 15-11-89 Assumed UnD

All Leighton 32 Plaster 3532 50 All
Army 
Personel No 15-11-89 Assumed UnD

Basem Leighton 32 Pipe Insulation 518 Bs
Army 
Personel No 15-12-94

No 
Asbestos UnD

All Leighton 33
Transite Window 
Sills 3 55 Varies

Army 
Personel No 15-11-89 Assumed UnD

All Leighton 33 Grey Floor Tile 1087 50 Varies
Army 
Personel No 15-11-89 Assumed UnD

All Leighton 33 Plaster 3532 50 All
Army 
Personel No 15-11-89 Assumed UnD

Basem Leighton 33 Pipe Insulation 625 Bs
Army 
Personel Yes 15-12-94

No 
Asbestos damaged

Basem Leighton 33 Tank Insuation 6 Hting Rm
Army 
Personel No 15-12-94

No 
Asbestos UnD

1 Leighton 33 Ceiling Tile 104 Yes 15-11-89
No 
Asbestos

1 Leighton 33 Ceiling Tile 104 Yes 15-11-89
No 
Asbestos

1 Leighton 33 Ceiling Tile 104 Yes 15-11-89
No 
Asbestos

1, Bs Leighton 34 Floor Tile 114 BallRm
Army 
Personel No 20-11-89 Assumed UnD Abated

All Leighton 34 Plaster 3011 50 All Civ. No 20-11-89 Assumed UnD

Attic Leighton 34 ACPI 259 Varies Civilians No 20-11-89
No 
Asbestos damaged

Attic Leighton 34 ACPI 259 Varies Civilians No 20-11-89
No 
Asbestos damaged

Attic Leighton 34 ACPI 259 Varies Civilians No 20-11-89
No 
Asbestos damaged

Basem Leighton 34 ACPI 259 Varies Civilians No 20-11-89
No 
Asbestos damaged

Basem Leighton 34 ACPI 259 Varies Civilians No 20-11-89
No 
Asbestos damaged

1 Leighton 34 Duct Insulation Kitchen Yes 20-11-89
No 
Asbestos

1 Leighton 34 Duct Insulation Kitchen Yes 20-11-89
No 
Asbestos

1 Leighton 34 Duct Insulation Kitchen Yes 20-11-89
No 
Asbestos

1 Leighton 34 Plaster Varies Yes 20-11-89
No 
Asbestos

1 Leighton 34 Plaster Varies Yes 20-11-89
No 
Asbestos

1 Leighton 34 Plaster Varies Yes 20-11-89
No 
Asbestos

1 Leighton 34 Ceiling Tile Break Rm Yes 20-11-89
No 
Asbestos
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

1 Leighton 34 Ceiling Tile Break Rm Yes 20-11-89
No 
Asbestos

1 Leighton 34 Ceiling Tile Break Rm Yes 20-11-89
No 
Asbestos

1 Leighton 34 Ceiling Tile Wire Office Yes 20-11-89
No 
Asbestos

1 Leighton 34 Ceiling Tile Wire Office Yes 20-11-89
No 
Asbestos

1 Leighton 34 Ceiling Tile Wire Office Yes 20-11-89
No 
Asbestos

1 Leighton 34 Linolium Offices 3B Yes 20-11-89
No 
Asbestos

1 Leighton 34 Linolium Offices 3B Yes 20-11-89
No 
Asbestos

1 Leighton 34 Linolium Offices 3B Yes 20-11-89
No 
Asbestos

1 Leighton 34 Ceiling Tile New Office Yes 20-11-89
No 
Asbestos

1 Leighton 34 Ceiling Tile New Office Yes 20-11-89
No 
Asbestos

N/A Leighton 34 Ceiling Tile New Office Yes 20-11-89
No 
Asbestos

1 Leighton 34 Ceiling Tile Break Rm Yes 20-11-89
No 
Asbestos

1 Leighton 34 Ceiling Tile Break Rm Yes 20-11-89
No 
Asbestos

1 Leighton 34 Ceiling Tile Break Rm Yes 20-11-89
No 
Asbestos

1 Frq Leighton 34 textured paint 130 62 kitchen Civilian no Nov-89 Assumed 20-01-98
visual 
inspection UnD

Basem Frq Leighton 34 9'' x 9'' floor tiles 114

ballroom + 
basement 
(wire office)

Civilian/Mi
litary no Nov-89 Assumed 20-01-98

visual 
inspection UnD Abated

1 Leighton 34
2' x 2' white floor 
tile 90

various 
rooms

Civilian/Mi
litary no Nov-89 Assumed 20-01-98

visual 
inspection Abated

1 Leighton 34
transite exhaust 
duct 5 22

1st floor 
near 
bathroom

Civilian/Mi
litary no Nov-89 Assumed 20-01-98

visual 
inspection UnD

Basem Rar Leighton 34 pipe insulation 259
basement 
+ attic

Civilian/Mi
litary yes Nov-89

5% 
chrysotile 20-01-98

visual 
inspection heavy Abated

Bs, Attic Leighton 35 ACPI 549 Thruout
Army 
Personel No 15-12-94 30% Amo. UnD Abated

Bs, Attic Leighton 35 ACPI 549 Thruout
Army 
Personel No 15-12-94 20% Amo. UnD Abated

Bs, Attic Leighton 35 ACPI 549 Thruout
Army 
Personel No 15-12-94

20% 
Amo.5% 
Chrys. UnD Abated

Bs, Attic Leighton 35 ACPI 549 Thruout
Army 
Personel No 15-12-94

15% 
Celluose UnD Abated

Bs, Attic Leighton 35 ACPI 549 Thruout
Army 
Personel No 15-12-94

10% 
Cellulose UnD Abated

Bs, Attic Leighton 35 ACPI 549 Thruout
Army 
Personel No 15-12-94

15% 
Cellulose UnD Abated

All Leighton 35 Plaster 2323 50 All
Army 
Personel No 29-11-89 Assumed UnD

Attic Leighton 35 Duct Wrap Attic No 29-11-89
No 
Asbestos
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

Attic Leighton 35 Duct Wrap Attic No 29-11-89
No 
Asbestos

Attic Leighton 35 Duct Wrap Attic No
No 
Asbestos

all Leighton 35 9" x 9" floor tile 929
various 
rooms

Civilian/Mi
litary no Nov-89 Assumed 20-01-98

visual 
inspection Abated

Basem Rar Leighton 35 tank insulation 18
heating 
room

Civilian/Mi
litary no Dec-94

No 
Asbestos 20-01-98

visual 
inspection UnD Abated

1 Tmp Leighton 35 black window sill 10 53

room next 
to manager 
office (1st 
floor)

Civilian/Mi
litary no Nov-89

not 
identified 20-01-98

Quantity 
insufficent 
for analysis UnD

1 Tmp Leighton 35 black window sill 10 53

room next 
to manager 
office (1st 
floor)

Civilian/Mi
litary no Nov-89

not 
identified 20-01-98

Quantity 
insufficent 
for analysis UnD

1 Tmp Leighton 35 black window sill 10 53

room next 
to manager 
office (1st 
floor)

Civilian/Mi
litary no Nov-89

not 
identified 20-01-98

Quantity 
insufficent 
for analysis UnD

1 Kids Leighton 35 2' x 4' ceiling tile 836
seating 
area

Civilian/Mi
litary no Nov-89 Assumed 20-01-98

No 
Asbestos UnD

1 Kids Leighton 35 2' x 4' ceiling tile 836
seating 
area

Civilian/Mi
litary no Nov-89 Assumed 20-01-98

No 
Asbestos UnD

1 Kids Leighton 35 2' x 4' ceiling tile 836
seating 
area

Civilian/Mi
litary no Nov-89 Assumed 20-01-98

No 
Asbestos UnD

1 Kids Leighton 35
2' x 2' linoleum 
beige with streaks 280 58

seating 
area

Civilian/Mi
litary no Nov-89 Assumed 20-01-98

No Sample 
in Container UnD

1 Kids Leighton 35
2' x 2' linoleum 
beige with streaks 280 58

seating 
area

Civilian/Mi
litary no Nov-89 Assumed 20-01-98

No Sample 
in Container UnD

1 Kids Leighton 35
2' x 2' linoleum 
beige with streaks 280 58

seating 
area

Civilian/Mi
litary no Nov-89 Assumed 20-01-98

No Sample 
in Container UnD

Basem Rar Leighton 35 wallplaster 40
basement 
(storage)

Civilian/Mi
litary no Nov-89 Assumed 20-01-98

No 
Asbestos light

Basem Rar Leighton 35 wallplaster 40
basement 
(storage)

Civilian/Mi
litary no Nov-89 Assumed 20-01-98

(QC) No 
Asbestos light

Basem Rar Leighton 35 wallplaster 40
basement 
(storage)

Civilian/Mi
litary no Nov-89 Assumed 20-01-98

No 
Asbestos light

Basem Rar Leighton 35 wallplaster 40
basement 
(storage)

Civilian/Mi
litary no Nov-89 Assumed 20-01-98

No 
Asbestos light

Attic Rar Leighton 35 pipe insulation 549
attic + 
basement

Maintena
nce yes Dec-94

30% 
amosite 20-01-98

visual 
inspection light Abated

Attic Rar Leighton 35 pipe insulation 549
attic + 
basement

Maintena
nce yes Dec-94

20% 
amosite + 
5% 
chrysotile 20-01-98

visual 
inspection light Abated

Attic Rar Leighton 35 pipe insulation 549
attic + 
basement

Maintena
nce yes Dec-94

20% 
amosite 20-01-98

visual 
inspection light Abated

Basem Leighton 36 Tank Insulation Hting Yes 15-12-94
No 
Asbestos Abated
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

Basem Leighton 36 Tank Insulation Hting Yes 15-12-94
No 
Asbestos Abated

All Leighton 36 Plaster All No 27-11-89
Assumed 
No ACM

all Frq Leighton 36 floor tiles throughout
Army 
Pers. Dec-94

10% 
chrysotile 21-01-98

visual 
inspection Abated

Basem Leighton 36 pipe insulation 122
heating 
room

Maintena
nce yes Dec-94

No 
Asbestos 20-01-98

visual 
inspection

Basem Leighton 36 tank insulation 15
heating 
room

Maintena
nce yes Dec-94

10% 
amosite, 
5% 
chrysotile 21-01-98

visual 
inspection Abated

Basem Leighton 36 tank insulation 15
heating 
room

Maintena
nce yes Dec-94

10% 
amosite, 
5% 
chrysotile 21-01-98

visual 
inspection Abated

1,2,3, Bs Leighton 37 Plaster 2972 50 All Army No 27-11-89 Assumed UnD
1,2,3, Bs Leighton 37 Floor Tile 933 50 Thruout Army No 27-11-89 Assumed UnD

Basem Leighton 37 ACPI Varies Army No 27-11-89

5% 
Amo.2% 
Chrys. damaged Abated

Basem Leighton 37 ACPI Varies Army No 27-11-89

10% 
Amo.5% 
Chrys. damaged Abated

Basem Leighton 37 ACPI Varies Army No 27-11-89

10% 
Amo.5% 
Chrys. damaged Abated

All Leighton 38 Plaster 3234 50 All Army No 16-11-89 Assumed UnD

Basem Frq Leighton 38 pipe insulation 181 basement
Army 
Pers. yes Dec-94

10% 
chrysotile 21-01-98

visual 
inspection light Abated

3 Frq Leighton 38 floor tiles 1059 53 throughout
Army 
Pers. no Nov-89 Assumed 21-01-98

visual 
inspection UnD

Basem Rar Leighton 39 pipe insulation 689 57 basement yes Nov-89 Assumed 22-01-98
visual 
inspection UnD

94sampled: 
pipe insulation 
4 inch (10% 
chrys.,15% 
amos. in boiler 
room + 20% 
chrys., 15% 
croc. Corridor 
Eastwall

1 Rar Leighton 39 window sills 20
hallway 1st 
floor no Nov-89

not 
identified 22-01-98

No 
Asbestos UnD throughout

1 Rar Leighton 39 window sills 20
hallway 1st 
floor no Nov-89

not 
identified 22-01-98

No 
Asbestos UnD throughout

1 Rar Leighton 39 window sills 20
hallway 1st 
floor no Nov-89

not 
identified 22-01-98

No 
Asbestos UnD throughout

1 Rar Leighton 39 wallplaster 3234
office 1st 
floor no Nov-89 Assumed 22-01-98

No 
Asbestos UnD

1 Rar Leighton 39 wallplaster 3234
office 1st 
floor no Nov-89 Assumed 22-01-98

No 
Asbestos UnD
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

1 Rar Leighton 39 wallplaster 3234
office 1st 
floor no Nov-89 Assumed 22-01-98

No 
Asbestos UnD

3 Rar Leighton 39
9" x 9" floor tile 
beige 1171 51 throughout no Nov-89 Assumed 22-01-98

Tile: 3% 
chrysotile; 
mastic: 4% 
chrysotile light with mastic

3 Rar Leighton 39
9" x 9" floor tile 
beige 1171 51 throughout no Nov-89 Assumed 22-01-98

Tile: 2% 
chrysotile; 
mastic: 3% 
chrysotile light with mastic

3 Rar Leighton 39
9" x 9" floor tile 
beige 1171 51 throughout no Nov-89 Assumed 22-01-98

Tile: 2% 
chrysotile; 
mastic: 4% 
chrysotile light with mastic

All Leighton 40 Plaster 5204 50 All Army No 28-11-89 Assumed UnD

3 Leighton 40 Acoustical Board Band No 28-11-89
No 
Asbestos

3 Leighton 40 Acoustical Board Band No 28-11-89
No 
Asbestos

3 Leighton 40 Acoustical Board Band No 28-11-89
No 
Asbestos

all Leighton 40
assumed transite 
window frames 6 throughout

Army 
Pers. no Nov-89 Assumed 21-01-98

visual 
inspection UnD Abated

all Leighton 40
assumed floor 
tiles gray 1162 throughout

Army 
Pers. no Nov-89 Assumed 21-01-98

visual 
inspection UnD Abated

all Leighton 40
assumed floor 
tiles beige 929 throughout

Army 
Pers. no Nov-89 Assumed 21-01-98

visual 
inspection UnD Abated

all Leighton 40
assumed pipe 
insulation 218 throughout

Army 
Pers. yes Nov-89 Assumed 21-01-98

visual 
inspection UnD Abated

all Leighton 40
assumed boiler 
insulation 7 throughout

Army 
Pers. yes Nov-89 Assumed 21-01-98

visual 
inspection Abated

1 Leighton 44 Grey Floor Tiles 6 50 Office Military No 21-11-89 Assumed UnD

All Leighton 45 Acoustical Board Atn. Stodio Yes 28-11-89
No 
Asbestos

All Leighton 45 Acoustical Board Atn. Studio Yes 28-11-89
No 
Asbestos

All Leighton 45 Acoustical Board Atn. Studio Yes 28-11-89
No 
Asbestos

All Leighton 45 Pipe Insulation All Yes 28-11-89
No 
Asbestos

All Leighton 45 Pipe Insulation All Yes 28-11-89
No 
Asbestos

All Leighton 45 Pipe Insulation All Yes 28-11-89
No 
Asbestos

1 Frq Leighton 45
24" x 24" ceiling 
tile 20 67

office 1st 
floor 

Army 
Pers. no Nov-89 Assumed 21-01-98

visual 
inspection UnD

1 Leighton 45
1' x 1' floor tile 
gray 42 53

office 1st 
floor

Army 
Pers. no Nov-89 Assumed 21-01-98

visual 
inspection UnD under carpet

1 Leighton 45 linoleum, gray 14 53
office 1st 
floor

Army 
Pers. no Nov-89 Assumed 21-01-98

visual 
inspection UnD

Basem Leighton 45

assumed boiler 
insulation and 
assumed boiler 
metal wrap 32 boiler room

Maintena
nce yes Nov-89 Assumed 21-01-98

visual 
inspection Abated

1 Frq Leighton 45
12" x 12" floor 
tiles beige 112 53

various 
rooms

Army 
Pers. no Nov-89 Assumed 21-01-98

No Sample 
in Container UnD
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

1 Frq Leighton 45
12" x 12" floor 
tiles beige 112 53

various 
rooms

Army 
Pers. no Nov-89 Assumed 21-01-98

No 
Asbestos UnD

1 Frq Leighton 45
12" x 12" floor 
tiles beige 112 53

various 
rooms

Army 
Pers. no Nov-89 Assumed 21-01-98

Tile: ND; 
mastic: 2% 
chrysotile UnD

All Leighton 47 Floor Tile 333 50 Thruout Army No 28-11-89 Assumed UnD
All Leighton 47 Plaster 3206 50 All Army No 28-11-89 Assumed UnD

All Leighton 47 Linolium 149 50
Thruout 
Annex Army No 28-11-89 Assumed UnD

1 Annex Leighton 47 Floor Tile 16 50 Thruout Army No 28-11-89 Assumed UnD

Basem Leighton 47 Tank Insulation 6
Annex 
Hting Army No 15-12-94

No 
Asbestos UnD

All Leighton 47 Pipe Insulation Thruout Yes 15-12-94
No 
Asbestos

All Leighton 47 Pipe Insulation Thruout Yes 15-12-94
No 
Asbestos

All Leighton 47 Pipe Insulation
Throughou
ut Yes 15-12-94

No 
Asbestos

All Leighton 47 Ceiling Tile Main No 28-11-89
No 
Asbestos

All Leighton 47 Ceiling Tile Main No 28-11-89
No 
Asbestos

All Leighton 47 Ceiling Tile Main No 28-11-89
No 
Asbestos

All Leighton 47 Ceiling Tile Main No 28-11-89
No 
Asbestos

1 Leighton 49 Dry Wall 372 50 Various Army No 20-11-89 Assumed UnD
All Leighton 49 Plaster 2788 50 All Army No 20-11-89 Assumed UnD

1 Leighton 49 Ceiling Tile 176 50 Various Army No 20-11-89 Assumed UnD
1 Leighton 49 Floor Tile 279 50 Various Army No 20-11-89 Assumed UnD

1, Bs Leighton 49 Pipe Insulation 731 Bay Area Army No 15-12-94
No 
Asbestos UnD

Basem Leighton 49 Boiler Insulation 205 Hting N/A No 15-12-94
No 
Asbestos NA

Basem Leighton 49 Pipe Insulation 90>

Hting Rm 
and 
channel yes 22-06-05

Contains 
Asbestos

Severely 
Damaged Access limited

1, Roof Leighton 51
Transite Window 
Sills 64 55 Thruout Civ. No 27-11-89 Assumed UnD

1 Leighton 51 Ceiling Wallboard 56 50 All Civ. No 27-11-89 Assumed UnD
1 Leighton 51 8 111 50 All Civ. No 27-11-89 Assumed UnD

Roof Leighton 54 Transite Panels 102 All Civ. No N/A Assumed UnD Abated
All Leighton 54 Wall Plaster 167 50 Thruout Civ. No N/A Assumed UnD

1 Leighton 56 Floor Tile 177 50 Various Army No 29-11-89 Assumed UnD

1 Leighton 56 Linolium/Green 9 50 6
Army & 
Civ. No 29-11-89 Assumed UnD

1 Leighton 56 Ceiling Tile Spline 72 50 Varies Army Yes 29-11-89 Assumed UnD

1 Leighton 56 Plaster 1426 50 All
Army & 
Civ. No 29-11-89 Assumed UnD

1 Leighton 65 Plaster 548 50 Thruout
Civ. & 
Army No 29-11-89 Assumed UnD

1 Leighton 65 Ceiling Tile 14 50 Varies
Civ. & 
Army Yes 29-11-89 Assumed UnD

1 Leighton 65 Wallboard 47 50 Varies
Civ. & 
Army No 29-11-89 Assumed UnD
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

1 Leighton 65 Floor Tile 225 50 Varies
Civ. & 
Army No 29-11-89 Assumed UnD

Roof Leighton 65
Transite Roof 
Panels 511 43 Roof

Civ & 
Army No 29-11-89 Assumed UnD

1 Leighton 65 Ceiling Tile Varies Yes 29-11-89
No 
Asbestos

1 Leighton 65 Ceiling Tile Varies Yes 29-11-89
No 
Asbestos

1 Leighton 65 Ceiling Tile Varies Yes 29-11-89
No 
Asbestos

Basem Rar Leighton 76
pipe insulation 7 
inches 11

heating 
room

Maintena
nce yes 07-Jan-98

No 
Asbestos light

Basem Rar Leighton 76
pipe insulation 7 
inches 11

heating 
room

Maintena
nce yes 07-Jan-98

No 
Asbestos light

Basem Rar Leighton 76
pipe insulation 7 
inches 11

heating 
room

Maintena
nce yes 07-Jan-98

No 
Asbestos light

All Leighton 85 Plaster 1478 50 All
Army 
Personel No 29-11-89 Assumed UnD

All Leighton 86 Plaster 1478 50 All
Army 
Personel No 29-11-89 Assumed UnD

Basem Leighton 87 Ceiling Tile 47 45 Hallway Army No 30-11-89 Assumed UnD
1 Leighton 87 Linolium 242 45 Chapel Army No 30-11-89 Assumed UnD
1 Leighton 87 Plaster 93 45 Chapel Army No 30-11-89 Assumed UnD

Basem Leighton 87 Ceiling Tile Conference Yes 30-11-89
No 
Asbestos

Basem Leighton 87 Ceiling Tile Conference Yes 30-11-89
No 
Asbestos

Basem Leighton 87 Ceiling Tile Conference Yes 30-11-89
No 
Asbestos

Basem Leighton 87 Ceiling Tile Conference Yes 30-11-89
No 
Asbestos

Basem Leighton 87 Ceiling Tile Conference Yes 30-11-89
No 
Asbestos

Basem Leighton 87 Ceiling Tile Conference Yes 30-11-89
No 
Asbestos

Basem Leighton 87 Ceiling Tile Conference Yes 30-11-89
No 
Asbestos

Basem Leighton 87
Ceiling Tile Type 
2 Conference Yes 30-11-89

No 
Asbestos

Basem Leighton 87
Ceiling Tile Type 
2 Conference Yes 30-11-89

No 
Asbestos

Basem Leighton 87
Ceiling Tile Tyoe 
2 Conference Yes 30-11-89

No 
Asbestos

Roof Leighton 88 Transite Roof 465 43 Roof Army No 30-11-89 Assumed UnD
1 Leighton 88 Grey Floor Tile 60 38 Various Army No 30-11-89 Assumed UnD

Basem Leighton 88 Pipe Insulation 15 Hting Army No 15-12-94 Assumed Abated

1 Leighton 88 Ceiling Tile Main Yes 30-11-89
No 
Asbestos

1 Leighton 88 Ceiling Tile Main Yes 30-11-89
No 
Asbestos

1 Leighton 88 Ceiling Tile Main Yes 30-11-89
No 
Asbestos

1 Leighton 88 Drywall Main Yes 30-11-89
No 
Asbestos

1 Leighton 88 Drywall Main Yes 30-11-89
No 
Asbestos

1 Leighton 88 Drywall Main Yes 30-11-89
No 
Asbestos
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417th BSB Asbestos Survey
Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

1 Leighton 97 Green Linolium 67 50 Main Army No 27-11-89 Assumed UnD
1 Leighton 97 Floor Tile 16 50 Office Army Np 27-11-89 Assumed UnD
1 Leighton 97 Drywall 205 50 Ceiling Army No 27-11-89 Assumed UnD

1 Leighton 97 Tar Paper Main Yes 27-11-89
No 
Asbestos

1 Leighton 97 Tar Paper Main Yes 27-11-89
No 
Asbestos

1 Leighton 97 Tar Paper Main Yes 27-11-89
No 
Asbestos

Basem Leighton 101 boiler insulation 17 boiler room
Maintena
nce no Nov-89 Assumed 07-01-98

visual 
inspection Abated

All Leighton 101 Plaster 4043 55 All
Military 
Personal No 11/30/89 Assumed UnD

1,2,3,4 Leighton 101 Linoleum 372 55
BathRm, 
Kitchen

Military 
Personel No 11/30/89 Assumed UnD

Basem Leighton 101 Pipe Insulation 198 Bs
Military 
Personel No 15-12-94 Gone Abated

Basem Rar Leighton 102
pipe insulation 5 
inches 12 boiler room

Maintena
nce yes 07-Jan-98

No 
Asbestos light

Basem Rar Leighton 102
pipe insulation 5 
inches 12 boiler room

Maintena
nce yes 07-Jan-98

No 
Asbestos light

Basem Rar Leighton 102
pipe insulation 5 
inches 12 boiler room

Maintena
nce yes 07-Jan-98

No 
Asbestos light

Basem Rar Leighton 102 wall plaster 88 boiler room
Maintena
nce no 07-Jan-98

No 
Asbestos light

Basem Rar Leighton 102 wall plaster 88 boiler room
Maintena
nce no 07-Jan-98

No 
Asbestos light

Basem Rar Leighton 102 wall plaster 88 boiler room
Maintena
nce no 07-Jan-98

No 
Asbestos light

Basem Rar Leighton 103
pipe insulation 3 
inches 12 boiler room

Maintena
nce yes Nov-89 Assumed 07-01-98

No 
Asbestos light Abated

Basem Rar Leighton 103
pipe insulation 3 
inches 12 boiler room

Maintena
nce yes Nov-89 Assumed 07-01-98

(QC) No 
Asbestos light Abated

Basem Rar Leighton 103
pipe insulation 3 
inches 12 boiler room

Maintena
nce yes Nov-89 Assumed 07-01-98

No 
Asbestos light Abated

Basem Rar Leighton 103
pipe insulation 3 
inches 12 boiler room

Maintena
nce yes Nov-89 Assumed 07-01-98

No 
Asbestos light Abated

Basem Rar Leighton 103 gasket 0.3 55 boiler room
Maintena
nce no Nov-89

not 
identified 07-01-98

70% 
chrysotile UnD

Basem Rar Leighton 103 gasket 0.3 55 boiler room
Maintena
nce no Nov-89

not 
identified 07-01-98

70% 
chrysotile UnD

Basem Rar Leighton 103 gasket 0.3 55 boiler room
Maintena
nce no Nov-89

not 
identified 07-01-98

70% 
chrysotile UnD

All Leighton 103 Plaster 4089 55 All
Military 
Personel No 11/30/89 Assumed UnD

1,2,3,4 Leighton 103 Linoleum Floor 372 55
BathRm, 
Kitchen

Military 
Personel No 11/30/89 Assumed UnD

Basem Leighton 103 Pipe Insulation 220
Mech rm. 
W

Military 
Personel No 15-12-94

No 
Asbestos UnD

Basem Rar Leighton 104
pipe insulation 4 
inches 12 boiler room

Maintena
nce yes 07-Jan-98

No 
Asbestos light

Basem Rar Leighton 104
pipe insulation 4 
inches 12 boiler room

Maintena
nce yes 07-Jan-98

No 
Asbestos light

Basem Rar Leighton 104
pipe insulation 4 
inches 12 67 boiler room

Maintena
nce yes 07-Jan-98

<1% 
amosite light

Basem Rar Leighton 105
pipe insulation 4 
inches 6 boiler room

Maintena
nce yes Nov-89 Assumed 07-01-98

No 
Asbestos light Abated
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Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

Basem Rar Leighton 105
pipe insulation 4 
inches 6 boiler room

Maintena
nce yes Nov-89 Assumed 07-01-98

No 
Asbestos light Abated

Basem Rar Leighton 105
pipe insulation 4 
inches 6 boiler room

Maintena
nce yes Nov-89 Assumed 07-01-98

No 
Asbestos light Abated

Basem Rar Leighton 105
pipe insulation 4 
inches 6 boiler room

Maintena
nce yes Nov-89 Assumed 07-01-98

No 
Asbestos light Abated

All Leighton 105 Plaster 4043 55 All
Military 
Personal No 11/30/89 Assumed UnD

1,2,3,4 Leighton 105 Linoleum Floor 372 55
BathRm, 
Kitchen

Army 
Presonel No 11/30/89 Assumed UnD

Basem Leighton 105 Pipe Insulation 253
Mech rm, 
W

Military 
Families No 15-12-94

No 
Asbestos UnD

Basem Rar Leighton 106
pipe insulation 4 
inches 13 boiler room

Maintena
nce yes 07-Jan-98

No 
Asbestos light

Basem Rar Leighton 106
pipe insulation 4 
inches 13 boiler room

Maintena
nce yes 07-Jan-98

No 
Asbestos light

Basem Rar Leighton 106
pipe insulation 4 
inches 13 boiler room

Maintena
nce yes 07-Jan-98

No 
Asbestos light

Basem Rar Leighton 107
pipe insulation 4 
inches 10 boiler room

Maintena
nce yes Nov-89 Assumed 07-01-98

No 
Asbestos light Abated

Basem Rar Leighton 107
pipe insulation 4 
inches 10 boiler room

Maintena
nce yes Nov-89 Assumed 07-01-98

<1% 
amosite light Abated

Basem Rar Leighton 107
pipe insulation 4 
inches 10 boiler room

Maintena
nce yes Nov-89 Assumed 07-01-98

No 
Asbestos light Abated

All Leighton 107 Plaster 4043 55 All
Army 
Personal No 11/30/89 Assumed UnD

1,2,3,4 Leighton 107 Linoleum 372 55
BathRm, 
Kitchen

Army 
Personal No 11/30/89 Assumed UnD

Basem Leighton 107 Pipe Insulation 232
Mech rm, 
SW

Army 
Personel No 15-12-94

No 
Asbestos UnD

Basem Rar Leighton 108
pipe insulation 3 
inches 10 boiler room

Maintena
nce yes 07-Jan-98

No 
Asbestos light

behind a 
wall/tunnel

Basem Rar Leighton 108
pipe insulation 3 
inches 10 boiler room

Maintena
nce yes 07-Jan-98

No 
Asbestos light

behind a 
wall/tunnel

Basem Rar Leighton 108
pipe insulation 3 
inches 10 boiler room

Maintena
nce yes 07-Jan-98

No 
Asbestos light

behind a 
wall/tunnel

Basem Rar Leighton 108
pipe insulation 3 
inches 10 boiler room

Maintena
nce yes 07-Jan-98

No 
Asbestos light

behind a 
wall/tunnel, 
dupl. of WFH-
108-01-03

Basem Leighton 109 17 boiler room
Maintena
nce yes Nov-89 Assumed 07-01-98

visual 
inspection Abated

All Leighton 109 Plaster 4043 55 All
Army 
Personal No 11/30/89 Assumed UnD

1,2,3,4 Leighton 109 Linoleum 372 55
Kitchen, 
BathRm

Army 
Personel No 11/30/89 Assumed UnD

Basem Leighton 109 Boiler Insulation 17 53 Hting Rm
Army 
Families No 11/30/89 Assumed UnD

Basem Leighton 109 Pipe Insulation 201 Bs
Army 
Personel No 15-12-94 Gone Abated

Basem Rar Leighton 110
pipe insulation 4 
inches 5 boiler room

Maintena
nce yes 07-Jan-98

No 
Asbestos light

Basem Rar Leighton 110
pipe insulation 4 
inches 5 boiler room

Maintena
nce yes 07-Jan-98

No 
Asbestos light

Basem Rar Leighton 110
pipe insulation 4 
inches 5 boiler room

Maintena
nce yes 07-Jan-98

No 
Asbestos light

Basem Leighton 111 boiler insulation 17 boiler room
Maintena
nce yes Nov-89 Assumed 07-01-98

visual 
inspection light Abated
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Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

1,2,3,4 Leighton 111 Linoleum 372 55
Kitchen, 
BathRm

Army 
Personel No 11/30/89 Assumed UnD

All Leighton 111 Plaster 5994 55 All
Army 
Personel No 11/30/89 Assumed UnD

Basem Leighton 111 Pipe Insulation Bs Yes 15-12-94
No 
Asbestos

Basem Leighton 111 Pipe Insulation Bs Yes 15-12-94
No 
Asbestos

Basem Leighton 111 Pipe Insulation Bs Yes 15-12-94
No 
Asbestos

Basem Rar Leighton 112
pipe insulation 4 
inches 15 boiler room

Maintena
nce yes 07-Jan-98

No 
Asbestos light

Basem Rar Leighton 112
pipe insulation 4 
inches 15 boiler room

Maintena
nce yes 07-Jan-98

No 
Asbestos light

Basem Rar Leighton 112
pipe insulation 4 
inches 15 boiler room

Maintena
nce yes 07-Jan-98

No 
Asbestos light

Basem Rar Leighton 113
pipe insulation 4 
inches 17 boiler room

Maintena
nce yes Nov-89 Assumed 08-01-98

No 
Asbestos light Abated

Basem Rar Leighton 113
pipe insulation 4 
inches 17 boiler room

Maintena
nce yes Nov-89 Assumed 08-01-98

<1 % 
amosite light Abated

Basem Rar Leighton 113
pipe insulation 4 
inches 17 boiler room

Maintena
nce yes Nov-89 Assumed 08-01-98

<1% 
amosite light Abated

Basem Rar Leighton 113 wall plaster 90 boiler room
Maintena
nce no Nov-89 Assumed 08-01-98

No 
Asbestos heavy

Basem Rar Leighton 113 wall plaster 90 boiler room
Maintena
nce no Nov-89 Assumed 08-01-98

No 
Asbestos heavy

Basem Rar Leighton 113 wall plaster 90 boiler room
Maintena
nce no Nov-89 Assumed 08-01-98

No 
Asbestos heavy

1,2,3,4 Leighton 113 Linoleum Floor 372 55
Kitchen, 
BathRm

Army 
Personel No 11/30/89 Assumed UnD

Basem Rar Leighton 114
pipe insulation 3 
inches 8 boiler room

Maintena
nce yes 08-Jan-98

No 
Asbestos light

Basem Rar Leighton 114
pipe insulation 3 
inches 8 boiler room

Maintena
nce yes 08-Jan-98

No 
Asbestos light

Basem Rar Leighton 114
pipe insulation 3 
inches 8 boiler room

Maintena
nce yes 08-Jan-98

No 
Asbestos light

1,2,3,4 Leighton 115 Linoleum 372 55
Kitchen, 
BathRm

Army 
Personel No 11/30/89 Assumed UnD

All Leighton 115 Plaster 3996 55 All
Army 
Personel No 11/30/89 Assumed UnD

Basem Leighton 115 Pipe Insulation 271 Bs Families No 15-12-94 Gone Abated
Basem Leighton 115 Boiler Insulation 17 Hting Rm Families No 15-12-94 Gone Abated

Basem Rar Leighton 116
pipe insulation 4 
inches 13 boiler room

Maintena
nce yes 08-Jan-98

No 
Asbestos light

Basem Rar Leighton 116
pipe insulation 4 
inches 13 boiler room

Maintena
nce yes 08-Jan-98

(QC) no 
Asbestos light

Basem Rar Leighton 116
pipe insulation 4 
inches 13 boiler room

Maintena
nce yes 08-Jan-98

No 
Asbestos light

Basem Rar Leighton 116
pipe insulation 4 
inches 13 boiler room

Maintena
nce yes 08-Jan-98

No 
Asbestos light

1,2,3,4 Leighton 117 Linoleum Floor 372 55
Kitchen, 
BathRm

Army 
Personel No 11/30/89 Assumed UnD

All Leighton 117 Plaster 3996 55 All
Army 
Personel No 11/30/89 Assumed UnD

Basem Leighton 117 Pipe Insulation 232 Thruout Families No 15-12-94 Gone Abated

Basem Rar Leighton 118
pipe insulation 3 
inches 2 boiler room

Maintena
nce yes 08-Jan-98

No 
Asbestos UnD
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Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

Basem Rar Leighton 118
pipe insulation 3 
inches 2 boiler room

Maintena
nce yes 08-Jan-98

No 
Asbestos UnD

Basem Rar Leighton 118
pipe insulation 3 
inches 2 boiler room

Maintena
nce yes 08-Jan-98

No 
Asbestos UnD

Basem Rar Leighton 119
pipe insulation 4 
inches 17 boiler room

Maintena
nce yes Nov-89 Assumed 08-01-98

No 
Asbestos UnD

Basem Rar Leighton 119
pipe insulation 4 
inches 17 boiler room

Maintena
nce yes Nov-89 Assumed 08-01-98

No 
Asbestos UnD

Basem Rar Leighton 119
pipe insulation 4 
inches 17 57 boiler room

Maintena
nce yes Nov-89 Assumed 08-01-98 2% amosite UnD

All Leighton 119 Plaster 5994 55 All
Army 
Personel No 11/30/89 Assumed UnD

1,2,3,4 Leighton 119 Linoleum Floor 372 55
BathRm, 
Kitchen

Army 
Personel No 11/30/89 Assumed UnD

Basem Leighton 119 Pipe Insulation 335 Mech Rm.
Army 
Presonal No 15-12-94

No 
Asbestos UnD

Basem Rar Leighton 120
pipe insulation 4 
inches 16 boiler room

Maintena
nce yes 08-Jan-98

No 
Asbestos light

Basem Rar Leighton 120
pipe insulation 4 
inches 16 boiler room

Maintena
nce yes 08-Jan-98

No 
Asbestos light

Basem Rar Leighton 120
pipe insulation 4 
inches 16 boiler room

Maintena
nce yes 08-Jan-98

No 
Asbestos light

Basem Rar Leighton 120
pipe insulation 4 
inches 16 boiler room

Maintena
nce yes 08-Jan-98

No 
Asbestos light

1,2,3,4 Leighton 121 Linoleum Floor 372 55
BathRm, 
Kitchen

Army 
Personal No 11/30/89 Assumed UnD

Basem Leighton 121 Pipe Insulation All Yes 11/30/89
No 
Asbestos damaged

Basem Leighton 121 Pipe Insulation All Yes 11/30/89
No 
Asbestos damaged

Basem Leighton 121 Pipe Insulation All Yes 11/30/89
No 
Asbestos damaged

Basem Rar Leighton 122
pipe insulation 3 
inches 8 boiler room

Maintena
nce yes 08-Jan-98

No 
Asbestos light

Basem Rar Leighton 122
pipe insulation 3 
inches 8 boiler room

Maintena
nce yes 08-Jan-98

No 
Asbestos light

Basem Rar Leighton 122
pipe insulation 3 
inches 8 boiler room

Maintena
nce yes 08-Jan-98

No 
Asbestos light

Basem Rar Leighton 122
pipe insulation 3 
inches 1 boiler room

Maintena
nce yes 08-Jan-98

No 
Asbestos UnD

Basem Rar Leighton 123 pipe insulation 9 boiler room
Maintena
nce yes Nov-89 Assumed 08-01-98

No 
Asbestos heavy

Basem Rar Leighton 123 pipe insulation 9 boiler room
Maintena
nce yes Nov-89 Assumed 08-01-98

No 
Asbestos heavy

Basem Rar Leighton 123 pipe insulation 9 boiler room
Maintena
nce yes Nov-89 Assumed 08-01-98

No 
Asbestos heavy

All Hsg Leighton 123 Plaster 3996 55 All
Army 
Pers. No 12/1/89 Assumed UnD

1,2,3,4 Hsg Leighton 123 Linoleum Floor 372 55
Kitchens,B
athrms

Army 
Pers. No 12/1/89 Assumed UnD

Basem Hsg Leighton 123 Pipe Insulation 299 Mech Rm. Families No 15-12-94
No 
Asbestos UnD

Basem Rar Leighton 124
pipe insulation 3 
inches 10 boiler room

Maintena
nce yes 08-Jan-98

No 
Asbestos UnD

Basem Rar Leighton 124
pipe insulation 3 
inches 10 boiler room

Maintena
nce yes 08-Jan-98

No 
Asbestos UnD

Basem Rar Leighton 124
pipe insulation 3 
inches 10 boiler room

Maintena
nce yes 08-Jan-98

No 
Asbestos UnD
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Floor Use Installation: Bldg No. Description: LM SM ALG Rm No.

Type of 
bldg. Fri.

Date of 
survey:

Result of 
survey:

Date of 
resurvey

Result of 
resurvey Cond. Comments

Basem Rar Leighton 124
pipe insulation 3 
inches 10 boiler room

Maintena
nce yes 08-Jan-98

No 
Asbestos UnD

Basem Rar Leighton 125
pipe insulation 4 
inches 5 boiler room

Maintena
nce yes Nov-89 Assumed 08-01-98

No 
Asbestos UnD

Basem Rar Leighton 125
pipe insulation 4 
inches 5 boiler room

Maintena
nce yes Nov-89 Assumed 08-01-98

No 
Asbestos UnD

Basem Rar Leighton 125
pipe insulation 4 
inches 5 boiler room

Maintena
nce yes Nov-89 Assumed 08-01-98

No 
Asbestos UnD

All Hsg Leighton 125 Plaster 3996 55 All
Army 
Pers. No 12/1/89 Assumed UnD

1,2,3,4 Hsg Leighton 125 Linoleum Floor 372 55
Kitchens,B
athrms

Army 
Pers. No 12/1/89 Assumed UnD

Basem Hsg Leighton 125 Pipe Insulation 280 Thruout Families No 15-12-94
No 
Asbestos UnD

Basem Rar Leighton 126
pipe insulation 3 
inches 5 boiler room

Maintena
nce yes 08-Jan-98

<1% 
amosite heavy Abated

Basem Rar Leighton 126
pipe insulation 3 
inches 5 boiler room

Maintena
nce yes 08-Jan-98

No 
Asbestos heavy

Basem Rar Leighton 126
pipe insulation 3 
inches 5 boiler room

Maintena
nce yes 08-Jan-98

No 
Asbestos heavy

1,2,3,4 Hsg Leighton 127 Linoleum Floor 372 55
Kitchens,B
athrms

Army 
Pers. No 12/1/89 Assumed UnD

All Hsg Leighton 127 Plaster 3996 55 All
Army 
Pers. No 12/1/89 Assumed UnD

Basem Leighton 127 Boiler Insulation Hting Rm Yes 12/1/89
No 
Asbestos

Basem Leighton 127 Boiler Insulation Hting Rm Yes 12/1/89
No 
Asbestos

Basem Leighton 127 Boiler Insulation Hting Rm Yes 12/1/89
No 
Asbestos

Basem Leighton 127 Pipe Insulation Thruout Yes 12/1/89
No 
Asbestos

Basem Leighton 127 Pipe Insulation Thruout Yes 12/1/89
No 
Asbestos

Basem Leighton 127 Pipe Insulation Thruout Yes 12/1/89
No 
Asbestos

Basem Rar Leighton 129
pipe insulation 4 
inches 8 boiler room

Maintena
nce yes 08-Jan-98

No 
Asbestos heavy

Basem Rar Leighton 129
pipe insulation 4 
inches 8 boiler room

Maintena
nce yes 08-Jan-98

No 
Asbestos heavy

Basem Rar Leighton 129
pipe insulation 4 
inches 8 boiler room

Maintena
nce yes 08-Jan-98

No 
Asbestos heavy

Basem Rar Leighton 129
pipe insulation 4 
inches 8 boiler room

Maintena
nce yes 08-Jan-98

No 
Asbestos heavy

Basem Rar Leighton 129 wall plaster 90 boiler room
Maintena
nce no 08-Jan-98

No 
Asbestos heavy

Basem Rar Leighton 129 wall plaster 90 boiler room
Maintena
nce no 08-Jan-98

No 
Asbestos heavy

Basem Rar Leighton 129 wall plaster 90 boiler room
Maintena
nce no 08-Jan-98

No 
Asbestos heavy

Basem Rar Leighton 130
pipe insulation 3 
inches 5 boiler room

Maintena
nce yes Dec-89 Assumed 08-01-98

No 
Asbestos light

Basem Rar Leighton 130
pipe insulation 3 
inches 5 boiler room

Maintena
nce yes Dec-89 Assumed 08-01-98

No 
Asbestos light

Basem Rar Leighton 130
pipe insulation 3 
inches 5 boiler room

Maintena
nce yes Dec-89 Assumed 08-01-98

No 
Asbestos light

All Hsg Leighton 130 Plaster 3996 55 All
Army 
Pers. No 12/1/89 Assumed UnD
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Date of 
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1,2,3,4 Hsg Leighton 130 Linoleum Floor 372 55
Kitchens,B
athrms

Army 
Pers. No 12/1/89 Assumed UnD

Basem Hsg Leighton 130 Pipe Insulation 293 Thruout Families No 15-12-94
No 
Asbestos UnD

Basem Rar Leighton 131
pipe insulation 4 
inches 2 67 boiler room

Maintena
nce yes 08-Jan-98

<1% 
amosite light

Basem Rar Leighton 131
pipe insulation 4 
inches 2 67 boiler room

Maintena
nce yes 08-Jan-98 2% amosite light

Basem Rar Leighton 131
pipe insulation 4 
inches 2 67 boiler room

Maintena
nce yes 08-Jan-98

<1% 
chrysotile, 
2% amosite light

Basem Rar Leighton 131 fire brick 0.5 boiler room
Maintena
nce yes 08-Jan-98

No 
Asbestos light

Basem Rar Leighton 131 fire brick 0.5 boiler room
Maintena
nce yes 08-Jan-98

(QC) no 
Asbestos light

Basem Leighton 132 boiler insulation 17 boiler room
Maintena
nce yes Dec-89 Assumed 09-01-98

visual 
inspection Abated

1,2,3,4 Hsg Leighton 132 Linoleum Floor 372 55
Kitchens,B
athrms

Army 
Pers. No 12/1/89 Assumed UnD

All Hsg Leighton 132 Plaster 4833 55 All
Army 
Pers. No 12/1/89 Assumed UnD

Basem Leighton 132 Pipe Insulation Thruout Yes 12/1/89
No 
Asbestos

Basem Leighton 132 Pipe Insulation Thruout Yes 12/1/89
No 
Asbestos

Basem Leighton 132 Pipe Insulation Thruout Yes 12/1/89
No 
Asbestos

Basem Leighton 132 Pipe Insulation Thruout Yes 12/1/89
No 
Asbestos

Basem Leighton 132 Pipe Insulation Thruout Yes 12/1/89
No 
Asbestos

Basem Leighton 132 Pipe Insulation Thruout Yes 12/1/89
No 
Asbestos

All Hsg Leighton 136 Plaster 558 50 All
Army 
Pers. No 12/1/89 Assumed UnD

Basem Leighton 136 Pipe Insulation Thruout No 12/1/89
No 
Asbestos

Basem Leighton 136 Pipe Insulation Thruout No 12/1/89
No 
Asbestos

Basem Leighton 136 Pipe Insulation Thruout No 12/1/89
No 
Asbestos

Basem Tmp Leighton 138
pipe insulation 3 
inches 17 boiler room

Army 
Pers. yes Dec-94

No 
Asbestos 09-01-98

No 
Asbestos UnD

Basem Tmp Leighton 138
pipe insulation 3 
inches 17 boiler room

Army 
Pers. yes Dec-94

No 
Asbestos 09-01-98

No 
Asbestos UnD

Basem Tmp Leighton 138
pipe insulation 3 
inches 17 boiler room

Army 
Pers. yes Dec-94

No 
Asbestos 09-01-98

No 
Asbestos UnD

All Hsg Leighton 138 Plaster 469 50 All
Army 
Pers. No 12/1/89 Assumed UnD

Basem Tmp Leighton 139
No suspect 
material found boiler room

Family 
Housing 13-Jan-98

All Hsg Leighton 140 Plaster 465 55 All
Army 
Pers. No 12/1/89 Assumed UnD

Basem Leighton 140 Pipe Insulation Thruout Yes 12/1/89
No 
Asbestos

Basem Leighton 140 Pipe Insulation Thruout Yes 12/1/89
No 
Asbestos
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Result of 
survey:

Date of 
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Result of 
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Basem Leighton 140 Pipe Insulation Thruout Yes 12/1/89
No 
Asbestos

Basem Hsg Leighton 142 Pipe Insulation 86 60 Thruout
Army 
Pers. No 15-12-94

Assumed-
No access UnD

All Hsg Leighton 142 Plaster 465 50 All
Army 
Pers. No 12/1/89 Assumed UnD

Basem Tmp Leighton 143
No suspect 
material found boiler room

Family 
Housing 09-Jan-98

All Hsg Leighton 144 Plaster 465 50 All
Army 
Pers. No 12/1/89 Assumed UnD

Basem Hsg Leighton 144 Pipe Insulation 86 Bedroom
Army 
Pers. No 15-12-94

No 
Asbestos UnD

Basem Tmp Leighton 145
pipe insulation 3 
inches 0.5

boiler room 
(145 B)

Army 
Pers. yes 13-Jan-98

No 
Asbestos UnD

All Hsg Leighton 146 Plaster 468 50 All
Army 
Pers. No 12/1/89 Assumed UnD

Basem Hsg Leighton 146 Pipe Insulation 86 Unit A, NW
Army 
Pers. No 15-12-94

No 
Asbestos UnD

Roof Leighton 147 N/A 197 43 Roof Army No 30-11-89 Assumed UnD
1 Leighton 150 Linolium 121 50 Various Civ. No 30-11-89 Assumed UnD
1 Leighton 150 Floor Tile 100 50 Various Civ. No 30-11-89 Assumed UnD

1 Leighton 150 Roof Insulation
Ceiling 
Inside Yes 30-11-89

No 
Asbestos

1 Leighton 150 Roof Insulation
Ceiling 
Inside Yes 30-11-89

No 
Asbestos

1 Leighton 150 Roof Insulation
Ceiling 
Inside Yes 30-11-89

No 
Asbestos

1 Leighton 150 Drywall Walls Yes 30-11-89
No 
Asbestos

1 Leighton 150 Drywall Walls Yes 30-11-89
No 
Asbestos

1 Leighton 150 Drywall Yes 30-11-89
No 
Asbestos

1 Leighton 157 Floor Tile 5 50 Main Army No 21-11-89 Assumed UnD
1 Leighton 343 Floor Tile 100 50 Thruout Army No 10-11-89 Assumed UnD

Basem Tmp Leighton 351
No suspect 
material found boiler room

Family 
Housing 09-Jan-98

Basem Leighton 352 boiler insulation 33 boiler room
Family 
Housing yes Dec-89 Assumed 09-01-98

visual 
inspection Abated

All Hsg Leighton 352 Plaster 4368 55 Hall
Army 
Pers. No 12/1/89 Assumed UnD

1,2,3,Atti
c Hsg Leighton 352 Linoleum Floor 395 50 Kitchens

Army 
Pers. No 12/1/89 Assumed UnD

Basem Hsg Leighton 352 Pipe Insulation 336 Thruout
Army 
Pers. No 15-12-94 Gone Abated

Basem Tmp Leighton 353
No suspect 
material found boiler room

Family 
Housing 09-Jan-98

Basem Leighton 354 boiler insulation 33 boiler room
Family 
Housing yes Dec-89 Assumed 09-01-98

visual 
inspection Abated

All Hsg Leighton 354 Plaster 4368 55 All
Army 
Pers. No 12/1/89 Assumed UnD

1,2,3,Atti
c Hsg Leighton 354 Linoleum Floor 395 55 Kitchens

Army 
Pers. No 12/1/89 Assumed UnD

Basem Hsg Leighton 354 Pipe Insulation 336 Thruout
Army 
Pers. No 15-12-94 Gone Abated

Basem Rar Leighton 355
pipe insulation 3 
inches 0.5 boiler room

Family 
Housing yes 09-Jan-98

No 
Asbestos UnD
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Basem Rar Leighton 355
pipe insulation 3 
inches 0.5 boiler room

Family 
Housing yes 09-Jan-98

(QC) no 
Asbestos UnD

Basem Rar Leighton 355
pipe insulation 4 
inches 5 boiler room

Family 
Housing yes 09-Jan-98

No 
Asbestos UnD

Basem Rar Leighton 355
pipe insulation 4 
inches 5 boiler room

Family 
Housing yes 09-Jan-98

No 
Asbestos UnD

Basem Rar Leighton 355
pipe insulation 4 
inches 5 boiler room

Family 
Housing yes 09-Jan-98

No 
Asbestos UnD

Basem Rar Leighton 356
pipe insulation 4 
inches 0.5 boiler room

Family 
Housing yes Dec-89 Assumed 09-01-98

No 
Asbestos UnD

All Hsg Leighton 356 Plaster 4368 55 All
Army 
Pers. No 12/1/89 Assumed UnD

1,2,3,Atti
c Hsg Leighton 356 Linoleum Floor 395 55 kitchens

Army 
Pers. No 12/1/89 Assumed UnD

Basem Hsg Leighton 356 Pipe Insulation 336 Thruout
Army 
Pers. No 15-12-94 Gone Abated

Basem Leighton 401
no suspect 
material found boiler room 

Family 
Housing 13-Jan-98

Basem Rar Leighton 402 boiler gasket 0.5 55 boiler room 
Family 
Housing no Dec-89

10% 
chrysotile 13-01-98

visual 
inspection UnD

1,2,3 Hsg Leighton 402 12"x12" Floor Tile 660 55
Kitchens,B
edrms Families No 12/1/89 Assumed UnD

All Hsg Leighton 402 Plaster 3996 55 All Families No 12/1/89 Assumed UnD

1,2,3 Hsg Leighton 403 12"x12" Floor Tile 660 55
Kitchens,B
edrms Families No 12/1/89 Assumed UnD

All Hsg Leighton 403 Plaster 3996 55 All Families No 12/1/89 Assumed UnD
Basem Hsg Leighton 403 Boiler Insulation 17 Hting Rm Families No 15-12-94 Gone Abated

1,2,3 Hsg Leighton 404 12"x12" Floor Tile 660 55
Kitchens,B
edrms Families No 12/1/89 Assumed UnD

All Hsg Leighton 404 Plaster 3996 55 All Families No 12/1/89 Assumed UnD
Basem Hsg Leighton 404 Boiler Insulation 17 Hting Rm Families No 15-12-94 Gone Abated

Basem Leighton 405
no suspect 
material found boiler room 

Family 
Housing 13-Jan-98

Basem Leighton 406

no suspect 
material found/no 
samples taken boiler room

Family 
Housing 14-Jan-98

Basem Tmp Leighton 135A
pipe insulation 4 
inches 10

former 
boiler room

Army 
Pers. yes 13-Jan-98

No 
Asbestos UnD

at building 135 
B no suspected 
material found

Basem Tmp Leighton 135A
pipe insulation 4 
inches 10

former 
boiler room

Army 
Pers. yes 13-Jan-98

No 
Asbestos UnD

at building 135 
B no suspected 
material found

Basem Tmp Leighton 135A
pipe insulation 4 
inches 10

former 
boiler room

Army 
Pers. yes 13-Jan-98

No 
Asbestos UnD

at building 135 
B no suspected 
material found

Basem Tmp Leighton 135A
pipe insulation 3 
inches 12

former 
boiler room

Army 
Pers. yes 13-Jan-98

No 
Asbestos UnD

Basem Tmp Leighton 135A
pipe insulation 3 
inches 12

former 
boiler room

Army 
Pers. yes 13-Jan-98

No 
Asbestos UnD
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Basem Tmp Leighton 135A
pipe insulation 3 
inches 12

former 
boiler room

Army 
Pers. yes 13-Jan-98

No 
Asbestos UnD

Basem Tmp Leighton 137B
pipe insulation 2 
inches 3 boiler room

Army 
Pers. yes 09-Jan-98

No 
Asbestos UnD

no suspect 
material found 
in bldg. 137A

Basem Tmp Leighton 137B
pipe insulation 2 
inches 3 boiler room

Army 
Pers. yes 09-Jan-98

No 
Asbestos UnD

no suspect 
material found 
in bldg. 137A

Basem Tmp Leighton 137B
pipe insulation 2 
inches 3 boiler room

Army 
Pers. yes 09-Jan-98

No 
Asbestos UnD

no suspect 
material found 
in bldg. 137A

Basem Tmp Leighton 137B
pipe insulation 3 
inches 9 boiler room

Army 
Pers. yes 09-Jan-98

No 
Asbestos UnD

Basem Tmp Leighton 137B
pipe insulation 3 
inches 9 boiler room

Army 
Pers. yes 09-Jan-98

No 
Asbestos UnD

Basem Tmp Leighton 137B
pipe insulation 3 
inches 9 boiler room

Army 
Pers. yes 09-Jan-98

No 
Asbestos UnD

1st Brk Leighton Thru out Plaster 176 50 Thruout Civilians No 21-11-89 Assumed UnD
1 Wuerzburg 346 Floor Tile 4 50 Main Army No 09-11-89 Assumed UnD

1
Wuerzburg 
Hospital 343 Plaster 651 50 All Army No 10-11-89 Assumed UnD

1
Wuerzburg 
Hospital 343 Pipe Insulation PLO Office Yes 10-11-89

No 
Asbestos

1
Wuerzburg 
Hospital 343 Pipe Insulation PLO Office Yes 10-11-89

No 
Asbestos

1
Wuerzburg 
Hospital 343 Pipe Insulation PLO Office Yes 10-11-89

No 
Asbestos

1
Wuerzburg 
Hospital 343 Pipe Insulation PLO Office Yes 10-11-89

No 
Asbestos

Atttic
Wuerzburg 
Hospital 343 Pipe Insulation Motorpool Yes 10-11-89

No 
Asbestos

Attic
Wuerzburg 
Hospital 343 Pipe Insulation Motorpool Yes 10-11-89

No 
Asbestos

Attic
Wuerzburg 
Hospital 343 Pipe Insulation Motorpool Yes 10-11-89

No 
Asbestos

Attic
Wuerzburg 
Hospital 343 Pipe Insulation Motorpool Yes 10-11-89

No 
Asbestos

Attic
Wuerzburg 
Hospital 343 Pipe Insulation Motorpool Yes 10-11-89

No 
Asbestos

Attic
Wuerzburg 
Hospital 343

Pipe Insulation 
Type 3 Motorpool Yes 10-11-89

No 
Asbestos

1
Wuerzburg 
Hospital 343 Tar Paper PLO Office Yes 10-11-89

No 
Asbestos

1
Wuerzburg 
Hospital 343 Tar Paper PLO Office Yes 10-11-89

No 
Asbestos

1
Wuerzburg 
Hospital 343 Tar Paper PLO Office Yes 10-11-89

No 
Asbestos

Basem
Wuerzburg 
Hospital 345

Transite Wall 
Partitions 14 55 1009 Army No 09-11-89 Assumed UnD

Basem
Wuerzburg 
Hospital 345 Floor Tile 74 50 Various Army No 09-11-89 Assumed UnD

Attic,1,2,
3

Wuerzburg 
Hospital 345 Floor Tile 2509 50 Thruout Army No 09-11-89 Assumed UnD

Basem
Wuerzburg 
Hospital 345 Pipe Insulation Thruout Yes 09-11-89

No 
Asbestos

Basem
Wuerzburg 
Hospital 345 Pipe Insulation Thruout Yes 09-11-89

No 
Asbestos
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Basem
Wuerzburg 
Hospital 345 Pipe Insulation Thruout Yes 09-11-89

No 
Asbestos

Basem
Wuerzburg 
Hospital 345 Electrical Wrap

1010 
Hallway Yes 09-11-89

No 
Asbestos

Basem
Wuerzburg 
Hospital 345 Electrical Wrap

1010 
Hallway Yes 09-11-89

No 
Asbestos

Basem
Wuerzburg 
Hospital 345 Electrical Wrap

1010 
Hallway Yes 09-11-89

No 
Asbestos

Basem
Wuerzburg 
Hospital 345 Cardboard 1007 Yes 09-11-89

No 
Asbestos

Basem
Wuerzburg 
Hospital 345 Cardboard 1007 Yes 09-11-89

No 
Asbestos

Basem
Wuerzburg 
Hospital 345 Cardboard 1007 Yes 09-11-89

No 
Asbestos

Roof
Wuerzburg 
Hospital 346 Roof Shingles 6 43 Roof Army No 09-11-89 Assumed UnD

Larson Brk 1
12"x12" floor tiles 
beige 1800 < 70

2nd, 3rd 
floor 
thruout

administr
ative no 01-06-90

assumed 
asbestos 20-06-02

10% 
Chrysotile UnD

mastic also 
asbestos 

Larson Brk 1 black mastic 1800 < 70

2nd, 3rd 
floor 
thruout

administr
ative no 01-06-90

assumed 
asbestos 20-06-02

<10% 
Chrysotile UnD

floor tile also 
asbestos

Larson Brk 1
transite type 
window sills 90 ea < 70

1st/2nd 
floor and 
south and 
north ends 
of 3rd floor

administr
ative no 01-06-90

not 
identified 20-06-02

10% 
Chrysotile UnD
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